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February 17, 2010

Mr. David Womacks
Director, Public Works
City of Oakland Park
3801 NE 5th Avenue
Oakland Park, FL 33334
Re:

Facilities Master Plan: Final Report
City of Oakland Park
ADG Project No. 791-07/1.02

Dear Mr. Womacks:
Enclosed is the Final Report for the Facilities Master Plan, as adopted by the City Commission on
February 17, 2010. The project was undertaken as a multi-task process, beginning in May 2008 with two
concurrent tasks: 1.) the survey and assessment of existing city facilities conditions, capacity, and space
utilization, and 2.) the analysis of the space and facility requirements of various City departments. These
tasks were concluded in January of 2009, and are included in this report. An element of the facilities
assessment, the “Citywide ADA Study” was submitted on January 26, 2009.
Subsequent to these tasks, ADG has prepared preliminary recommendations to include development
alternatives for existing facilities, proposed future facilities, and a Capital Improvement Program with a
phased approach to implementation and funding priorities. Input from City staff throughout this process
and a presentation at a May 2009 Commission Workshop provided the Consultant further direction in
preparing recommendations that support the City’s Strategic Plan initiatives.
It is important to note that master planning is necessarily a fluid process. The Facilities Master Plan has
evolved over the past two years in an attempt to adjust to and keep pace with the current volatile
economic climate and the City’s refinement of budget priorities, internal re-organization and staffing, and
the completion of facility upgrades and the re-location of departmental staff. Conditions can and will
continue to change, and it is recommended that the Plan and Capital Improvements Program outlined in
this Report be re-visited annually to assess progress, make modifications to adjust to current economic
and demographic conditions, and refine the implementation strategy.
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Elements and/or issues investigated in the study that we wish to bring to the attention of the City
Commission and Administrative Staff are summarized as follows:
The Future of Oakland Park: Population Growth and Impact
In many important aspects, the relationship between population and levels of service is closely related.
Future needs are largely based upon population growth projections and demographic changes, as these
relate to the City’s provision of services and the potential need for new or enlarged facilities and
increased staffing levels. Conversely technology and increased efficiency in the delivery of services will
have an impact upon municipal personnel, and may mitigate the need for expansion related to future
service requirements.
Recent forecast data has reduced previous population estimates for the 2005 baseline, and has adjusted
future population totals to reflect slower growth rates than previously factored. However, long-range
planning efforts do need to anticipate that growth will resume once Florida and the nation’s economy
stabilizes. What is significant to consider is the way in which the City will grow. As Broward County is
approaching a “build-out” scenario, the pattern of growth is expected to result in higher densities. In
particular, municipalities in the eastern region of the County, such as Oakland Park, are expected to see
the majority of that growth.
Supporting that growth pattern, adopted future land uses for the City include increased density in existing
residential areas, in addition to changes of use from commercial to mixed use with additional residential
units at high density. The established goals of the City’s adopted CRA Master Plan further encourage
mixed use and transit oriented development, to support affordable housing initiatives, higher density
residential development, and pedestrian oriented amenities. Future planned development that puts less
emphasis on serving the out-migration patterns of a commuting work force, will likewise put greater
demands on specific City services as well.
The following population growth chart for Broward County has been updated for revised forecast data
published by Broward County Planning Services Division (BPSD) in July 2009. Population forecasts for
2010 into the future are on the whole 6-8% less than BPSD’s previous forecast data published in 2005.
In contrast, the population chart for the City is based upon the most recent forecast data from March
2007. It may be anticipated that similar modifications to these forecasts will apply.
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Broward County Population
This chart reflects the census population of Broward County and its growth for the period of 1930 to 2030 with projections for the
years 2006, 2010, 2020, and 2030 based on July 2009 forecast data. The chart reflects forecasts which account for the beginning of a
decline in the average annual population growth in the period from 2000-2005, with a sharp decline in the period from 2005-2010.
Forecasts project growth beginning in 2010, but at a rate less than half that of decades previous to 2000. This chart does not reflect
seasonal population which has a direct impact upon services provided by government entities.
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City of Oakland Park Population
This chart reflects the census population of the City of Oakland Park for the period of 1930 to 2030 with projections for the years
2006, 2010, 2020, and 2030 based upon March 2007 forecast data. More recent forecast data in July 2009 for Broward County
projects a decline in growth in the period from 2000-2010, and a growth rate half that of previous decades for the period from 20102030. A similar decline in population in the City from 2000-2010 is yet to be confirmed with the upcoming 2010 Census, and it may
be anticipated that the City’ annual growth rate beyond 2010 will be likewise slower than previous forecasts.
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These population forecasts and future growth trends support the conclusion that the pattern of City and
County growth will continue to be the primary factor in predicating service levels. We believe that the
careful monitoring of both population growth forecasts and “trends” as discussed in this report are in the
best interests of the City of Oakland Park as either factor has the ability to significantly affect the
proposed Capital Improvement Program, both with respect to project size as well as project priority.
Facility Utilization and Spatial Needs Assessment
The master plan process involved an analysis of the City’s growth and the anticipated impact on
facilities. As the economic recession has evolved through the course of this study, forecast data as
previously discussed, has been revised. Moreover, the wave of foreclosures and other effects of the
economic downturn are readily observable. In response, the conclusions of this report are based upon
revised time frames which include a five year window for “current” need, and future need projections at
longer intervals for 2020 and 2030. In this regard, the current recession offers time to “catch-up” to
fulfill current needs. However, in relation to the master planning process, it is important to note that
historically economic recessions are a short-term phenomenon, and should not defer the need to focus on
long-term goals.
In preparing the Spatial Needs Assessment, a multi-task methodology was employed, which included the
distribution of a Space Needs questionnaire to designated department personnel, followed by interviews
and facility tours to assess the current space utilization. The evaluation, including staff review and
consensus, was completed in January 2009. Thus, the current needs have been analyzed based upon the
recommended space requirements for a facility to accommodate the staffing levels as budgeted for the
2009 fiscal year. The Spatial Needs Assessment serves to provide recommended facility areas to meet
the current and future needs for each department.
As is exhibited in the following Spatial Needs Summary, most existing City facilities do not have the
effective functional area that is recommended for the operations of these departments. The City has, for
many years, accommodated its spatial needs by adding personnel and services into existing spaces and
areas taken over from other departments. In many respects this can be identified as a “Band-Aid”
approach that has offered, at best, temporary relief to overcrowding of facilities and other functional
deficiencies. The comparison between spatial need (2010-14) and what is currently available illustrates
the magnitude of the problem.
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Spatial Needs Summary

Department

Existing
Facility Area
2009
(estimated gross
square feet)

Spatial; Requirements (square feet)

Spatial Requirements
(in gross square feet)

Current Need 2010-14
Future Need' 2070
Future Need' 203()

Current
Need
2010-14

Future
1
Need
2020

Future
1
Need
2030

City Administration

8,1022

13,098

13,678

14,458

Engineering/Community Development

8,5683

9,182

9,542

10,952

Police/Broward Sheriff Office

17,289

17,2894

17,2894

17,2894

Fire Rescue

20,473

32,834

34,548

38,318

Public Works5

8,500

14,250

16,600

17,750

Parks and Leisure6

4,500

10,057

10,401

11,249

67,432

96,710

102,058

110,016

Total

1 Cumulative totals
2 Approximate existing office area allocated at City Hall for the City Manager, Finance, City Clerk, Human Resources, and ITS.
3 Existing area noted is the area allocated for Engineering/Community Development at the New Municipal Building.
4 A Space Needs Assessment for BSO future needs is excluded from the scope of this report, existing area carried forward as future need.
5 Combined facility area for administrative and crew functions of both Administration and Operations Divisions. (Unconditioned facility area and yard space
for maintenance and storage functions is excluded from this summary table).
6 Combined facility area for administrative and crew functions of both Parks & Leisure Services and Parks Division. (Unconditioned facility area and yard
space for maintenance and storage functions is excluded from this summary table).
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Facilities Conditions Assessment
The city facilities surveyed under the scope of this study are of varying age and condition, and many can
be generally characterized as having been extended beyond their useful life with only minimal renovation
and routine maintenance. Most of the existing buildings were originally constructed 20-40 years ago
often for entirely different functional purposes, and subsequently have undergone a series of
modifications and “piece-meal” additions that have tended to compromise their functionality. Significant
issues that were observed are noted as follows:
1.

As indicated by their age, the majority of the buildings are not built to current Florida
Building Code and depending upon the level of renovation that may be desired, could
require significant investment to upgrade to current codes. This factor alone may
substantiate that the construction of a new facility is more economically feasible.

2.

Although the City is implementing a plan, all buildings are observed to be non-ADA
compliant to varying degrees, failing to meet either Federal or State ADA requirements
for accessibility.

3.

Critical facilities do not meet currently recommended enhanced building requirements for
survivability, or design requirements as would be mandated by current Florida Building
Code.

4.

All buildings surveyed, including new renovations, are unsprinklered. State Life Safety
Codes, such as NFPA 1, could mandate the retrofit of certain facilities with sprinkler
systems, particularly if undergoing a renovation.

5.

Facilities are overcrowded, with equipment and storage boxes compromising functional
work areas and in some instances, stored in egress paths, a violation of life safety codes.

6.

There are visible signs of moisture penetration in several buildings as a result of leaks,
inappropriate construction, or deferred maintenance.

7.

Many facilities have poorly sealed windows and doors, the source of significant heat and
moisture gains and conditioned air loss.

In summary, many of the existing structures, accommodating critically important functions, are substandard and non-compliant with current codes. Their continued utilization, in their present condition,
poses specific risks to the City. As an example, the penetration of moisture into the building interior has
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the potential of creating air quality issues. This is an important and critical issue, as air quality is
typically a product of mold and mildew found in unobserved areas, such as ceiling cavities, behind wall
coverings, etc. Furthermore, the conditions of many of these aging facilities pose additional burden upon
maintenance requirements, and are generally more costly to operate due to their inherent energy
inefficiency.
These observations point to a set of evaluation criteria which was considered as an element of the
conditions assessment. In support of the City’s Strategic Plan, citywide criteria addressed in this report
include security, regulatory compliance, sustainability, information technology, and survivability.
Planning for the Present and Future: Capital Improvements Program
The aim of the Facilities Master Plan and Capital Improvement Program (C.I.P.) is to permit and
encourage a pragmatic approach to current and future development of the City’s properties. In addition
to factors previously discussed regarding space needs and the assessment of facility conditions, the
proposed future development of properties has been considered with regards to Future Land Use, the
CRA Master Plan, and the recommendations of the Recreation and Parks Master Plan, adopted October
2009.
The Facilities Master Plan is guided in the near term (5 year horizon) by one of the City’s seven
“Strategic Performance Areas”: Financial Stability and Sustainability. The annual operations and
maintenance budget is impacted both by the quantity of facilities, as well as the condition of those
facilities. Guiding the recommendations in this Plan is the premise of a “sustainable, consolidated,
fiscally conservative” approach to managing the City’s facility needs. The “Near Term Plan” also
borrows from the City’s overall business plan strategy to “reshape, automate, resize for excellence”
(R.A.R.E.).
The operations and maintenance costs of the existing facilities inventory may be mitigated in 4 ways:
1.) consolidate personnel and services at appropriate facilities to reduce the citywide facility area
2.) vacate and cease maintenance of under-utilized and defunct facilities which have exceeded their
useful life
3.) sell or lease viable properties, and/or maintain properties at nominal operational expense to hold for
future development
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4.) upgrade and repair facilities which will be utilized into the foreseeable future, to reduce annual
maintenance expenditures and operation costs
These strategies are a primary consideration in the proposed Development Alternatives for many of the
City properties. For some properties, long-term goals and objectives are of more significance, and may
include the master planning and redevelopment of properties with expanded or new facilities.
Importantly, these long range “master plans” also serve to guide the decisions related to investing in
interim renovations.
C.I.P. Strategy
The goal which forms the basis of the proposed 5-Year C.I.P. is to phase out the inventory of older
facilities which are generally deficient in space needs, more costly to operate and maintain, have cited
ADA non-compliant issues, and are not feasible for renovation especially if upgrades are required to meet
current building codes. Rather than implement costly renovations, funds are to be allocated towards
future new and replacement facilities. This in turn increases the overall inventory of new, modernized
facilities which will meet current and future functional and space needs, be compliant with current
applicable codes, and meet standards for energy efficient construction, to realize lower operational costs
and nominal maintenance in the initial years of the new building’s life cycle (offsetting other capital
expenditures).
As summarized in the table below, 74% of the City’s 2009 gross facility area consists of facilities that
have been constructed (or undergone major renovation) prior to 2005. The original construction of many
of these facilities dates back 40+ years, and in some cases was followed by major renovations 20+ years
ago. In consideration that major building elements such as HVAC equipment and the roof (15 -20 year
life expectancy) may be nearing the point of replacement, further renovation of such a facility may not be
warranted. As previously state, upon further analysis of the facility’s functional utilization, existing
conditions, and operations and maintenance costs, funding required for a major renovation is often not
economically viable.
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Facility Inventory Summary
Citywide Facility Area
(estimated gross square feet)

Inventory: Age of Facility

Proposed
5-YearProposed
Future
Proposed
Proposed
2010-2014
2020/2030
5-Year
Future

Existing
2008/09

Current
2010

Pre-2005 Construction/Major Renovation

110,292

89,269

77,280

26,855

Post-2005 Construction/Major Renovation

39,488

39,488

68,688

167,288

Total Citywide Facility Area

Total Citywide Facility Area

149,780

149,780

128,757

2010-2014

145,968

128,757

145,968

2020/2030

194,143

194,143

The proposed 5-Year C.I.P. immediately benefits from a reduction of the facility inventory accomplished
in 2009: a 20% decrease in gross facility area (GFA) due to the re-location of Engineering & Community
Development and the Broward Sheriff Office to the New Municipal Building, and the subsequent relocation of the Active Adults program to the Collins Community Center. This resulted in 3 vacated
facility properties: 250 NE 33 Street, Public Safety Building, and the City Annex (lease terminated).
By the conclusion of the 5-Year C.I.P. in 2014, the proposed C.I.P. program projects a nearly 50/50 ratio
of pre and post-2005 construction GFA, accomplished in part by a small overall net reduction of facility
inventory. By 2020/2030, the proposed C.I.P. program will result in an 86% GFA of post-2005
construction/renovation, or otherwise stated, 86% of the city’s facility inventory will be no more than 1525 years old. An even more aggressive goal towards a 100% replacement/major renovation of the facility
inventory by 2020/2030 may be adopted.
The C.I.P. program also proposes an increase in the total citywide gross facility area by 2020/2030, in
response to meeting the projected future need. While this will impact the operations budget
proportionately, it is important to note that this additional facility area will be in the category of new,
modernized facilities which will be more efficient to operate and maintain.
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Proposed Project Priorities and Recommendations
An effective Capital Improvement Program will require consensus on the strategic prioritization of
projects, to utilize available funding to strike a balance between improvements required for essential City
operations and capital improvements towards meeting the City’s future needs. In evaluating the
information and conclusions as presented in this report, and in consideration of the current economic
uncertainty, we recommend for consideration the following priorities (in no order of preference) to guide
the near term and long term capital improvements to be considered in the Facilities C.I.P. for the City of
Oakland Park.
Phase I: Near Term (5-10 year)

. Cost Containment and Maintenance

1. Cost Containment and Maintenance
•
Close vacated and underutilized facilities, assess opportunities to lease viable properties to
maintain the facility at no cost (and potentially generate revenue), and hold property for future
redevelopment.
•
Implement an annual assessment for maintenance of city-owned parking facilities, and assess
the feasibility of implementing a metered parking system.
2. City-Wide Upgrades and Maintenance of Core Facilities
•
Adopt a ten year plan to stabilize and repair those facilities to remain in use for the
foreseeable future (beyond 5 years), to accomplish mandated code issues, extend the useful
life, and achieve reductions in operation costs, specifically to address the following criteria:
1.
2.
3.
4.
5.

Security (implement citywide system)
Regulatory Compliance: Life Safety and ADA compliance
Energy Efficiency (equipment, fixtures, and building envelope performance)
Information Technology (implement citywide upgrades)
Survivability (as required for critical facilities)

3. Facility Improvements for ADA Compliance
•
Adopt a five year plan to achieve citywide ADA compliance as prioritized, in coordination
with proposed capital improvements.
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Phase II: Long Term Growth and Planning (2020/2030)
4. Public Works Complex Replacement Facility
Public
Works
Complex
Facility and
Construct
a new consolidated
Public Replacement
Works Complex for the Administration
•

Operations Divisions at the Municipal Services site.

New Parks & Leisure Facilities
5. New Parks & Leisure Facilities
•
Central Community Center
•
Library replacement
(coordinate with the Recreation and Cultural C.I.P.)

6. Replace Fire Rescue Facilities / New EOC
Replace
Fire Rescue Facilities / New EOC
A separate study is recommended to assess the future citywide needs that will establish the
•

long range plans for the effective allocation of facilities and resources. Land acquisition may
be a required element.

Replace City Hall

7. Replace City Hall
•
Construct new City Hall at current location or future site to be determined, pending the future
development and goals of the CRA Local Activity Center

8. ParkingFacilities
Facilities andand
Future
TransitTransit
Oriented Development
Parking
Future
Oriented Development
•

Transit oriented development and other elements of the CRA master plan may require future
funding for parking facilities. Available land for Park-and-Ride and similar amenities to serve
mass-transit hubs is currently lacking. Upon further definition of the goals and
implementation strategy to meet future parking needs, a program to establish funding is to be
integrated into the C.I.P. Land acquisition will also require long-range planning.

These recommendations are also in recognition of the City Commission’s policy direction to focus on
both the maintenance of public safety and the preservation of “brick and mortar” core services. It is
important to note that available funding will influence to a great degree the actual phased implementation
of the proposed capital improvements, and what is most essential is to distinguish between the near term
and long term objectives.
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General Recommendations to Support Project Priorities
1. Facility Planning – Long Term Goals
is recommended
that that
the City
facility
statement
that all new
• It It
is recommended
the adopt
City aadopt
a design
facilitymission
design “mission
statement”
thatfacilities
all newbe
planned
to be
andbecost
effectively
designed,
that they be
plannedthat
to accommodate
future
facilities
be efficiently
planned to
efficiently
and
cost effectively
designed,
they be planned
to
expansion,
and that
theyexpansion,
are as flexible
possible
in order
to meet
changing
needsto
in meet
the the
accommodate
future
and as
that
they are
as flexible
asthe
possible
in order
future
and maximize
the building.
changing
needs in the
the useful
future life
andofmaximize
the useful life of the building.

2. Energy Management and Conservation Technologies
adopt
a policy
to integrate
energy
management
andand
conservation technologies
• ItItisisrecommended
recommendedthat
thatthe
theCity
City
adopt
a policy
to integrate
energy
management
into
new construction
and proposed
conservation
technologies
into newrenovations.
construction and proposed renovations.

3. Capital Improvement Program
ItItisisrecommended
that the
the City
City adopt
adopt aa defined
definedC.I.P.
C.L.P.plan
planand
and
into
place
appropriate
•
recommended that
putput
into
place
appropriate
funding
sufficient
magnitude
fund
thethe
noted
facilities
andand selected
funding that
thatwill
willbebeof of
sufficient
magnitudeasasto to
fund
noted
facilities
development
options. The
implementation
of a land acquisition
strategy will
be critical
selected
development
options.
The implementation
of a land acquisition
strategy
will to
meet
future
facility
needs.
be critical to meet future facility needs.
4. Funding Strategy:
recommended
that
thethe
CityCity
establish
a City
Funding
Committee,
whosewhose
goal and/or
mission
• ItItisis
recommended
that
establish
a “City
Funding
Committee,”
goal and/or

mission statement
is and
to identify
establish
funding methodologies
for theand
improvements
statement
is to identify
establishand
funding
methodologies
for the improvements
new
and new
facilities
that are
identified
withinC.I.P.
the adopted
C.I.P. This
Committee
facilities
that
are identified
within
the adopted
This Committee
should
meet on a should
regularlymeet
on
a
regularly
scheduled
basis,
identify
funding
opportunities,
seek
appropriate
grants and
scheduled basis, identify funding opportunities, seek appropriate grants and pursue alternative
pursue alternative funding.
funding.
Potential Funding Sources
ADG recently hosted a Public Facilities Funding Seminar to explore various methods for Florida Cities
and Counties to fund projects similar to those in the proposed C.I.P. for Oakland Park. The current
economic climate of deteriorating revenue sources make this a very challenging time for civic leaders.
There is no single “silver bullet” that makes these projects feasible. Rather, it is the leveraging of
incremental opportunities and creative thinking that can make continued municipal facility construction
possible.
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All sources for potential grants should be explored by the City, as well as other potential sources of
revenue such as existing bond issues that may be reaching maturity. It is also important that the City
prioritize select “infrastructure” and energy efficiency improvement projects which may be eligible for
funding by Federal economic stimulus programs, especially those intended to produce jobs.
In consideration of the financial challenges to the City’s established funding strategy, it is anticipated that
major capital improvement projects (such as the proposed community center and municipal facilities)
may be offered to the voters, at the appropriate time, for approval by general obligation bonds.
Conclusion
There have been numerous individuals who have been generous of their time in helping us to accumulate
information, test potential solutions, provide guidance and arrive at conclusions when such was
warranted. In particular, we would like to acknowledge and express our sincere appreciation to the
following individuals:
John Stunson - City Manager
Horace McHugh - Assistant City Manager
Ken Resor  /(ssistam Director.'PublicNorks
Ken Resor – Assistant Director, Public Works
Harvey Rambarath - Assistant Director, Engineering & Community Development
John Perez - Project Manager, Engineering & Community Development
Marlon Lobban – Civil Engineer II, Engineering & Community Development
Rick Buckeye - Senior Planner, Engineering & Community Development
Ray Lubomski - Assistant to the City Manager, CRA Director
Janette Smith - City Clerk
Lynn McCaffrey - Director, Human Resources
Vivienne Kedroe-Lake - Director, Information Systems
Dane Vose - GIS Services, Information Systems
Jenna LaFleur - Director, Parks & Leisure Services
Brian Pagliaro - Assistant Director, Parks & Leisure Services
Don Widing
- Fire Chief
Don Widing
- Fire Chief
Jim Henson
Assistant
Fire Chief Fire Chief
Jim Henson - Assistant
RickRick
LaCerra
- Sergeant,
District
LaCerra
- Sergeant,
District1212Broward
BrowardSheriff
Sheriff Office
Office
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We also express our appreciation to yourself and all City Staff, who assisted ADG in all aspects of this
study. Their in-depth awareness of City issues and elements of this study have been very much
appreciated.
We are hopeful that this document provides a comprehensive assessment of the citywide facility issues
and needs, and will aid decision makers in the successful implementation of a Facilities Capital
Improvements Program to meet the City’s current challenges and future goals.

Kevin Ratigan, AIA, LEED AP Senior Vice-President
- signature

Kevin Ratigan, AIA, LEED AP
Senior Vice-President

Amy Nowacki, AIA, LEED AP
Project Architect - signature
Amy Nowacki, AIA, LEED AP
Project Architect

Architects Design Group, Inc.
Winter Park | Fort Myers, Florida
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Assistant
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City Clerk
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Services

Financial Services

Public Works
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Technology Services

Police
(BSO Contract)
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Intergovernmental
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Facilities Master Plan: Volume I
City of Oakland Park
ADG Project No. 791-07
Section 1: City Overview
The facility study began in 2008 with an Inventory and Conditions Assessment of citywide facilities
utilized for the operations of the following City Departments:
•

City
Departments
Engineering
andand
Construction
Office
ofAdministrative
thethe
CityCity
Manager
Office
of
Manager
Engineering
Construction
City Administrative Departments

•

Citv
CityClerk
Clerk
Financial
Services
Financial
Services

Engineering / Community Development

Building and Permitting

Building and Permitting

Plannine
andand
Zoning
Planning
Zoning

Code
CodeEnforcement
Enforcement

Human
HumanResources
Resources

Information
Technology
Services
Information
Technology
Services
•

Police / Broward Sheriff Office

•

•

Public Works
Administration
Administration
Municipal Services
Division
Municipal
Services
Division
Operations
Division
Operations Division

•

Fire Rescue
Parks &
& Leisure
Services
Parks
Leisure
Services
Administration and Recreational Proerams

Administration and Recreational Programs

Parks
Division
Parks
Division

Library
Division
Library
Division

Concurrently, a spatial needs assessment for the departments (excluding Police) was prepared by ADG
to aid in evaluating the adequacy and current utilization of these existing facilities to meet the functional
needs of the occupants in the near term (2010-2014) and future (2020 / 2030).
In many important aspects, the relationship between population and levels of service is closely related.
Future needs are largely based upon population growth projections and demographic changes, as these
relate to the City’s provision of services and the potential need for new or enlarged facilities and
increased staffing levels. Conversely technology and increased efficiency in the delivery of services
will have an impact upon municipal personnel, and may result in decreases in staffing and facility area
needs. However, in considering projections for future population growth, and growth in the pattern of
higher densities both in the City and County, the need to plan for the expansion and modernization of
facilities remains.
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1.1

The Future of Oakland Park: Population Growth and Impact

Since the inception of this study in early 2008, economic conditions have continued to impact
population forecast models. The most recent forecasts for Broward County’s average annual percentage
of growth for the period of 2010-2035 report a 6-8% decrease from what was previously forecast in
2005 (Broward County Planning Services Division: Broward-by-the-Numbers, No.57; July 2009).
While in decades previous to 2000, Broward County’s average annual percentage of growth ranged from
2-3%, the period from 2000-2005 is forecast as a decline to 1.44%, with an even sharper decline in
2005-2010 to .37%. The July 2009 report forecasts modest growth in future years, with an average
annual growth rate ranging from 1.18% for the period from 2010-2015, to .75% by 2035. Population
forecasts for the City of Oakland Park have not been published since 2007, but it may be anticipated that
annual growth rates will follow that of the County. The 2010 Census data will assist in providing
historical data for the past decade, and a new baseline upon which to model annual growth.
Broward’s growth has historically been due to migration patterns, and this will continue to be of the
greatest impact upon future growth. Consequently, small changes in patterns of in- and out-migration
are of huge impact. In-migration accounted for the exponential growth of the 1970’s and 1990’s. The
past decade from 2000-2010 saw a reduction in the net migration and population growth to the lowest
levels in 60 years. This was the result of decreased in-migration due to rising housing costs in the early
part of the decade, followed by increased out-migration due to declining job opportunities and the
recession of the latter years of the decade. Conversely, as a result of the recession, moving forward
beyond 2010 low housing costs may spur a wave of in-migration, which is the basis for the forecasted
growth. As with past recessions, it is not expected that this recession will have an impact on long-term
in-migration patterns.
While the future annual growth of the County as a whole is expected to increase more slowly than
previous forecasts, municipalities in the eastern region of the County, such as Oakland Park, are
expected to see most of that growth. The County is approaching a “build-out” scenario, and increases in
the number of households and household size, to occupy former vacant (seasonal) units, is becoming the
pattern of future population growth, rather than the increase of new construction and housing inventory
of the past decade. Supporting that growth pattern, adopted future land uses include increased density in
existing residential areas, in addition to changes of use from commercial to mixed use with additional
residential units at high density. The established goals of the City’s adopted CRA Master Plan further
encourage mixed use and transit oriented development, to support affordable housing initiatives, higher
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density residential development, and pedestrian oriented amenities. Future planned development that
puts less emphasis on serving the out-migration patterns of a commuting work force, will likewise put
greater demands on specific City services as well.

Broward County Population
This chart reflects the census population of Broward County and its growth for the period of 1930 to 2030 with projections for the
years 2006, 2010, 2020, and 2030 based on July 2009 forecast data. The chart reflects forecasts which account for the beginning of a
decline in the average annual population growth in the period from 2000-2005, with a sharp decline in the period from 2005-2010.
Forecasts project growth beginning in 2010, but at a rate less than half that of decades previous to 2000. This chart does not reflect
seasonal population which has a direct impact upon services provided by government entities.
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City of Oakland Park Population
This chart reflects the census population of the City of Oakland Park for the period of 1930 to 2030 with projections for the years
2006, 2010, 2020, and 2030 based upon March 2007 forecast data. More recent forecast data in July 2009 for Broward County
projects a decline in growth in the period from 2000-2010, and a growth rate half that of previous decades for the period from 20102030. A similar decline in population in the City from 2000-2010 is yet to be confirmed with the upcoming 2010 Census, and it may
be anticipated that the City’ annual growth rate beyond 2010 will be likewise slower than previous forecasts.
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City services must also respond to changing demographics of a primarily “aging in place” population.
Population forecasts by age show a modest increase in all age groups, with the exception of the “Baby
Boomer Generation” (45-64) in which growth will slow until the beginnings of a decline starting in 2020
as they enter the growing 65+ age group. The largest and most mobile group, ages 19-44, accounts for
almost half of the population, and will likely be most impacted by the outcome of the recession.
Declining housing costs and an anticipated rebounding job market in the next decade may contribute to a
return of a predominantly in-migration pattern of this age group.
These population forecasts and future growth trends support the conclusion that the pattern of City and
County growth will continue to be the primary factor in predicating service levels. We believe that the
careful monitoring of both population growth forecasts and “trends” is in the best interests of the City of
Oakland Park as either factor has the ability to significantly affect the proposed Capital Improvement
Program, both with respect to project size as well as project priority.
Additionally, local municipalities may be pressed to provide services due to budget shortfalls at the State
level. It is an unfortunate “truism” that State Government, as a result of reduced tax revenue, has
transferred the responsibility to provide services from State Agencies to Counties and Cities, in many
instances, without the provision of funds to provide these services. Often, these are “un-funded
mandates”, in effect a transfer of services that must be provided, but without a State commitment of
appropriate funding sources.
1.2

Facility Utilization and Organizational Needs Assessment

In preparing the Spatial Needs Assessment, a multi-task methodology was employed, which included
the distribution of a Space Needs questionnaire to designated department personnel, followed by
interviews and facility tours. The evaluation, including staff review and consensus, was completed in
January 2009. Thus, the current needs have been analyzed based upon the recommended space
requirements for a facility to accommodate the staffing levels as budgeted for the 2009 fiscal year. The
spatial needs analysis provides recommended facility areas to meet the current and future needs for each
department.
Since the commencement of this study in early 2008, the economic and demographic climate has
changed considerably, and forecast models for population growth since the 2000 Census have been
adjusted, generally beginning in forecast year 2005. As population is one factor that relates to the
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provision of City services and a department’s spatial needs for operations, this decline in growth may in
part mitigate the need for facility expansion to meet current needs in the near term. Directly related,
declining revenue and the consolidation of programs and services also factors into projections for
facility spatial needs.
In response to this forestalled growth, current need, as utilized for the purposes of this study, is
identified as space need that is projected for the short term (5 years: 2010–2014) and which should be
considered as the minimum threshold to be provided as the basis of a 5-Year Capital Improvement
Program. Future needs have been projected out much further, to 2020 and 2030, and are the basis for
establishing a long-range Master Plan and Capital Improvement Program for the City’s future.
Space Needs Standards
The Space Needs Assessment and subsequent design process benefits from a standardized approach to
space planning and space allocation. Over a period of twenty years, ADG has been collecting, testing,
and refining standards for the allocation of space within a given facility type. The recommended space
standards reflect the consensus of various City, County, State and Federal agencies. The standards
ensure the functional use of space to accommodate furniture and equipment, and serve only as a guide to
the design process, as economies of space may be achieved by variations in layout and configuration.

Space Needs Standards: Sample illustration of
the recommended standard configuration for an
Executive Secretary work station.
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Need vs. Existing Facilities
The full Spatial Needs Assessment is submitted as part of this “Second” Draft Report under separate
cover as Volume II. In conclusion, the following Spatial Needs Summary illustrates that most existing
City facilities do not have the effective functional area that is recommended for the operations of these
departments. The City has, for many years, accommodated its spatial needs by adding additional
personnel and services into existing spaces and areas taken over from other departments. In many
respects this can be identified as a “Band-Aid” approach that has offered, at best, temporary relief to
ongoing overcrowding of facilities. The comparison between spatial need (2010-14) and what is
currently available illustrates the magnitude of the problem.
The re-organization of the Engineering and Community Development divisions as one department in
2008-09 has effectively consolidated these divisions, providing for the current space needs at the
recently completed New Municipal Building (5399 N. Dixie Blvd.). Additionally, Fire Prevention and
City Clerk record storage is accommodated on the first floor of the new facility, vacating space to meet
current needs in the respective existing facilities. BSO has also re-located to the new facility’s second
floor (with first floor lobby and processing areas), where more adequate space is provided to meet
current needs. However, it is observed that there is no potential for any projected future growth
(2020/2030), other than to displace an adjacent departmental area.
Subsequently, the re-location of the Building Division to this new facility in 2009 vacated space at City
Hall, which is currently being utilized as interim Parks and Leisure Administration offices. With the
first floor of City Hall at full occupancy, there is not an opportunity to meet current space needs for the
ITS department, or for the expressed need to expand and reconfigure the Commission Chambers.
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1.3

Spatial Needs Summary

In summary, the following schedule compares the existing facility area as of January 2009 to the
recommended facility area for the current operational needs of each department, and the needs for future
growth.

Department

Existing
Facility Area 2009
Spatial Requirements
(in gross square feet)
Existing
Spatial Requirements
(estimated
gross
square
Facility Area
(in gross square feet)
feet)
Current Need 2010-14
Future Need' 2020Future Need' 2030
2009

Current
Need
2010-14

Future
1
Need
2020

Future
1
Need
2030

8,1022

13,098

13,678

14,458

8,5683

9,182

9,542

10,952

Police/Broward Sheriff Office

17,289

17,2894

17,2894

17,2894

Fire Rescue

20,473

32,834

34,548

38,318

Public Works5

8,500

14,250

16,600

17,750

Parks and Leisure6

4,500

10,057

10,401

11,249

67,432

96,710

102,058

110,016

(estimated gross
square feet)

City Administration
Engineering/Community Development

Total

8,102ﾰ

Cumulative
totals totals
1 Cumulative
Approximate existing office area allocated at City Hall for the City Manager, Finance, City Clerk, Human Resources, and ITS.

2 Approximate existing office area allocated at City Hall for the City Manager, Finance, City Clerk, Human Resources, and ITS.
Municipal Building.
A4Space
NeedsNeeds
Assessment
for BSO future
needs
is excluded
the scope of
this report,
existing
carried forward
as future
need. forward as future need.
A Space
Assessment
for BSO
future
needsfrom
is excluded
from
the scope
of area
this report,
existing
area carried
Combined
facility area
for administrative
and crew functions
of both
Administration
Divisions. ( Facility
and yard space
for maintenance
and area
storage
functions
excluded
5 Combined
facility
area for administrative
and
crew
functions and
of Operations
both Administration
andarea
Operations
Divisions.
( Facility
and
yard isspace
forform
this
summary table)
maintenance
and storage functions is excluded from this summary table).
Combined
facilityfacility
area for area
administrative
and crew functions
of bothfunctions
Parks & Leisure
Services
Division.
(Unconditioned
facility
area and(Unconditioned
yard space for maintenance
and storage
functions
6 Combined
for administrative
and crew
of both
Parksand
&Parks
Leisure
Services
and Parks
Division.
facility area
and yard
is excluded from this summary table).
space for maintenance and storage functions is excluded from this summary table).
Existing
area noted
the area
allocated
Engineering/Community
Development at theDevelopment
New Municipal Building.
3 Existing
area isnoted
is the
area for
allocated
for Engineering/Community
at the New
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1.4

Trends Affecting City Services

The consideration of spatial need is driven by a variety of factors, such as population growth, generation
of new or enhanced City Services, and operational or management trends. It is important to note that
these “trends” may result in the need to provide additional services, irrespective of the impact of
population growth. Our overview of several jurisdictions throughout Florida and the United States
provides an insight into those future trends that may impact upon the City in the foreseeable future.
Examples include:
1.4.1 A “Paper-less” System
The City continues to implement processes and initiatives towards a “paper-less” environment in
all aspects of administration and operations. The implementation of electronic agenda systems
and webcasting, virtual record management systems, bill-paying, payroll, and finance
documentation (accounting, purchasing, budget documentation) have served to streamline
operations and further green initiatives through the reduction of paper waste, as well as reducing
record storage space needs. Additionally, such technological initiatives and process
improvements are being employed to achieve reductions in staff hours, enabling a more efficient
work flow, and serving to increase the capabilities of current staff to meet future needs. All of
these resultant factors have a direct impact on spatial need.
As profound as these changes have been in terms of information gathering, recording and
dissemination, the future will continue to bring changes that are as equally dramatic.
1.4.2 Flexibility of Space
Spaces within facilities need to be changeable without major cost and to have sufficient
flexibility for different systems and technology that evolve in the future. This flexibility also
allows for future growth.
There has long been debate relative to the utilization of open-space planning concepts. While
private offices are mandated for certain discrete work functions, there are also appropriate uses
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of less private work environments. There is a direct relationship to both cost and space
flexibility, which in buildings of moderate to large size can result in substantial savings or costs,
depending upon the decision that is made. Perhaps the greatest advantage to open space systems
is the premise of space flexibility and the ability to easily accommodate future change.
Meeting rooms, as an example, continue to be tested in terms of their ability to accommodate
changing information systems. The use of sophisticated computer and video conferencing
systems is the type of improvement that will permit spaces to have modifiable characteristics.
1.4.3 Regionalism/Satellite Facilities
Despite current economic times, the population of the City of Oakland Park is anticipated to
resume population growth beyond the next 5-year horizon. As population density increases, it
becomes more difficult to effectively provide services to geographically diverse populations.
Many jurisdictions have elected to provide satellite facilities. This may, in the future, be a
consideration in regards to the Law Enforcement (BSO) and Fire Rescue Department functions.
The need to provide services to a larger community is an important consideration in the overview
of total City Spatial Needs.
1.4.4 Diversity Requirements
The changing population demographic will continue to modify the way communities obtain and
provide services. Demographics for Oakland Park indicate a culturally diverse citizenry, and a
largely “aging in place” population. As the population matures, future years will see a growing
65+ age group and a declining 45-64 age group. Fluctuations in the 19-44 age group will be
most dependent on the outcome of the recession.
These demographics clearly have an impact upon City functions, and in particular Parks and
Leisure level of service requirements, as noted in the Parks and Open Space Master Plan Study
(adopted in October 2009).
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Section 2: Existing City Facilities - Survey and Documentation
Catalogued on the following pages is an inventory of City facilities which have been surveyed under the
scope of this Citywide Facility Study.
The survey included the visual inspection of these facilities, with regards to providing a preliminary
overview of the condition and quality of the properties, general appearance, and serviceability of the
facility for the intended use and occupancy.
More specifically, conditions that may be noted include visually obvious structural and mechanical
concerns. However, it is important to note that the survey of facilities was conducted as an architectural
review, not an in depth engineering evaluation. In some instances, this report may recommend further
investigative testing work or evaluation. Notably, most facilities show evidence of prior roof damage
and water intrusion, and a citywide roof assessment is one such recommendation for further evaluation
in conclusion of this report. Specific facilities are also called out for further mechanical equipment
assessment, in consideration of both indoor air quality and energy efficiency improvements.
In evaluating the existing facility conditions, specific technical considerations and citywide criteria were
assessed as part of the survey:
• Security
• Regulatory (life safety and building code, accessibility requirements)
• Sustainability (energy and water conservation and efficiency standards)
• Information Technology
• Survivability (storm hardening for critical facilities)
As an element of the Facility Survey, an in depth evaluation for compliance with Florida Accessibility
Code was completed in 2008. The “Citywide ADA Study” was submitted January 26, 2009.
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City of Oakland Park Facilities
age

General Notes

Building Name

site acreagebldg area

Site Address

age

site
acreage

bldg
area

Stories

#
stories

1. renovations in 1969, 1991

1. City Hall

3650 NE 12th Avenue

1963

0.78

14,120

2

2. vacated in 2009

2. (Engineering/Active Adults)

250 NE 33rd Street

1979

1.14

5,920

1

3. leased office space,
vacated in 2009
4. vacated in 2009

3. (City Hall Annex)

2901 E.Oakland Park Blvd

n/a

n/a

1,400

1

4. (Public Safety Building)

301 NE 38th Street

1984

2.46

13,103

1

5. Fire Station #87

2100 NW 39th Street

1982

1.20

7,699

2

6. Fire Station #9

301 NE 38th Street

1967

--

6,750

1

7. Fire Station #20

4721 NW 9th Avenue

1968

0.38

5,100

1

8. Municipal Services

3801 NE 5th Avenue

1965

3.46

3,172

1

9. Municipal Services Garage

3815 NE 5th Avenue

1965

--

4,844

1

5. includes approx. 600 SF
storage at second floor
6. co-located with Public
Safety Building
7. leased to City for Fire Dept.
use
8. Public Works
Administration office area

10. administration building

10. Public Works Operations

5100 NE 12th Terrace

1967

5.00

2,025

1

11. renovations in 2000

11. Collins Community Center

3900 NE 3rd Avenue

1971

1.55

6,942

1

12. restrooms, storage,
concession stand

12. Wimberly Fields

4000 NE 3rd Avenue

1971

8.60

619

1
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City of Oakland Park Facilities
site acreagebldg area

General Notes

Building Name

Site Address

age

site
acreage

2.49

bldg
area

#
stories

13. estimated date,
renovations in 2009-10
12. restrooms, storage

13. Dillon Tennis Center

4091 NE 5th Avenue

1971

2.49

321

1

14. Stevens Fieldhouse
pavilion

3881 NE 6th Avenue

1968

3.95

1,782
300

1

15. re-located in 1987

15. Pioneer House

3860 NE 6th Ave

1920

0.28

600

1

16. pavilion

16. Carter Woodson Park

3490 NE 3rd Avenue

--

1.87

200

1

17. renovations in 1980, 2009

17. Spiher Recreation Center

1246 NE 37th Street

1975

1.15

4,386

1

18. renovations in 1972, 1987

18. Library

1298 NE 37th Street

1963

0.55

13,471

1

19. date of new renovations

19. Downtown Center -A

1098 NE 40th Court

2009

0.30

5,480

1

20. first floor area, floor 2
build-out varies
21,22. total facility acreage

21. NAG Community Center: A
22.
Community
Center:
B
22.NAG
NAG
Community
Center:

21. NAG Community Center: A
B

250 NE 56th Court
250 NE 56th Court

2008
--

23. leased

23. N.E. High School Fieldhouse

750 NE 56th Street

--
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20. Downtown Center -B

1101 NE 40th Court
250 NE 56th Court

-2008

0.80
1.09

1

1.09
1,750
-- 3,2853,285
--

2

13,000
1,750

616

1
1
2
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City of Oakland Park Facilities
site acreagebldg arca

General Notes

Building Name
24. Royal Palm Park pavilion

24. Royal Palm Park
pavilion
restroom
restroom

Site Address

age

site
acreage

4100 NW 17th Avenue

33.68

bldg
area

1998
2005

#
stories

1

33.68
4100 NW 17th Avenue
1701 NW 38th Street

stories

637
500

25. restrooms

25. Dog Park

931 NW 38th Street

2005

2.26

500

1

26. pavilion, restrooms

26. Lakeside Sandpine Preserve

2820 NW 27th Avenue

2005

5.62

400

1

27. *new interior build-out flr 1&2,
exterior
renovations
27. *new
interior build-out

27. New Municipal Building

5399 N Dixie Highway

1.83

30,858

2

28. Parking Lot

West Prospect Road
at Andrews Avenue

--

1.50

--

--

29. Parking Lot

East Prospect Road
at Andrews Avenue

--

1.40

--

--

30. Parking Lot

3900 NE 6 Ave.

--

0.61

--

--

2008/09*

flr 1&2, exterior renovations

TOTAL CITY-WIDE FACILITY AREA
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2.2

Existing City Facilities: Conditions Assessment

An Inventory and Conditions Assessment was completed in 2008, to provide a preliminary overview of the current
conditions and utilization of the buildings and properties. Documented in this section are notable conditions with
regards to the conditions and quality of the building, visually obvious structural or mechanical concerns, and
capacity appropriateness. Additionally, facilities were assessed with regards to citywide evaluation criteria, as will
be discussed further in Section 3. Issues regarding accessibility are documented in the “Citywide ADA Study”,
submitted on January 26, 2009. It is important to note that this is an architectural review, and not an in-depth
engineering evaluation.
Since the completion of this survey in 2008, some facilities have undergone renovation or change of use, as will be
commented upon for clarification.
City Hall

City Administration
1.

City Hall

Building renovations in 1990 adapted the original police and fire station into the present City Hall. Conditions
noted which merit consideration include the following:
The building lacks many features that are necessary for a facility of its type: a fire sprinkler system, access security
system, and emergency generator. Additionally, the building is not a hardened structure. The age of the original
structure and subsequent renovations pre-date current code requirements, in particular with regards to wind load
criteria.

first floor lobby

Adaptive re-use of the original construction has also left behind some inherent limitations. Former jail cells of
solid masonry construction limit the ability for interior remodeling, as does the generator room construction which
is not large enough for the installation of a new generator of appropriate capacity, and related equipment. Recently
installed plug-in capability is available for utilizing a portable generator, but generally this arrangement is
recommended as a back-up to a facility’s permanent generator.
Video surveillance of public areas is indicated, but access controls, such as a proximity card system, are not in
place to monitor perimeter security or interdepartmental security. The public lobby sign-in desk is currently not
staffed, and a visitor may freely access offices on both floors.
General appearances indicate routine maintenance. Office areas appear overcrowded with record storage and office
equipment, lacking auxiliary areas to accommodate these needs and enable a better utilization of personal work
space. This will be alleviated by record storage space available at the New Municipal Building in 2009.

3.

City Annex

This facility’s lease was terminated upon the re-location of Code Enforcement offices to the New Municipal
Building in 2009.
first floor lobby
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City Hall: Billing Office

City Hall: Building Department (2008)

The Billing Office area is crowded by record storage, and lacks a work area for copy equipment. A small back
office is shared by 2 personnel, limiting optimal work space. The Cashiers office (occupied by the Treasurer) is
utilized primarily for record storage, and desk work area is limited, and the former ADA service window to the
lobby is walled off.
Building Department offices formerly located at City Hall included Permitting and Planning & Zoning. Pictured
here are work areas cluttered by record storage, which in some cases presents an obstruction to egress routes.
Service counter for permits and other business are open, lacking any security or privacy screening such as a
transaction window. Office space and record storage needs have since been addressed by the internal restructuring of the Engineering and Community Development Department, and re-location to new offices at the
New Municipal Building in 2009. Parks & Leisure Administration has since moved into this space.
service counter

Private restroom at building department office area is in need of modernization.
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City Hall: Break Room, floor 1

City Hall: Information Services

server room

UPS equipment

The first floor employee break room was recently renovated and is a valuable staff amenity.
Information Services has adapted to the given area with compromises to work flow and equipment needs. The
Director’s office is detached from staff, separated by a building egress corridor. This corridor also is being utilized
for the IT Department’s copy machine, and provides a mail area and Clerk record vault access. Storage of boxes
and equipment compromises appropriate utilization of available space.
The server room is at capacity with its current main frame layout, and the configuration does not provide the
required service access to the servers. UPS equipment at the adjoining room is not serviceable due to room size,
and is not provided with on-line emergency power. Server and UPS equipment rooms are not provided with
dedicated HVAC systems, and are supplied by the main building HVAC and a supplemental through wall unit.
Additionally lacking is a fire suppression system at the server room.
copy work space for ITS at egress corridor
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City Hall: Human Resources

City Hall: Commission Chambers

Human Resources offices were re-furbished with new workstations and office furnishings in 2004. However, the
open office layout of the HR Generalists work stations does not provide acoustic privacy. Record storage clutters
some areas, but is being mitigated by the transition to electronic record systems. A transaction window has since
been provided at the reception desk to address security and privacy requirements.
Commission Chambers generally are in need of modernization, to address appearances and update technology, as
well as address code requirements such as accessibility at the dias. Accessory areas are minimal, including a space
shared as a conference room and AV equipment booth. Private restroom facilities for the Commission’s use are
not convenient to the chambers. The chambers are not large enough for Town Hall meetings, or other community
meetings with high public attendance.

lobby entrance to Commission Chambers
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City Hall: City Clerk

Vault

City Hall: Financial Services

City Clerk offices were refurbished in 2004 with new workstations and furnishings. Record storage needs will be
alleviated by the ongoing implementation of electronic document systems, and new record storage space at the
New Municipal Building. The transition to an electronic format for Commission meetings will also require less
work space for assembling documents (currently deficient).
Financial Services also has been upgraded with workstations and furnishings in 2004. Record storage will likewise
be re-located to the New Municipal Building, alleviating crowded conditions at work spaces. Electronic
documentation systems are being implemented and will assist in mitigating future needs.

file storage crowding office areas

Final Report – February 17, 2010

Section 2: Existing Facilities – p. 8

Facilities Master Plan: Volume I
City of Oakland Park
ADG Project No. 791-07

City Hall: Floor 2 auxiliary areas

City Hall: General Conditions

Auxiliary areas on the second floor are generally in fair condition. The copy machine for use by the City
Manager’s administrative support is accommodated in the public corridor area, as an area for a dedicated
workspace is not available.
Stained ceiling tiles at various locations on the first and second floor indicate outdoor moisture penetration or
potential HVAC or plumbing leaks. Records and observed conditions indicate that the HVAC system is near the
end of its serviceable life, and would benefit from a replacement of equipment to optimize efficiency.
General provisions for building access have been improved by recent streetscape renovations at 12th Avenue.
Public and employee parking is adequate for daily business, and includes site parking behind the building, parking
at 12th Avenue, and additional parking for employees at a lot across NE 37 Street. Overflow parking for
community meetings is available at adjacent City properties and 12th Avenue.
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New Municipal Building: Existing Conditions 2008

Engineering & Community Development
Police / Broward Sheriff Office (BSO)
27. New Municipal Building
The building was constructed in 1974 as commercial office space. Construction is concrete masonry and steel
frame structure, composite deck floor, bar joist framing at the roof, and lightweight insulated composite roof deck
and membrane roofing. The building is not a hardened facility, and the original structure was engineered prior to
today’s more rigorous building codes.
Although it survived the 2005 hurricane season, the building suffered significant damage to the roof and interiors
(prior to the City’s acquisition). Latent moisture damage was observed during construction, and addressed as part
of the scope of the City’s renovations. The City’s renovation included exterior window and door replacement,
upgraded HVAC systems, energy efficiency features such as lighting controls, and a new generator with above
ground diesel tank.
The existing second floor office layout has been adapted for the BSO offices, presenting some limitations on
internal staff organization and future needs. The first floor renovations re-configured the space to provide a public
lobby and booking area for BSO, City Clerk record storage, Fire Prevention offices, a multi-purposed conference
room, and consolidated offices for Engineering & Community Development. The first floor is designed at full
capacity for the current space needs.
Survivability criteria addressed by the renovations include impact windows with storm shutters to provide a second
level of redundancy. At the second floor rear of the building, existing windows were not replaced and the storm
shutters are the only level of protection. It is noted that the generator is not in a protected enclosure, although
bollards provide some protection from vehicle damage.
Anticipated parking inadequacies and site access issues have since been addressed by the City, to reconcile the
needs of the co-located services. Progress photos during the City’s renovation follow. The facility was completed
and occupied by the close of 2009.
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New Municipal Building: Renovations (progress photos, February 2009)

multi-purpose conference space

Broward Sheriff Offices

Engineering & Community Development
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Fire Rescue
5. Fire Station #87
6. Fire Station #9
7. Fire Station #20
Although the City’s fire rescue facilities have weathered recent storm events, they are not constructed as hardened
facilities, as their design and construction pre-dates the more rigorous building codes currently mandated (post
1992 Hurricane Andrew). Hurricane shutters are utilized to protect openings, as windows are not impact-rated.
Overhead doors that are not impact rated are also a weak link. All three stations are equipped with emergency
generators in good working order, although it is noted that the generator at FS#20 is outdoors in an unprotected
area. With regards to post-event serviceability, Fire Stations #87 is located adjacent to a stormwater canal,
although it is reported that flooding has not historically been a problem.
Fire Rescue Facilities

Roof systems are aging, and an independent citywide roof assessment has been recommended. Water damage is
evident at ceilings and exterior cladding, indicating that water intrusion has been an ongoing problem. Membrane
roof systems at FS#9 and FS#20 in particular require ongoing maintenance.
Critical building systems for fire rescue facilities that were notably absent include access security, fire sprinklers,
and lightning protection. Site security is nominal at FS#87 and FS#9, and absent at FS#20. Exterior doors utilize
sub-standard hardware with pushbutton key pad access or keyed locks. Extensive corrosion of the hardware, door,
and frame was noted at all stations. Also noted at all facilities, a public lobby which is secured to prevent
unauthorized access to personnel areas is not provided.
Current NFPA code mandates that facilities of this type be sprinklered. These systems are absent, although all fire
stations are hard-wired with fire and smoke alarm systems.
All stations have adapted crew quarters to accommodate co-ed habitation. Former open bunk rooms have been
retrofitted to private rooms with floor-ceiling partition systems, and a women’s bathroom or shared unisex private
bathroom arrangement is provided.
Fire stations are two bay (FS#20 is 4 bay, but only 2 have overhead clearance) and indoor apparatus storage space
is limited. Three bay stations are typical for departments of similar size. Bay space is not available to house
reserve apparatus, which is temporarily in storage at the Downtown Center.
Auxiliary storage areas for gear, supplies, and equipment are at capacity or not available, and often require space
within the apparatus bay or storage in other inappropriate areas. FS#87 is the only station with decontamination
facilities. Bunker gear storage rooms at FS#87 and FS#9 lack exterior exhaust, and gear is stored within the bay at
FS#20 where it is exposed to diesel exhaust. All stations were retrofitted with an exhaust emissions filtering
system, although monoxide detection systems are not provided.
HVAC rooftop equipment was replaced in 2005 at FS#87, but observed interior conditions at FS#9 and FS#20
indicate that equipment should be assessed for replacement.
Specific observations at each facility are noted on the following pages.
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Fire Station #87

Fire Station #87: Site security is nominal, with gated vehicle access at a 4’ perimeter chainlink fence (6’ fencing
is provided adjacent to canal). The public reception lobby is open to administrative work areas, lacking any
transaction window or other physical separation for security and privacy.
Fire Station #87 also provides area for Fire Administration and an EOC. The re-location of Fire Prevention in
2009 has alleviated crowded conditions at the office areas, and provided additional space for a new EOC and multi
-purpose meeting area for training and community use. Auxiliary storage areas are generally provided for,
although medical supply storage at the mezzanine is not sufficiently air conditioned, limiting supplies to basic first
aid (no narcotics).
Rooftop HVAC equipment was replaced in 2005, and is in good working order. Standing water was observed at
roof drains, indicating clogged drains and/or insufficient drainage to secondary scuppers. The roof appears to be
watertight, although damage to tiles at mansard rooflines is evident, and soffits show water damage indicative of
the building’s age. The barrel tile roof is a particular concern in a wind event, as these tiles if not properly installed
can become airborne and cause extensive damage.
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Fire Station #20

Fire Station #20: The facility is not owned by the City, but is leased for Fire Department use and maintained by
the City. Painting and superficial maintenance appears consistent, but the building age is evident in spalling and
cracking noted at the concrete twin-T roof structure. The roof requires ongoing maintenance and ponding is
reported as a problem, indicating clogged and/or insufficient drainage. Roof leaks have been reported at times
without heavy rain, indicating other potential mechanical problems. Old awning type windows are poorly sealed,
contributing to energy inefficiency.
Bays are not drive-through and re-entry is difficult from this busy road at a traffic light intersection. Damage to
door openings is evident. Bays also trap diesel exhaust and soot is a problem inside, where gear and equipment is
also stored due to lack of other appropriate storage space. Two of the 4 bays do not have overhead clearance for
apparatus, and effective utilization of the bay space is limited.
Parking on site is limited and appears inadequate for shift change. There is no site security and the generator in the
back alley is unprotected.
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Fire Station #9

Fire Station #9: The original structure dates to 1967. The Public Safety/BSO addition in 1984 was constructed to
adjoin the building, but is structurally independent. However, water intrusion at the roof is shared by the two
facilities. The roof has historically required ongoing maintenance, and extensive interior water damage and latent
moisture issues are evident in deflected and stained ceiling tiles and affected light fixtures. Damage is most
evident at the west side of the building, at the training room, and Battalion Chief and Lieutenant’s bunk rooms
(consistent with similar issues noted at the Public Safety Building). Recently, extensive interior water damage
from a roof leak required emergency renovations to gut out walls and rebuild bathrooms.
Space limitations require that Crew quarters for the Battalion Chief, Lieutenant and Station Captain double as
sleeping quarters and office space, an inappropriate arrangement for meeting with personnel.
Storage and equipment rooms at the apparatus bay are not provided with building HVAC, and medical supplies are
nominally provided some air conditioning by a through wall unit. The apparatus bay is at capacity. Parking for
personal or city vehicles is not secure. The construction of basketball courts in 2009 have impacted some of the
parking area, although BSO has since vacated the site.
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Public Safety Building

4. Public Safety Building - vacated in 2009
This facility was vacated upon the re-location of the Broward Sheriff Office to the New Muncipal Building in
2009. It has a history of roof problems and water damage as evidenced by stained and deflected ceiling tiles, the
presence of mold, and extensive corrosion of windows and doors particularly at the west exterior wall. Latent
moisture hidden in wall and ceiling cavities is a particular concern.
The facility has additionally experienced failures along internal water and sewer lines, which required extensive
abatement and repair. The age and condition of the building envelope make it an inefficient building to operate.
It is currently being utilized for some storage, and to mitigate operating costs, HVAC is not fully operating. In this
state, moisture related conditions will continue to further deteriorate the building.
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Public Works
8. Municipal Services Building
9. Municipal Services Garage
10. Public Works Operations
Buildings at the Municipal Services site were constructed in 1965, and are currently utilized by Public Works
Administration. Although not constructed as a hardened facility, limited window openings and the twin-T concrete
structure provide appropriate storm protection for utilizing the building for EOC camp functions. Some
deficiencies include a site and building access security system, and efficient HVAC (currently supplied by through
wall units). Overall, administrative office areas have benefitted from routine maintenance, and interior renovations
at restrooms and workstation areas. The facility is lacking an identifiable public entrance for assistance.
Public Works Facilities

A common space to provide training and hold meetings for the whole department is not available. (The conference
room is only able to provide space for break-out sessions). Crew facilities are nominal, and further crowded by
shared use with Parks Division. Locker and shower facilities can not accommodate all crew, and break room space
is limited. In general, crew leaders lack office space and work out of storage areas and shops which have already
exceeded their capacity. Space for crew areas with computer workstations for report writing is not available.
As indoor tool and material storage areas are over capacity, steel containers are utilized for covered yard storage of
materials and supplies. Parks Division also utilizes the building and yard area. Multiple functions overlap at the
yard, and the location of the Garage and fuel station impact site utilization.
Many of the same conditions are observed at the Public Works Operations facility at the former water treatment
plant site. The buildings constructed on this site date to 1967, and are solid concrete structures to serve the original
industrial purposes. Hence, demolition would be significant. One building has been retrofitted with some success
to provide administrative office area, but others have inherent limitations, and are not effectively utilized, other
than for storage. The site area in general is underutilized, as the existing vacant buildings limit how it may be
redeveloped. Similar to the Municipal Services facility, crew space is inadequate. A trailer on site to provide a
crew meeting space and break area is in poor condition. Crew leader office space is adapted out of maintenance
and storage shop areas, and data infrastructure for computers at these spaces is not available.
Site access is limited by street infrastructure, and flooding is a problem during the wet season. The site is isolated
in an industrial zone and a security system to monitor perimeter site access and building access is not in place.
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Municipal Services Building

public entrance

reception - service window

outdoor crew break area

office space

conference room / EOC camp

laundry

locker room
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Municipal Services Yard and Garage

Parks Division

area used at Municipal Services site
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Public Works Operations

administration offices

crew trailer

crew break area at trailer

yard storage

abandoned water treatment plant
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Utilities & Streets: storage and shop space

office area

crew break area

crew lockers

yard storage

equipment storage

office area

secured storage: copper fittings

office area

equipment bay

yard
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Parks and Leisure Facilities
Parks and Leisure facilities vary in age and condition. Overall, routine maintenance has kept the actively used
facilities in good working order. There are a few facilities, as will be noted, that are essentially no longer in
commission for public use, and these facilities have had little or no maintenance and are being utilized at best for
storage purposes if this is still viable.
Documented on the following pages are facilities surveyed under the scope of this study in 2008. A few of these
facilities have since been renovated or undergone a change of use. Noted are specific issues which still bear upon
future considerations for the facility’s use.

Collins Community Center

11.Collins Community Center
The facility was constructed in 1971, and has had no major improvements for over 20 years. Elements of the
building envelope are in poor condition, and the facility is inefficient and costly to operate. Water intrusion from
the roof is apparent, as observed at the interior ceilings and corrosion of exterior flashing. Awning type windows
are poorly sealed and no longer shut completely.
The facility has historically been the only large meeting space for Town Hall public meetings. The condition of
this space is poor for such public gatherings, and notable deficiencies include accessibility requirements at the
stage area and restrooms, and a fire sprinkler system.
Depending on the scope, alterations to the existing structure could potentially trigger review and costly upgrades to
current code. Considering the condition of the facility and spatial capacity, future viable uses are limited.
roller hockey rink

Parks and Leisure administration has since re-located to City Hall, and the Active Adults program and youth programs are now utilizing the facility.
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Collins Community Center

recreation / community meeting space

office area

reception for program registration

former administration offices

support areas

rec leader office

exterior conditions

Final Report – February 17, 2010

Section 2: Existing Facilities – p. 23

Facilities Master Plan: Volume I
City of Oakland Park
ADG Project No. 791-07

Wimberley Field

concession/restroom interiors

Dillon Tennis Center

office

water damage at ceiling

12. Wimberley Fields
13. Dillon Tennis Center
The amenity buildings at these facilities are approaching 40 years of age and are in poor condition, showing
evidence of roof leaks and water damage at ceilings and corroded metal doors and frames. Dry rot and water
damage is noted at wood framing elements and the fascia of the roof and covered porch at Dillon Tennis Center.
Restroom facilities are in need of renovation. The office is not functional for meeting with the public and is
additionally used for equipment storage. Picnic pavilion structures appear to be newer, but are in need of painting
and some repair for corrosion at the roof structure.
Wimberley Concessions/Restrooms show similar wear and age. The concrete floor is cracked throughout,
indicating some settling of the slab on grade. Water damage at the ceiling requires further investigation.
pavilion

Renovations to Dillon Tennis Center began in 2009, and include new bathrooms and roof replacement.
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Stevens Field

Pioneer House

14. Stevens Field
Ceiling damage and extensive corrosion at exterior doors indicate failures at the roof and ongoing water
penetration and damage. The building is being utilized for storage and is not suitable for occupancy in its present
condition. Indoor air quality and odor indicate latent moisture problems and potential mold growth. Restrooms
have been refurbished and are being maintained in fair condition.
15. Pioneer House
In its present condition, public visitation is restricted. Rotted wood framing and exterior cladding is evident, as
well as termite damage. The building does not have effective air conditioning, and is not being maintained,
worsening the rate of deterioration. An engineering assessment was completed in 2007, that outlines conditions in
detail beyond the scope of this survey.

Carter Woodson

16. Carter Woodson Park
This facility is scheduled for improvements in 2010, to include new restroom facilities. An existing picnic pavilion
is in fair condition.
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Spiher Recreation Center

17. Spiher Recreation Center
Renovations were completed in 2009 and included new exterior windows and doors, exterior and interior painting,
new flooring, and kitchen and restroom renovations.
Prior survey indicated potential water intrusion from the roof. Outdoor HVAC equipment shows corrosion and
appears to be in need of replacement.
Playground equipment and shade structures are in new condition, and well utilized.
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Library

18. Library
The facility was constructed in 1963. As indicated by its age, elements of the building envelope are in poor
condition, and the facility is inefficient and costly to operate. Water intrusion from the roof is apparent as
observed at areas of extensive damage to ceilings. Awning type windows are poorly sealed and no longer shut
completely. Deflection at window sills in Children’s area may indicate some settling of the foundations. HVAC is
in need of replacement. Significant deficiencies include the absence of a fire sprinkler system.
Data infrastructure is limited and patron’s use of computers is on time restrictions (wireless technology was
implemented in 2009 to address this). There are limited locations with power receptacles for personal computers.
Work space for librarians is overcrowded, and work flow is not optimal. Auditorium addition is being
underutilized for its intended purpose, due to storage at the back of the room. Storage in inappropriate areas
impedes clear access to points of egress.
In general, interiors appear in need of refurbishment, but significant building conditions as noted preclude interior
renovations. Depending on the scope, an addition or alteration to the existing structure could potentially require
costly upgrades to the building to meet current code.
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Downtown Center & Jaco Pastorius Park

19. Jaco Pastorius Park Community Center
20. Downtown Center
Two existing facilities were surveyed. The Downtown Center (pictured) is largely underutilized. One tenant space
is currently being leased, the remainder of the facility is being utilized for storage by various City Departments.
These spaces are able to accommodate a mezzanine floor, and offer flexibility for an interior build-out. A building
HVAC system is not in place: existing HVAC equipment varies by tenant build-out.
Water intrusion is evident at ceilings, and it has since been confirmed that damage to the roof from recent
hurricane seasons is extensive, and full roof replacement is required. Missing rain leaders have contributed to
damage and staining at exterior paint/stucco. The facility otherwise appears to be structurally sound.
The Jaco Pastorius Community Center has been renovated since the time of this survey. Construction was
completed in 2009.
Jaco Pastorius Community Center building:
pre-renovation (2008)
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NAG Community Center - new facility

NAG Community Center, building B

exterior conditions

main activity room

storage

support areas

office area

North Andrews Garden Community Center
21. Building A (new)
22. Building B
Two buildings are utilized for programs at this site. Building B is a former Church. Exterior soffits remain in poor
condition from prior storm damage. The building’s age and poorly sealed windows contribute to inefficiencies in
operations and maintenance, and HVAC systems are not optimized. The main space is generally being used ’as-is’
for children’s activities. Office space and storage areas are at capacity. Bathrooms are relatively new and in good
condition.
Building A construction was completed in 2009.
23. NE High School Fieldhouse
NE High School Fieldhouse

This facility is ‘leased’ by the City through agreement with the school. It is generally in suitable condition for its
current level of use.
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Royal Palm Park: north pavilion

Royal Palm Park: south restrooms

Dog Park

24. Royal
Royal
PalmPalm
ParkPark
Restroom building at the south end of the park is fairly new (2005) and in good condition, bathroom interiors
Restroom
building
at south
the south
end of
the park
fairly
new (2005)
and in good
bathroom
interiors are
are fair condition. The
covered
shelter
is in is
need
of some
minor exterior
repaircondition,
and painting.
The pavilion/
fair
condition.
The
south
covered
shelter
is
in
need
of
some
minor
exterior
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and
painting.
The
pavilion/
restroom facility at the north end is in need of re-furbishment, to repair wood framing and cladding components
restroom
facility
at
the
north
end
is
in
need
of
re-furbishment,
to
repair
wood
framing
and
cladding
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that are beginning to deteriorate, exterior painting, and repair of eave vents and soffits/fascia. Restrooms
that are beginning to deteriorate, exterior painting, and repair of eave vents and soffits/fascia. Restrooms are in fair
are in fair condition.
condition.

Dog
25. DogPark
Park Shelters and restroom building is fairly new (2005) and in good
Shelters and restroom building is fairly new (2005) and in good condition. Restroom interiors were renovated in
condition.
Restroom interiors were renovated in 2008.
2008.
Lakeside
Sandpine Preserve Building is fairly new (2005) and in good condition.
26. Lakeside Sandpine Preserve
Lakeside Sandpine Preserve

Building is fairly new (2005) and in good condition.
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250 NE 33 Street

Active Adults / Engineering - vacated in 2009
2. 250 NE 33 Street
The original construction was in 1979 for use by Public Works. Interior and HVAC renovations have occurred
since for occupancy by Engineering and Active Adults. The overall condition of the structure and exterior
storefront windows and doors are in fair condition. Records indicate that the roof is near the point of replacement.
Further assessment of the roof is suggested to determine if repair or replacement is required.
Interiors remain in fair condition. Of note, an electric panel retrofit for the Ceramics shop (kilns) at the former
Active Adults space is inappropriately located at a hallway. HVAC systems are not functioning optimally and new
HVAC is anticipated to increase efficiency.
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Section 3: Citywide Evaluation Criteria
In assessing the condition and serviceability of existing facilities, consideration was given to citywide
evaluation criteria: security, regulatory compliance, sustainability, information technology systems, and
survivability. These criteria also factor into the scope and need for proposed new facilities and major
renovations.
3.1

Facility Security

A primary Strategic Plan initiative for the City, security may be one of the more important issues of
consideration as it directly affects the safety of all occupants in a facility, be they full-time employees,
visitors, or the general public. Recent National events have clearly placed a greater emphasis upon this
criterion in governmental facilities. The way in which security will be provided in the future represents
a continually evolving process as technological advances occur on an almost daily basis.
There are two primary aspects to the overall question of facility security: Existing security and that
proposed for new facilities.
3.1.1

Existing Security: City Services

In many of the surveyed City facilities, including City Hall, exterior access is secured by the use
of both keyed locksets and pushbutton/numeric code latchsets. Within City Hall, there is little, if
any general security to control public access of personnel areas. There is, in essence, free access
to almost all office areas and to common spaces such as conference rooms, restrooms etc.,
regardless of the floor level or department. It is noted that the lobby receptionist desk is
currently vacant, and a sign-in / guest pass system or other form of visitor access documentation
is not currently being maintained.
There is some inter-departmental security via an Intelli-Key system, which is generally not
employed in other city facilities. However, this system is sub-standard to current state-of-the-art
proximity card systems which can track individual card users in addition to restricting access to
designated card-holders.
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Particular attention is to be paid to after-hours usage of the City Commission Chambers and
other publicly accessed areas. Doors propped open after hours by cleaning services, for
example, leave office areas accessible.
Notably, security requirements at Human Resources have recently been addressed by the
installation of a transaction window at the reception desk. This also functions to provide privacy
between the public waiting area and office operations.

Former conditions: Unprotected, clear
access to personnel from Human
Resources public lobby at reception
counter window. A transaction
window has recently been installed to
address security requirements.

It is extremely important to provide security systems and plans that are otherwise “discreet”, i.e.
non-obtrusive. Citizens in the Community should not be subjected to barriers that limit their
access, rather facilities should and can be planned to avoid situations that offer inappropriate
opportunities. It is noted that video surveillance is employed at City Hall to provide a level of
this kind of non-obtrusive security for the safety of personnel and the public.
In addition to adopting a recommended city-wide security system, the City may also wish to
consider having a detailed security plan prepared and adopted which would, as an example,
provide a point of central control for access into City Hall, utilizing visitor’s passes, such as
many similar City’s have adopted. This documents and controls unauthorized access, and has
been accepted by the Public, particularly in regards to recent events in America.
3.1.2

Existing Security: Engineering/Community Development

The initial 2008 survey of the department’s former facility at 250 NE 33 Street documented
minimal standards of security, as observed citywide in general. The department moved into new
offices at the New Municipal Building in 2009, enabling updated security systems to be
implemented as part of the new facility renovation.
3.1.3

Existing Security: Police / Broward Sheriff Office

The initial 2008 survey of BSO’s offices at the Public Safety Building facility documented
minimal standards of security, as observed citywide in general. The department moved into new
offices at the New Municipal Building in 2009, and state of the art access and surveillance
systems have been implemented.
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3.1.4

Existing Security: Fire Rescue Department

Fire Rescue facilities were observed to have either keyed or pushbutton/numeric locksets
securing exterior doors. Within the facility during normal business hours, it was observed that
there was free access from the public entry to personnel areas. Secured areas for medical storage
and records are fitted with keyed locksets, deadbolts, or padlocks. Apparatus bay doors were
generally open when fire personnel were in the area, and otherwise closed, presumably locked.
The urgency of security for Fire Stations is not as stringent as for Police Stations, however tight
security is required for storage of medical supplies and equipment. It is also recommended that
there be provision to control access from the Public Lobby to the personnel areas, and other
secured areas of the facility in which discreet functions occur.
It is recommended that all Fire Rescue facilities be upgraded with a comprehensive city-wide
security system.
3.1.5

Typical exterior door lockset with
pushbutton/numeric code access at
City facilities. It is noted that
exterior hardware in general is in
poor condition, in addition to the
corrosion of the door and frame.

Existing Security: Public Works

As previously noted in City facilities, exterior access is secured by both keyed locksets and
pushbutton/numeric code locksets. Within the facility, general office areas are accessible,
excepting locked storage rooms, some private offices, and mechanical/maintenance closets
which are keyed and remain locked only through the diligence of personnel.
It is recommended that these facilities be upgraded with a comprehensive city-wide security
system.
3.1.6 Existing Security: Parks and Leisure
These facilities are generally secured by keyed latchsets and/or padlocks at storage closets.
Within the facility, general office areas are accessible, excepting locked storage rooms, some
private offices, and mechanical/maintenance closets which are keyed and remain locked only
through the diligence of personnel.
It is recommended that these facilities be upgraded with a comprehensive city-wide security
system.
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3.1.7

Recommended Security: City-wide System

We recognize that it is extremely important that security not become unnecessarily intrusive and
that Oakland Park maintain its sense of community. The ability to monitor access and egress in a
non-obstructive manner directly assists the premise of free access to City functions. The
monitoring of visiting individuals in such a manner that their location may be continuously
tracked is yet another example of emerging technology that the City may choose to include as
part of their future security systems. This technology can now be provided in a discreet manner,
integrated into a facility-wide security system that is monitored from a single location.
Upon surveying the city facilities under the purview of this study, it is noted that these facilities
are not secured under a comprehensive city-wide system. Many facilities are simply keyed,
while others may also utilize outdated systems such as push-button keypads or Intelli-Key
system. None of these offer any comprehensive electronic surveillance, documentation, or
means of controlled access on an individual user basis.
The recommendations as discussed in this section focus on the specific security systems that
grant access into the building, and between spaces within the building. In some facilities of a
critical nature as previously noted, a level of security may also be required for parking and
roadways immediately adjacent to the building, to restrict access to the site by un-authorized
vehicles or persons.
It is recommended standard practice throughout many municipalities to employ security systems
which utilize proximity card access control. These systems provide the ability to manage remote
locations using access levels, codes or areas. Under the direction of an appropriate City
Administrator, full control of access within facilities may be accomplished through the use of an
external handheld personal computer.
Some of the recommended system performance criteria include:
1.
2.

Provision for the tracking of individual card users to include dates, times, and user names
and/or assigned numbers.
Control and/or monitoring of the system, to include the ability at any time to restrict
and/or permit individual user access to a designated area through the use of a handheld
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3.

PC device to perform such tasks at each individual security device through proximity
access.
Provision for system reporting to allow the end user to retrieve and print system related
activity and transactions

The system software application is recommended to be operated on a Windows based platform,
typically under a software license agreement. A contract for extended vendor support is also
recommended.
It is important to ensure that the system affords protection from deterioration associate with wet
weather, humidity, and salt air, for those components that will control external perimeter access.
The integration of the selected security system with door hardware will need to be considered to
ensure regulatory compliance with Life Safety, Fire Code, ADA, and other codes as may apply.
3.2

Regulatory Compliance

Like many governmental facilities that have been constructed over a sustained time period, those at
Oakland Park have identifiable problems and/or issues. As an example, City facilities including critical
facilities such as Fire Rescue and the new BSO, are generally unsprinklered structures. While these are
existing facilities, the Fire Rescue facilities are sub-standard to current NFPA 1 Code, which mandates
that an automatic fire sprinkler system be provided at buildings housing emergency fire, rescue, and
ambulance services.
3.2.1 Florida Building Code
It is of particular importance to note that significant changes have been implemented to the
Florida Building and Life Safety Codes since the original design and construction of many of the
City facilities, the majority of which were originally constructed 20-40 years ago. The Florida
Building Code initially adopted in 2001 increased the requirements for construction resistance to
natural forces resulting from exposure to conditions commonly associated with hurricane storm
activity. While it does not appear that the structure of these buildings presents a danger to the
occupants, the buildings in their current state should not be expected to withstand the current
coastal storm impact requirements.
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Likewise, significant changes have been made to Energy Codes and requirements for HVAC
systems related to energy conservation and indoor air quality. While equipment retrofits and
routine maintenance may endeavor to meet higher standards of efficiency, the system is
ultimately limited by the building envelope, and a full system energy modeling analysis as
required by current code would likely not pass.
In considering recommendations for the future development of properties, it is important to note
that potential renovations to a facility will need to comply with the 2007 Florida Existing
Building Code. The code is clear in identifying the level and scope of compliance based upon
the nature of proposed alterations.
Level 1 alteration includes removal and replacement of existing materials, elements, equipment
or fixtures that serve the same purpose. Generally, Level 1 alterations require the City to
maintain the level of safety/code compliance as originally constructed. Level 2 alterations
include reconfiguration of space, the addition or elimination of any door or window, the
reconfiguration or extension of any system or the installation of additional equipment.
Generally, Level 2 alterations shall comply with the Florida Building Code including
accessibility and life-safety requirements. It is important to note that compliance is required for
all new construction elements, components, systems and spaces. Level 3 alterations apply where
work area exceeds 50 percent of the aggregate area of the building and made within any 12month period. Generally, where buildings are undergoing Level 3 alterations including structural
alterations, the entire facility needs to be brought into current code compliance.
The fact that a building as constructed does not meet current Florida Building Codes may impact
scope and cost of a proposed renovation, and it may be economically more viable to defer such
renovations until a full facility replacement can be funded.
3.2.2

Life Safety/Fire Code Requirements:

Egress requirements and fire-rated construction at assembly spaces is an area where life-safety
compliance is of paramount concern, as the level of public interaction in these spaces brings with
it a higher potential for incidence. Visual observation alone cannot always ascertain compliance
with fire-rated construction requirements. It is recommended that the City Fire Marshall conduct
a detailed assessment of Life Safety issues and provide recommendations, to include an action
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plan for implementation that may be considered as part of a general building renovation
program.
Egress paths must remain unobstructed, and some of the overcrowded conditions in office spaces
are of concern, particularly where the “temporary” storage of file boxes and equipment has
become permanent. Storage space is at a premium in many facilities, and combustible items
(boxes, paper) stored in electrical closets and other spaces that exceed the allowable area of a
storage room are of concern, particularly in facilities without fire sprinkler systems.
In evaluating ADA criteria for egress, there are cited a couple instances where there is
insufficient clear opening width at doors (for example: City Hall main entry, Fire Prevention
offices doors at the New Municipal Building), which likewise is in violation of FBC/Life Safety
Code. Also noted are ADA non-compliant changes in floor level at egress doors which have a
step down to grade.

3.2.3

Florida Accessibility Code: ADA Requirements

It is important to note that the entire issue of ADA compliance has come into greater focus for a
variety of reasons. We have learned that certain previously recommended or mandated
requirements would not provide the breadth of accessibility that is required. In essence ADA
requirements are a Florida legislative and regulatory event, changing on a regular basis and as a
result studies or action plans undertaken years ago, may no longer be valid relative to current
State and Federal requirements.
As part of the Facility Evaluation, an ADA Assessment was completed to review regulatory
compliance with current Florida Building Code (FBC, Chapter 11) and federal ADA
Accessibility Guidelines (ADAAG). As municipal facilities, all of the buildings surveyed fall
under Title II of the Americans with Disabilities Act, effective as of January 26, 1992. Title II of
the ADA covers “public entities”, and prohibits the discrimination on the basis of disability in all
service, programs, and activities provided to the public by State and local governments,
including employment. With respect to facilities, a public entity must ensure that individuals
with disabilities are not excluded from these services because buildings are inaccessible.
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In conclusion, City facilities must be corrected to comply with chapter 11 of the Florida Building
Code in order for all City services, programs, and activities to be accessed by everyone including
individuals with disabilities.
While many of the facilities generally conform to accessibility guidelines, full compliance is
recommended. The “Citywide ADA Study” (submitted January 26, 2009) documents specific
non-conforming items observed. Typical non-conformities that are cited throughout the report
that are applicable to various City facilities include the following:
•
•
•
•
•
•
•

non-compliant changes of elevation at egress doors (exit doors with a step down to grade)
bathroom fixtures and accessories with insufficient clearance for access and installed
outside of the acceptable reach ranges
insufficient clear opening width of doors along an accessible route, insufficient push/pull
clearance at doors
door hardware (closers) which exceed the allowable push/pull force, and trim (handles)
which require a twisting of the wrist to operate
insufficient minimum quantity of accessible parking stalls
non-compliant changes of level and/or discontinuity of an accessible path from ADA
parking to a public entrance and/or public transportation
lack of detectable warning surfaces at traffic crossings

Detectable warnings are not provided at
intersection of sidewalk and vehicular way
as required.
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Front counters are 42" above finish floor
(aff) without any provision for an accessible
counter area at 36" aff. (note: pictured is the
former permit desk at City Hall, the
department has since moved to new offices
at the New Municipal Building)

Paper towel dispensers
at employee restrooms
by first floor break
room are mounted at
69" above finish floor.
The maximum high
forward reach
accessible by persons in
a wheelchair is 48"
above the finish floor.

Some items at specific facilities as noted below will require more significant renovations to
accomplish compliance:
•
egress stairs of insufficient clear width and lacking a 2-way communication system as
required at a designated area of refuge
•
non-compliant elevator with cab of in-sufficient size and door opening clearance
These examples demonstrate the range of items and corresponding level of difficulty and
expense involved to accomplish compliance. Some repairs may be accomplished by City
maintenance staff, while others will perhaps require an outside contractor to perform the work as
part of the scope of a building renovation.
It is also important to note that compliance may be waived in some existing facilities if an
appropriate alternate accommodation plan is provided. However, consideration should be given
to facilities that will undergo major renovation where full compliance with ADA will be a
required element of the scope of construction. The intent of ADA is not to force full and
immediate compliance on all facilities, rather to have the City adopt an action plan to accomplish
modifications over an acceptable time period, recognizing that some items will be technically
more feasible to accomplish.
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It should be noted, however, that there is an increased scrutiny, from the legal profession and
advocacy groups, relative to full compliance with all sections of the ADA Requirements.
Therefore it is the recommendation that the City adopt an annual plan to accomplish full
compliance of all facilities, particularly those that will undergo major renovation and remain in
service into the future.
Following is a prioritization schedule for implementing a renovation plan which takes into
consideration each department’s level of interaction with the public:
Prioritization Schedule for ADA Compliance
1. City Hall Complex at 3650 NE 12th Ave., Oakland Park, Florida.
This building has high interaction with the public and several departments operate in it.
2. Public Library, 1298 NE 37th Street
This building is highly visited year round by people of all age groups, which puts it at a
high priority.
3. Collins Recreation Center, 3900 NE 3rd Avenue
4. Parks Amenity Buildings: Wimberly Field, Stevens Field, Royal Palm Park, The Dog
Park, Lakeside Sandpine Preserve Center, etc.
5. Fire Stations (#87, #9, #20)
6. Public Works Municipal Services Building, 3801 NE 5th Avenue
7. Public Works Operations (water treatment plant), 5100 NE 12th Terrace
Consideration is to be given to buildings proposed for replacement or demolition, which may not
warrant ADA renovations given the life expectancy of the existing facility. It is noted that any
facility upgrades for ADA compliance will require a set of architectural drawings and
specifications prepared by a licensed architect, for permit through the Building Department prior
to commencement of any type of construction work.
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3.3

Sustainability

This topic is addressed by one of the City’s core Strategic Performance Areas: Financial Stability and
Sustainability, a key element of which includes a cost containment strategy towards reductions in
operation and maintenance costs. Discussed in this section will be conservation and green initiatives
towards achieving these cost savings, primarily reductions in electricity usage and overall water
consumption.
It is noted that the City of Oakland Park has identified conservation efforts and ‘green’ initiatives as a
priority. The City has adopted a program to retrofit facilities with water conserving fixtures and has
recently completed an energy audit to assist the City’s maintenance program in evaluating the efficiency
of existing HVAC systems and lighting. The implementation of a program to retrofit key facilities to
realize higher conservation standard, and savings in operational costs, is a factor in recommendations for
a comprehensive capital improvements program.
Generally stated, the goal of energy-efficient (“green”) buildings is to reduce the impact of the building
on the environment. Green building practices apply to construction, renovation, operation, and
maintenance. LEED, USGBC and other such rating systems focus on a comprehensive approach
towards achieving healthy buildings for the environment and the occupants. Perhaps applicable to the
City of Oakland Park as a standard, LEED also provides standards for existing buildings and for
improving building operations without making major exterior and interior changes.
A key benefit of employing “green building” strategies is increased energy efficiency and water
conservation. Specifically, a number of green building techniques can impact the bottom line through
the creation of more energy efficient buildings and operations, including: thermally-efficient roofs, walls
and windows; building shape and orientation; thermal mass and daylighting strategies that reduce
cooling loads; more efficient heating, ventilation, and air-conditioning systems; efficient electrical
lighting strategies that capitalize on daylighting; water efficient supply and waste fixtures; and interior
designs providing visual access to the outdoors and access to daylight.
Water Conservation
The City has already begun to retrofit lavatories and water fountains with automatic sensor controls.
Similar controls for toilets, new low-flush fixtures, and water-less urinals may additionally be installed
to achieve further reductions in potable water consumption.
Final Report – February 17, 2010

Section 3: Citywide Evaluation Criteria, p.11

Facilities Master Plan: Volume I
City of Oakland Park
ADG Project No. 791-07
Recently passed legislation in the Broward County region, which restricts treated wastewater discharge
through ocean outfalls, will require the establishment of reuse or reclaimed water programs. These
alternative water supply projects may in the future reduce potable water consumption for uses such as
irrigation, by the use of reclaimed water. However, as the City purchases its water from another
municipality (Fort Lauderdale), these potential conservation measures may not be of economic benefit to
the City, although of benefit to the sustainability of this essential natural resource. Additionally,
surcharges imposed due to watering restrictions during drought conversely impact costs upon reduced
water consumption.
Passive strategies such as native landscaping and surface water collection (rain barrels) to reduce potable
water use for irrigation are also worthy of consideration as a low maintenance strategy.
Florida Energy Commission Guidelines
Recent recommendations by the Florida Energy Commission for the FBC (Florida Building Code) and
FEEC (Florida Energy Efficiency Code for Building Construction) advocate for the adoption of
language in these codes to “facilitate and promote the use of cost-effective energy conserving, energy
demand management, and renewable energy technologies into buildings.”
While such recommendations are not yet mandated, it is likely that future editions of these codes and
other regulatory standards will incrementally begin to incorporate these principles, initially as
“recommendations”, and then potentially mandated at some level towards the achievement of these
goals.
As an example, FBC mandates that automatic lighting controls be installed in buildings greater than
5,000 square feet to automatically shut-off non-essential lighting after hours and/or when the building is
otherwise unoccupied. This mandate is also of consideration where major renovations are of scope to
require full compliance with current codes. Florida Energy Code has also drastically reduced the
allowable watts per square foot, which is also an energy savings to the building.
Recently proposed legislation (HB 7123, 2007) included a provision requiring that all new buildings
constructed and financed by the state be designed to meet energy efficiency and sustainability standards.
Although it was vetoed by the Governor, subsequently by Executive Order 07-126 the Department of
Management Services has been directed to adopt LEED NC standards for all new buildings constructed
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for or by the State of Florida. The precedence has been set for future State legislation to make its way
into regulatory standards and local policy.
The long-term proposed enhancements to the FEEC as recommended by the Florida Energy
Commission may serve the City of Oakland Park as a benchmark for establishing similar goals. Stated
is the goal of achieving incremental increases in the energy performance of new buildings by 20%
beyond the 2007 Energy Code by 2010, and achieving 50% by 2019.
Potential building options/elements that are suggested by the FEC to meet proposed energy efficiency
goals include:
•
energy efficient windows, doors, and skylights
•
enhanced ceiling, roof, and wall insulation
•
low solar absorption roofs (“cool roofs”)
•
reduced leak duct systems
•
programmable thermostats
•
energy efficient lighting systems
•
energy efficient appliances
•
solar hot water heating
3.3.1

Building Envelope Performance:

Essential to energy efficiency is building envelope performance. Given the age of the majority
of the facilities surveyed in this study, what is evident throughout are poorly sealed windows and
doors – the primary source of heat and moisture gains from the direct infiltration of the warm,
humid south Florida air. Secondarily, the unprotected glass itself is a source of heat gain, as
evident in facilities which lack shading devices such as awnings or the protection afforded by
UV or low-E glazing technologies. For facilities appropriate of the investment, a window/door
replacement program is recommended to achieve the desired operational efficiency.
The primary components to achieve high building envelope performance include thermally
efficient windows and doors, effective building insulation, and a cool roof strategy (as discussed
separately below).
In south Florida, the objective in increasing the building envelope
performance is to reduce heat gains (including latent heat, i.e. humidity) from the external
elements, and to reduce the loss of conditioned air to the outside (loss by infiltration).
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The thermal efficiency of windows includes the installation as well as the fabrication and
inherent components of the window assembly. In particular, glazing technologies continue to
achieve higher performance levels in rejecting solar heat gains through an array of products
including low-E, laminated, and fritted glass. As an additional feature, solar shade devices, such
as awnings, can be employed to cut solar heat gains significantly.
More obviously, an important aspect of a well sealed window or door is to prevent moisture
intrusion, and the various complications that this can cause, including increased humidity into
the building and consequently higher HVAC loads.
Building insulation is integral to all components of the exterior envelope and is properly
employed with a comprehensive strategy towards controlling the transfer of vapor through the
building envelope, to protect the building from complications due to moisture intrusion.
Specifically, vapor can potentially get trapped in inaccessible/unbreathable cavities of the
building envelope, where it can condense into moisture, causing a host of complications
including failure of the structural integrity of the building, increased HVAC loads due to
humidity, and health complications from the introduction of mold.
3.3.2

Cool Roofs

Perhaps of the greatest significance to the general integrity of the building envelope, and
subsequently to the efficient operation of HVAC systems, is the structural condition of the roof
and its waterproof membrane and finish construction. Given the age of many of these facilities,
a history of some level of roof failure is inevitable, as is evident in ceilings which exhibit signs
of prior water damage. Dark colored roofs are heat sinks, and the installation of “cool” (lightcolored) roofs will yield a dramatic reduction in HVAC cooling loads.
Traditional roofs typically use dark material (asphaltic based) and absorb more heat, potentially
reaching temps of 150-190 F. These high roof surface temperatures contribute to increased
energy use by air conditioners, resulting in higher utility bills compounded by higher peak
electricity demand (with escalating production and effects on local utility provider), as well as
also contributing to the acceleration of roofing-material deterioration yielding increased roofmaintenance costs. The impact on the community of the resulting “heat-island” effects is also of
consequence.
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A substantial savings may be achieved by installing white or light colored “cool” roofs with high
solar reflectance, and therefore low solar absorption. Cool roofs can reduce the roof surface
temp by up to 100F, and consequently the heat transferred into the building. As a result, this
reduces energy costs and improves occupant comfort, as well as increasing the life cycle of the
roof and reducing maintenance expenses. Additionally, “cool” protective coatings can be
reapplied repeatedly every 10-15 years and reduce, if not eliminate, the need for expensive tearoffs and replacement. Initial material costs of “cool roofs” are comparable with traditional
materials, and in consideration of the combined maintenance savings with an average 20%
savings on air conditioning costs, the installation of a cool roof is a cost-effective investment.
3.3.3

Efficient HVAC Systems

Efficient HVAC system design and delivery has the potential to achieve great economies in
energy utilization. Although not code mandated, many private and public building owners are
electing to install building automation/controls, to schedule the hours of HVAC operation and
reduce usage after hours, realizing significant savings in energy use.
These systems can also allow for a municipality to remotely monitor and control HVAC systems
at various citywide facilities, to address a comprehensive check list, including: the operational
status of equipment, scheduled routine maintenance such as filter replacement, the detection of
faulty equipment, and to ensure that thermostat settings are within acceptable ranges for the
comfort of the occupants as well as the most efficient utilization of the equipment.
In a retrofit, a couple basic strategies are feasible to achieve savings in energy utilization: the
replacement of old HVAC equipment that has exceeded its useful life with newer units of a
higher SEER rating, and the simple installation of programmable thermostats where these
controls are not already being employed.
3.3.4

Energy Efficient Lighting Systems

Energy efficient lighting systems include the fixtures, the lamps (“light bulb”), and the controls.
The design (configuration and material finish) of the fixture itself is responsible for producing
the most efficient distribution of light for an intended task, rendering one fixture more efficient
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in its light output than another. Lens covers, reflectors, and other customizable accessories can
often achieve even greater efficiencies in a well-designed fixture.
Retrofitting fixtures with more efficient lamps is perhaps the most feasible strategy for an
existing building to achieve higher energy performance from lighting. Incandescent lighting is
highly inefficient in consideration of the fact that 10% of the energy that is used is put out in the
form of light, while 90% is put out as heat (which also is of impact to HVAC cooling loads).
Compact fluorescent light bulbs by their efficiency utilize less energy for the same light output,
produce minimal heat and therefore impose less on HVAC cooling loads, and last approximately
13 times longer than an incandescent bulb allowing more time in between replacement. Though
the initial cost of a CFL lamp may be more, the savings can be 8 to 12 times its cost during its
lifecycle.
A rapidly developing technology in a category all its own is LED lighting. As of yet, LED is
generally not economically the most feasible, due to the higher cost of these fixtures. In certain
applications, the life cycle cost may far outweigh the initial investment. Some devices have
technologically reached a high degree of economic feasibility, such as LED exit lights, LED
scoreboards, and LED traffic signal modules.
Automated lighting controls, such as motion and infrared sensors, can be effectively employed to
reduce the unnecessary lighting of unoccupied spaces. This is an area of energy efficiency which
has already become mandated by Florida Energy Code, as previously discussed.
3.3.5

Energy Efficient Appliances

Adding energy efficiency as a criterion when purchasing new equipment, such as ENERGY
STAR appliances, is recognized as good standard practice. The implementation of energy saving
procedures for office equipment (computers and copy machines), such as powering off when not
in use, will also yield measurable savings. Idle office equipment does use energy.
New energy efficient vending machines are effective, as is the retrofit of existing machines with
“vending misers” to reduce energy use.
Final Report – February 17, 2010

Section 3: Citywide Evaluation Criteria, p.16

Facilities Master Plan: Volume I
City of Oakland Park
ADG Project No. 791-07
3.3.6

Solar Energy Systems for Buildings

To date, solar hot water heating is the most cost-effective solar energy system that can be
implemented by an individual owner for their building. The potential savings of a solar water
heater are directly related to the volatility of the energy source that the solar heater may
potentially replace. This strategy has been effective for many home owners, but is not as often
utilized in commercial or public buildings.
Photovoltaics generally require a much greater initial investment and there is an economy of
scale that is needed to achieve the most demonstrable savings. Emerging technologies to
facilitate a more wide-spread use of photovoltaics continue to be developed, including
photovoltaic panels fully integrated into metal panel roofing systems.

Strategies and Recommendations
When retrofitting existing buildings to achieve greater energy efficiency, a couple of strategies are worth
noting which offer the assistance and expertise of an industry contractor or vendor:
•

Retain an Energy Service Company (ESCO) to analyze the potential cost savings from altering an
existing building. An ESCO developes, installs, and finances projects designed to improve the
energy efficiency and maintenance costs for facilities over a 7 to 20 year time period. This strategy
is further discussed in Section 3 / Part I, under “Funding Opportunities”.

•

Conduct an energy audit to understand current conditions and the potential cost savings from altering
public buildings and implementing energy efficient retrofits into existing ones. Audits should
include both the structural and operational efficiencies (for example, lighting and cooling). An
energy tracking and management system should be established to monitor progress over time and
make course corrections as needed.

Energy audits were completed for key city facilities in 2008, including: City Hall, the Library,
Engineering/Active Adults, Collins Recreation Center, Public Works Municipal Building, and Fire
Station #87.
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The “Business Energy Evaluation Analysis” provided by FPL for these facilities generally inventoried
lighting and HVAC. Recommendations for lighting systems included decreasing lamping and disconnecting redundant ballasts on fluorescent fixtures, and replacing incandescent lamps with compact
fluorescent. HVAC systems recommendations generally included setting thermostats at 75F cooling and
68F heating and installing tamper proof covers, routine maintenance (cleaning condenser and evaporator
coils, changing filters), duct pressurization tests to locate leaks, and replacing HVAC units with high
efficiency models on an as-fail basis.
The recommended measures are projected to yield significant savings, the exact amount varies at each of
the facilities, and is dependent on variables such as weather conditions. For example, the savings in
kWh for de-lamping (and ballast removal) at fluorescent light fixtures ranged from 25% - 50% per
fixture. Raising the thermostat at Collins Community Center from 73F to 76F was cited to yield a
projected 3% savings in kWh.
The City’s stated goal for fiscal year 2009 was to achieve a 5% reduction in kWh citywide. The FPL
recommendations are proposed to be implemented at these 6 facilities as case studies, tracking kWh
against the specific strategy employed to measure results.
Renovations that may be proposed in this study, such as window and roof replacement, and new HVAC
equipment, in conjunction with some of the immediately deployable energy saving strategies as
suggested by FPL, will further the realize savings in energy costs. Full detailed Life Cycle Cost analysis
is beyond the scope of this study, but increasingly sophisticated software is available, as well as
professional specialty in this form of analysis.
3.4

Information Technology

The City continues to implement processes and methods towards realizing the maximum benefits of a
paperless environment. The implementation of electronic agenda systems and webcasting, virtual record
management systems, bill-paying, payroll, finance documentation (accounting, purchasing, budget
documentation) has served to streamline operations and further green initiatives through the reduction of
paper waste, as well as reducing record storage space needs. Additionally, such technological initiatives
and process improvements are being employed to achieve reductions in staff hours, enabling a more
efficient work flow, and serving to increase the capabilities of current staff to meet future needs.
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The increasing dependence on remote, virtual access will require an evaluation of the City’s current
access to external infrastructure, and potential inter-agency coordination to provide fiberoptic upgrades
or other connectivity upgrades such as wireless technologies. Wireless connectivity was provided at
City Hall, the Library, and Jaco Pastorius Park in 2009, and the installation at other city facilities may be
determined to be of benefit.
Staff last proposed an IT Plan approximately five years ago. While incremental upgrades continue to be
implemented to further the City’s stated goals, the ITS system at this point in its evolution will benefit
from a strategic plan, to consider among other factors the replacement of foundational equipment and
software to enable the use of currently available and future technologies, and potentially increase the
efficiency of services to meet current and future needs. An effective strategic plan will guide future ITS
development, as well as provide a short-term plan.
It is anticipated that the Strategic Plan will yield specific design performance criteria and
recommendations from which to enable the City to solicit bids through an RFP process. It is in the best
interest of the City to solicit bids for a comprehensive contract to include system design per the City’s
established criteria, equipment and installation, software training and support, and applicable warranties.
Additionally, there may be a benefit to contracting with the selected vendor/contractor for extended
maintenance support and system development to address issues that may arise or be desired as a result of
emerging technologies.
Spatial Needs for the ITS Department
To summarize the conclusions of this study’s Spatial Needs Assessment, there are fundamental space
requirements for the equipment and service functions of the ITS Department. The design of server
rooms is highly specialized, and the configuration and layout of equipment is essential to the access
needed for maintenance. Dedicated HVAC equipment and uninterrupted power units also require space,
with proper adjacency to serve the IT equipment room. Often overlooked, this equipment can be of a
size and weight that must be planned for in the facility design, to ensure for example that future
additional or replacement equipment can be transported through the facility to the IT room (and old
equipment removed).
The trend towards a paper-less system is in constant refinement with new technologies. With these
increasingly sophisticated technologies, additional technical support for software and equipment may
require additional part-time staff, or other contracted vendor support. While remote capabilities to
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monitor and implement the scheduled maintenance of systems may be employed, appropriate work
space will continue to be required for technical staff who may be full-time or only report on a part-time
or as needed basis. These areas need proper work tables to facilitate the technical repair of equipment
and components.
Generally, it was observed that throughout the City facilities surveyed under this study, dedicated closets
for IT connection points to the building and networked equipment were lacking. Additionally, printers
and other newly acquired office equipment used on a daily basis by staff generally do not have dedicated
work space areas. With any potential renovation or new facility design, these considerations may be
fully integrated.
ITS Equipment Requirements
The monetary value of state-of-the-art IT equipment is considerable, in addition to the value of the
critical functions that this equipment provides. In consideration of both, the system is an asset that
necessarily carries the utmost priority for survivability. This equipment is recommended to be located in
a hardened facility, secure from flood and other external hazards, with uninterrupted emergency power
that is further recommended to provide a level of redundancy which includes UPS/battery back-up and
on-line power from an emergency generator. Criteria for the server room itself includes dedicated
HVAC systems, unique fire suppression systems, and an anti-static “clean” environment.
The space presently allocated to ITS at City Hall compromises the current installation in all of these
aspects, and an opportunity to upgrade the facility to meet these recommended standards is a priority. In
consideration of the lack of facility area for a proper ITS equipment installation, consolidating servers
under contract off-site may be a viable alternative option.
3.5

Survivability Criteria:

The issue of building survivability is of paramount importance in particular to those facilities that have
critical functions, such as Police, Fire Rescue, Emergency Operations, and City Services. It is
recommended that these critical facilities as a minimum be designed to the standards of a category 4
storm event, recognizing that structures of this type are complex and clearly more expensive than those
that would meet current code requirements. It is for this reason among others, that this report
recommends that the replacement of these facilities be considered and planned for in the future.
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Critical City facilities have weathered recent storm events without significant damage or disturbance of
operations. While the City has taken the necessary preparations for these events, these facilities are
none-the-less sub-standard to the level of construction currently mandated for a storm-hardened critical
facility.
As noted previously, the existing facilities are of construction dating 20-40 years old, and were not
engineered to meet the more stringent criterion of current building codes. The code specifically
identifies a need for buildings to withstand wind loads as defined in Chapter 16, section 1605.1.
Additionally, Table 1604.5 – Importance Factors for Buildings and Other Structures, increases the
resistance for buildings defined as essential facilities by a factor of 1.15. Police, Fire Rescue, City Hall
and Public Works administration with their role in a post-event emergency operations system, are
facilities which would be included in this category.
The window system, as an example, will be subject to not only sustained wind forces, but to the more
destructive force of impact from wind-borne debris. This equates to projectiles that can penetrate both
glass and wall systems, depending upon the magnitude of the storm. In general, the existing facilities
utilize storm shutters to protect openings during an event. These require advance warning and time for
installation.
The replacement of window systems at critical facilities with an appropriate impact rated assembly may
be appropriate if facility replacement is not anticipated in the near term. Replacement relates to the
entire window assembly system (frames, glass and connection to the walls) and may be prioritized to
replace windows at the second floor first, recognizing that ground level areas can be protected by easily
installed shutters or other protective materials. Notably, new windows will also contribute towards the
improved energy efficiency of the building.
Most importantly, the roof of a building is, in many respects, the most critical element to the integrity of
the structure, and the most difficult element of the building envelope to design and construct to resist the
forces of wind and water. The experiences of recent storm events have clearly shown that the point
where the roofing material connects with the exterior wall is the area of critical importance and
typically, its weakest link. Once this “connection” fails, the roof system begins the process of
destruction which inevitably leads to building failure.
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It is also important to note that the design and installation of the sub-roof and roofing insulation must
incorporate more restrictive standards for adhesion than is normally provided. The roof composition in
essence must be considered as an entire system and not in terms of individual components. Generally
speaking, an NOA (Miami-Dade Notice of Acceptance) or Florida Product Approval will govern the
entire assembly, from structural substrate to the material and specified attachment of each subsequent
layer of the roof (sheathing, insulation, substrate, and finish material).
It is equally important to consider the occurrence of man-made events, be they purposeful or accidental.
A chemical spill on a highway or rail adjacent to a facility, as an example, can render the entire complex
unusable for a sustained period of time. This type of hazard is of particular concern for facilities such as
City Hall and Fire Station #20, which are within immediate proximity to freight rail lines. These two rail
lines also pose unique challenges to the City’s effective emergency response plan, in the event that
access to/from these regions beyond the rail lines are obstructed by an accident, or irregular rail service
schedules. Certainly not all events can be prevented nor can facilities, by themselves, protect occupants
from all events. It is important, however, to relocate those functions that are most critical into a
protected and survivable facility, removed from external hazards.
Additional recommended survivability criteria for critical facilities to be considered in the design of a
new facility include the following:
3.5.1 Criteria for Redundant Facility Systems
The nature of a critical/first-response facility mandates that major portion of the facility remain
operational prior to, during, and after an emergency/event. In order to achieve this goal it is of
critical importance that the facility itself be “survivable”, including all of its critical facility
systems. The failure of any singular system can, and often does, result in an inability for the
facility to remain operational. Few, if any jurisdictions, have back-up facilities to which
emergency response functions can be transferred in the event of an inability to continue
utilization of the primary facility.
3.5.2

Redundant Systems

Redundant Systems, defined as those of a highly critical nature are summarized as follows:
•
Power/Emergency Generators
•
Water/Back-up Potable Water Systems
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•
•
•

Sewer/Waste Water Systems
Communications/Back-up or Secondary Systems
Air Handling Systems

3.5.3

Power/Emergency Generators

A key component in the survivability of a critical facility is emergency power. The City has
emergency power capabilities provided by generators in good working order at each of the three
fire stations and co-located EOC, the new BSO, and the Public Works Administration building,
which serves as an Emergency Operations Center (EOC) Camp for the department.
Uninterrupted back-up power for City Hall’s ITS operations is also a critical need, and
improvements were made in 2009 to install plug-in capability for the hook-up of a portable
generator. A permanent generator and uninterrupted back-up power source for essential building
systems and ITS at City Hall is recommended as an essential service to be provided as part of a
future renovation or replacement facility.
Physical protection from wind-borne debris and acts of vandalism is also necessary to ensure that
the generator will be serviceable when required. Generators at Fire Stations #87 and #9 are
located within the facility and are fully secured and protected, while generators at Fire Station
#20 and the BSO/New Municipal Building are outdoor stand-alone units, which although
designed to weather the elements, are potentially vulnerable to vandalism or other acts.

Generator at Fire Station #20
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During an event it is highly probable that standard electrical service to a facility will be adversely
affected or disrupted. The various response systems of a Police Facility, as an example, are such
that power must continue to be provided to the facility and that it be designed to provide 100% of
the electrical demand.
In facilities of the highest level of survivability, such as an Emergency Operations Center, it is
our belief and recommendation that redundant emergency generators be provided so that the
failure of a single emergency generator does not result in the facility becoming inoperable. Dual
Emergency Generators, while expensive, provide the capability for a facility to continue to
provide service, even if one of the generators fails to operate.
A Fire Rescue facility does not necessarily warrant this level of redundancy, but if feasible, it is
recommended to provide additional “plug-in” capability, so that a portable emergency generator
can be transported to the facility and be easily accommodated if needed.
Emergency generators must be tested and operated on a regularly scheduled basis in order to be
sure that they are in operable condition. Certain fuels for emergency generators have the
characteristic of deterioration over a period of time if they are not utilized. The maintenance and
testing of these systems must be part of a comprehensive ongoing facility review process, which
is recorded in order to ensure compliance.
It is recommended as noted above, that emergency generators be sized to accommodate 100% of
facility electrical needs, including all Mechanical equipment power needs. A/C systems which
are not at full capacity, when needed, quickly render a facility un-useable. Moving air, with a
fan system, is not sufficient as the outdoor temperatures, quickly become indoor temperatures,
despite the benefits of thermal mass that could be provided by the building. Higher temperatures
begin to adversely affect both equipment performance and the ability of individuals to provide
acceptable levels of service.
3.5.4

Water/Redundant Water Systems

Most water systems that service buildings are part of a pumped or pressurized system and as
such are contingent upon a continued supply of electrical service to pumping stations. Gravity
systems are unusual and can equally be disrupted by the dynamic forces of an event. It is
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important, in that respect, to anticipate that potable water systems, serving the facility on a dayto-day basis, will be unavailable during and after an event.
Potable water is utilized not only for human consumption but for the other critical functions of
food preparation, the cooling of certain mechanical equipment systems, for plumbing systems
(flushing of toilets), and basic human sanitation.
Strategies to address this issue include water storage facilities, either of a permanent nature
(tanks) or inflatable blatters which can be filled just prior to an event, and provisions to
accommodate the transport of water supply to the site.
3.5.5

Sewer/Waste Water Systems

New critical facilities, such as an Emergency Operation Center, should consider providing a
redundant sanitary sewer system in order to remain operational. It is recommended that the
secondary system for a septic and/or a collection/storage system (holding tank) be provided to
ensure that the facility remains functional. Some natural events have the capability of saturating
a site with large quantities of water, with an impact upon the ability of septic systems to operate
efficiently.
3.5.6

Communications/Secondary Systems

Law Enforcement Facilities, by their nature, must retain fully operational communications
capability on a 24/7 basis. Many such facilities utilize a primary communications tower which is
subject to the forces of a natural and man-made event. Failure of this system poses significant
problems, even with back-up capability.
Secondary towers should be designed into the facility, using appropriate tie-down and/or fold
down capability when an event is anticipated. Communication towers can also be stored within a
protected environment and deployed when the situation warrants.
The “tie-down” of a communications tower requires additional structural systems beyond those
normally provided. It is equally important to locate towers in secure environments that are
electronically monitored and covered by a CCTV system, both of which should be alarmed to
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provide intrusion notification. Additionally, it is important to determine the “fall down” radius
to ensure that should the tower collapse it does not potentially impact the facility.
3.5.7

Air Handling Systems

Another critical system for facility survivability is that of the mechanical equipment. This system
should be located within the facilities sheltered environment. An out-door cooling tower, as an
example is subject to air borne debris (impact) which can quickly result in the failure of the
mechanical system.
While it may not be economically feasible to provide redundant mechanical systems, it is
important to maintain an on-site supply of critical parts; those which experience suggests have
the highest potential for failure over a sustained period such as fan belts, lubricants, etc.
Maintenance and operational manuals as well as on-site personnel trained in basic systems
maintenance are important criteria to consider and to incorporate into response procedures.
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Section 4: Facilities Master Plan - Considerations
In master planning for the current and future needs, additional City planning criteria was considered, including
concurrency with the City’s Comprehensive Plan, specifically the established goals of the City’s Community
Redevelopment Area (CRA), Future Land Use, and the Recreation and Open Space Element, as further
developed in the recently adopted Recreation and Parks Master Plan.
The Master Plan implementation strategy for the CRA includes a comprehensive schedule of capital
improvements. The majority of the properties surveyed under this study lie within the CRA district, and some
more specifically within the Local Activity Center (LAC), designated as a new Downtown Mixed Use District.
The CRA Plan was adopted and approved in 2005, with a vision towards “creating a small town with big city
opportunities”. The goals and objectives focus on catalytic projects and programs to promote further
investment and momentum to achieve the City’s vision. It is anticipated that the CRA Board will update this
plan in 2015, to establish a second phase implementation plan for the 2016-2025 time period.
In addition to the stated goals and vision for the CRA, these capital projects directly respond to the City’s
Strategic Performance Areas, namely: “smart growth and redevelopment”, “expanding Parks & Leisure
facilities and activities”, and “focus on Oakland Park’s image”. A vibrant and developing CRA district is also a
key component to ensure “financial stability and sustainability”.
It is important to note that to date funding has been directed towards infrastructure improvements, specifically
stormwater infrastructure is over halfway complete with 2 of the 4 major trunk lines finished and the remainder
75% funded through FEMA grants. In addition to paving the way for new development, completion of this
essential infrastructure may allow the next phase of capital improvement funding to be directed towards
facilities.
The following City maps illustrate the boundaries of the CRA (black dashed line) and LAC (red dashed line),
and highlight the existing public properties, including city-owned properties (purple shading), within these
boundaries. As mapped on the right, several parks exist within the boundary of the CRA (green shading), and
more have been added since which are not represented, the most significant being Jaco Pastorius Park.
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Oakland Park Community Redevelopment Plan: Existing Properties
Carter Burgess | Iler Planning Group | EDSA, 2005
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The implementation strategy for the Local Activity Center / Downtown Mixed Use District has several
components, including: 1) a main street concept specifically for the Downtown District including enhancement
of the FEC right of way and NE 12th Avenue beautification; 2) the creation of a cultural destination and center
of community activity; 3) the creation of a “gateway” to the new downtown at N. Dixie and NE 38th Street
(additional gateways are proposed for the CRA as a whole to develop the N. Dixie corridor as an anchor: south
at Oakland Park Blvd and north at Commercial Blvd.); and 4) the creation of pedestrian oriented commerce
anchored by municipal services (City Hall and Post Office) to promote further investment in the area, including
the potential future plans for a commuter rail hub in the vicinity of City Hall.
Some of these capital projects have been funded and are underway or completed: 1) Jaco Pastorius Park and the
renovation of the Downtown Center (1098 NE 40th Court); 2) infrastructure improvements / road re-alignment
at NE 38th Street and Dixie Highway; and 3) the NE 12th Avenue beautification and FEC right of way
enhancement. Of note, further infrastructure projects as recommended by the 2004 Traffic Study may
potentially find funding and further the initiative towards transit oriented development.
As experienced nationwide, the economic downturn has impacted further development, and public-private
ventures, the prime economic catalysts, have since pulled out of the area. However, with the goals established
for the LAC, the City is poised for future development with a master plan to guide the re-development of cityowned properties in this area. In particular, City Hall and the adjoining properties (Spiher Recreation Center,
Greenleaf Park, City Library) occupy a key strategic location, as does Jaco Pastorius Park/Downtown Center.
Future Land Use (FLU) / Zoning
Designation of the Local Activity Center (LAC) and adoption of the Downtown Mixed Use District Ordinance,
have contributed to significant changes in land use, to support the redevelopment of industrial areas within the
CRA for higher density residential and mixed use. Zoning for higher density/mixed use will primarily be
focused on key potential transit oriented corridors, where affordable housing and pedestrian oriented
development may support walkable communities.
Specifically, a Transit Oriented Development (TOD) Ordinance will direct mixed use development linked to the
FEC railroad corridor, where proposed future commuter rail service will support mass transit nodes. Oakland
Park Boulevard is a second key corridor for similar development, as explored in a recent Transit Housing
Oriented Redevelopment (THOR) study by FDOT and Broward County.
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In general, changes in land use from Commercial to Mixed Use, with additional residential units (up to 30
Du/Ac) will be the pattern of development along these key corridors, while throughout the City higher density
redevelopment and infill of existing low/low-medium density areas (5-10 DU/Ac) will increase to medium
/medium-high density (16-25 DU/Ac).
Areas of the City to be impacted by new future development patterns are illustrated in the following Existing
Land Use map, which highlights the existing uses at areas which are designated in the Future Land Use map to
change to mixed-use, transit oriented, and higher density development.
Existing Land Use Map, 2007
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Future Land Use Map
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Parks and Open Space
While the City has an abundance of acreage designated for parks, much of the area is actually water. This is
especially true of the area of the City west of I-95. As concluded in the Recreation and Parks Master Plan, the
area of land based parks does not meet the established goals of the City’s 2007 Comprehensive Plan or the
City’s Strategic Plan. Added to this deficit for current needs, additional dry land acreage is required to meet the
projected level of service needs of future population growth. As the City is largely built-out and does not
anticipate future annexations, a land reclamation program may need to be employed to strategically consolidate
properties for future development of a comprehensive parks system. This may include greyfield and brownfield
redevelopment, infill development, and other creative strategies to capture lost site area and re-develop its
potential. Land acquisition will pose the greatest challenge to achieve these goals.
The provision for additional dry land area for parks is a primary recommendation of the Recreation and Parks
Master Plan (adopted October 2009). Additionally, the Plan recommends an equitable distribution of parks
citywide, including (6) new neighborhood parks, (3) Community Centers, and (1) new large active sports
Community Park on the west side of the City, all interconnected by an Urban Trails Program.
As the master plan map below indicates, Community Centers exist to serve the north and central regions of the
City, while a new facility will be required to serve the western region. New Community Centers in essence will
be required at these existing facility sites, to expand programs and services which are recommended to meet
future needs. In coordination with these recommendations, the Facilities Master Plan provides for these new and
expanded facilities as part of the long range planning objectives for these sites. In particular, facility expansion
of the Collins Community Center as a central recreational “Hub” for the City will be challenged by the adjacent
uses of the City’s most essential core services: Public Works and Fire Station #9.
New facilities such as the North Community Center, West Community Center and sports park, urban trails, and
citywide parks enhancements are provided for in the Parks Capital Improvement Program, and are excluded
from the Facilities Master Plan C.I.P.
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Recreation & Parks Master Plan, 2009
Miller Legg and Associates
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Near Term Planning: Existing Facilities Inventory
The Facilities Master Plan is guided in the near term (5 year horizon) by one of the City’s seven “Strategic
Performance Areas”: Financial Stability and Sustainability. The annual operations and maintenance budget is
impacted both by the quantity of facilities, as well as the condition of those facilities. Guiding the
recommendations in this Plan is the premise of a “sustainable, consolidated, fiscally conservative” approach to
managing the City’s facility needs. The “Near Term Plan” also borrows from the City’s overall business plan
strategy to “reshape, automate, resize for excellence” (R.A.R.E.).
The operations and maintenance costs of the existing facilities inventory may be mitigated in 4 ways:
1.) consolidate personnel and services at appropriate facilities to reduce the citywide facility area
2.) vacate and cease maintenance of under-utilized and defunct facilities which have exceeded their useful life
3.) sell or lease viable vacated properties, and/or maintain properties at no cost to hold for future development
4.) upgrade and repair facilities which will be utilized into the foreseeable future, to reduce annual
maintenance expenditures and operation costs (energy and water usage).
In consideration of the age of many of the City’s facilities and the investment required to implement facility
upgrades, a conservative approach to any proposed renovation is recommended. Energy efficiency may be
achieved with minimal investment by the installation of compact fluorescent bulbs and automated lighting
controls, and by implementing the additional recommendations of the City’s recent FPL Business Energy
Evaluation Analysis.
More significant renovations may include the replacement of HVAC equipment with new higher efficiency
equipment on an as-fail basis. However, the full efficiency of upgraded HVAC equipment will not be realized
if the more permanent building components (distribution system design) and building envelope (windows,
doors, roof, insulation) are in poor or sub-standard condition. Upgrading these components is a much greater
investment when measured both in dollars and the potential loss of facility usage during renovation, which must
be weighed against the life expectancy of the facility. When additional criteria is considered, such as regulatory
compliance and the occupant’s organizational space needs, consideration may have to be given to planning for
facility replacement.
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Long Range Planning: Future Facilities
The Facilities Master Plan presents recommendations for long range planning, including facility replacement
and proposed new facilities to meet future needs. These proposed future projects will require the adoption of a
long-range planning and budgeting strategy to finance design and construction, and may also include land
acquisition.
Importantly, these long range plans also serve to guide the decisions related to investing in interim renovations.
Proposed New and Replacement Facilities (2020/2030)
1.

Community Center Facilities

The Parks and Open Space Master Plan Study recommends (3) new Community Centers strategically located to
serve the City’s population: Central, West, and North. The redevelopment of the Collins Community Center
site is proposed for the new Central Community Center, and phased Development Alternatives are outlined and
included in the Facilities C.I.P. (The North and West Community Centers are proposed as new facilities in the
Parks Master Plan/C.I.P, and are excluded from the Facilities C.I.P.)
2.

Public Works Complex

A consolidated, centralized, Public Works Complex is recommended to combine Public Works Administration
and Operations at one facility site. Interim goals include re-locating Public Works Operations to the Municipal
Services site, to vacate the current offices at the water treatment plant site. Interim renovations and master
planning for the adaptive re-use of existing buildings at the Municipal Services facility are balanced in the
C.I.P. against the master plan for new facilities scheduled for 2020/30 implementation
3.

Replacement of Fire Rescue Facilities

A Fire Rescue Master Plan Study is recommended to assess the long range planning for future City-wide fire
rescue needs, to include the effective city-wide allocation of resources and facilities, taking into account City
geography and access routes, demographics, future population growth and densities, and the corresponding
demand upon Fire Rescue services. This Study may also consider the need for a new Emergency Operations
Center, either as a stand-alone or joint Fire Rescue facility.
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The recommendations of the study may require land acquisition to site facilities strategically to meet service
demands. Appropriate properties may not currently be available, and the need to implement a long-range
strategy for assembling the land, and funding, is critical. For this reason, it is recommended that the study be
funded in the near term (5-year time frame), so that the outcomes of the study may immediately be considered
alongside other citywide needs for land acquisition.
A preliminary budget for future Fire Rescue facilities is an element of the proposed C.I.P. for the purpose of
establishing a long-range funding program. Land acquisition is not included. Further refinement of this
projected future budget is anticipated to be an outcome of the recommended Fire Rescue Master Plan Study.
4.

New Emergency Operations Center (EOC)

As noted above, the Fire Rescue Master Plan Study may also include the programmatic master plan for a future
EOC as part of the Fire Rescue response plan. A future EOC may also be developed concurrent with Fire
Rescue and the Broward Sheriff Office, as a joint Public Safety facility.
Upon determining future needs for an EOC, potentially as an outcome of the Fire Rescue Master Plan Study, a
budget line item for future planning purposes can be implemented in the C.I.P.
5.

New City Hall

An option for the redevelopment of City Hall and the adjacent properties is outlined in the following section for
consideration. A new City Hall and central civic campus for the City in the heart of the CRA’s Local Activity
Center will require long-range planning and funding. A budget is forecast in the C.I.P. for 2020/2030 to
establish a long-range funding program for a future new facility.
Interim renovations had been considered and are also outlined as an alternate development option, but are not
recommended or carried forward in the 5-Year C.I.P. as the recent re-location of Parks & Leisure
Administration to City Hall and the consideration of alternate solutions to accommodate ITS expansion off-site
have since taken precedence.
6.

Library Replacement

If the Library is to be maintained as a City owned and operated facility, funding towards the construction of a
new building is to be established. A preliminary budget estimate for future facility replacement is included in
the C.I.P. for this purpose. Interim major renovation and repairs of the current facility are anticipated and
carried forward in the 5-Year C.I.P., contingent on the schedule for the construction of a new facility.
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7.

Parking Facilities and Future Transit Oriented Development

Transit oriented development and other elements of the CRA master plan may require future funding for
parking facilities. Available land for Park-and-Ride and similar amenities to serve mass-transit hubs is
currently lacking. Garages to serve mixed-use developments may potentially be funded through public-private
partnership.
The proposed C.I.P. does not project future funding for these facilities as level of service requirements are not
determined. Upon further definition of the goals and implementation strategy to meet future parking needs, a
program to establish funding is to be integrated into the C.I.P. Land acquisition will also require long-range
planning.
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4.1

Development Alternatives: Existing City Facilities

The aim of the Facilities Master Plan and Capital Improvement Program (C.I.P.) is to permit and
encourage a pragmatic approach to current and future development of the City’s properties.
In consideration of the City’s stated goals and objectives for the Facilities Master Plan, outlined below are
recommended Development Alternatives for existing facilities which are currently underutilized or
otherwise vacated, as well as properties that are recommended to be master-planned for redevelopment.
Review and input from City staff and a presentation at a May 2009 Commission Workshop provided
further direction in preparing recommendations that support the City’s Strategic Plan initiatives. Also of
consideration has been the subsequent development of some of the City’s properties in the interim.
Preparatory to the development of a Capital Improvements Program, estimated development costs for the
proposed description of work is outlined for each facility as a “C.I.P. Project Detail” (Section 5.2).
Vacated Facilities and Properties
• City Annex,
3. City
2901
E.Blvd.
Oakland
Park
Blvd.
3.
2901Annex,
E. Oakland
Park
(This facility
was
removed from the City Inventory in 2009. Code Enforcement offices were
re-located
to the was
New Municipal
in 2009,
the lease in
for2009.
this facility
has Enforcement
been terminated.)
(This facility
removedBuilding
from the
Cityand
Inventory
Code
offices were re-located to

the New Municipal Building in 2009, and the lease for this facility has been terminated.)
4.
Building,
NE 38"301
Street
building and redevelop site area for expansion of adjacent
• Public4.Safety
Public
Safety 301
Building,
NE Demolish
38th Street
Public
Works
and
Parks
&
Leisure
facilities.
The
facility
is currently
being utilized
unconditioned
Demolish building and redevelop site area for expansion
of adjacent
Public for
Works
and Parksstorage.
& Leisure
Roof
and
HVAC
renovations
are
not
warranted
to
upgrade
the
use
of
the
facility,
and
based
upon
the
facilitys
facilities. The facility is currently being utilized for unconditioned storage. Roof and HVAC renovations
history
water damage
and airthe
quality
concerns,
thereand
are based
no recommended
alternative
usesof
in water
its present
are notofwarranted
to upgrade
use of
the facility,
upon the facility’s
history
damage
condition.
(Note:
Fire
Station
#9
is
to
remain
operational
until
a
future
replacement
facility
is
funded.)
and air quality concerns, there are no recommended alternative uses in its present condition. (Note: Fire
Station #9 is to remain operational until a future replacement facility is funded.)
15.
Pioneer
House, 3860
NE 3860
6" Avenue
maintenance is suspended, pending establishment of private or
•
15. Pioneer
House,
NE 6thFacility
Avenue
non-profit
entity to administer
its renovation
andestablishment
maintenance.of
Alternately,
artifacts
may
removed for
Facility maintenance
is suspended,
pending
private orhistoric
non-profit
entity
tobe
administer
its
installation
and
display
at
another
public
venue,
and
the
property
may
be
sold.
renovation and maintenance. Alternately, historic artifacts may be removed for installation and display at
another public venue, and the property may be sold.
2.
Adults, 250Adults,
NE 33rd250
Street
and roof replacement is to be funded to upgrade the facility
• Engineering/Active
2. Engineering/Active
NE HVAC
33rd Street
as
a
viable
lease
property.
Alternately,
the
property
may
bethe
sold
or leveraged
for land
swap
(the opportunity
HVAC and roof replacement is to be funded to upgrade
facility
as a viable
lease
property.
Alternately,
to
of or
properties
adjacent
to swap
Carter(the
Woodson
Park has
been a consideration
theexchange
propertywith
mayowner
be sold
leveraged
for land
opportunity
to exchange
with owner put
of properties
forward
Leisure) Park has been a consideration put forward by Parks & Leisure)
adjacentbytoParks
Carter& Woodson
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20.
Center-Building
B, 1101 NE B,
40"1101
CourtNE
One
commercial
• Downtown
20. Downtown
Center-Building
40th
Court suite is currently being leased, and the remainder
One
suiteorisbeing
currently
leased,
the& remainder
of theDivision,
facility and
is vacant
orDepartment.
being used
of
thecommercial
facility is vacant
used being
for storage
by and
Parks
Leisure, Streets
the Fire
for storage
by value
Parksfor&tenant
Leisure,
Streets
the
Fireused
Department.
Theproperty
facility may
has value for
The
facility has
lease
space;Division,
however,and
grant
funds
to acquire the
tenant
leaseto space;
however,
fundsonly.
used to acquire the property may limit its use to Parks and
limit
its use
Parks and
Leisuregrant
programs

Leisure programs only.
Adaptive reuse or future redevelopment is recommended in the long-range plan to provide a multi-purpose
arts facility and expand the program capabilities of Jaco Pastorius Park. As project scope is not yet
determined, the C.I.P. include a preliminary budget estimate based upon renovation of the existing
structure, including associated fees, and is to be used for establishing a long-range funding plan.
A partial renovation may be implemented in the near term to provide space for new arts and music
programs, and potentially interim offices for Parks and Leisure Administration (offices were re-located to
City Hall in 2009). Roof replacement is to be funded in the 5-Year C.I.P. to protect the building from
damage.
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10. Public Works Operations, 5100 NE 12th Terrace
It is proposed that Public Works Operations vacate the facility upon re-location to the Municipal Services
site, and that lease or sale opportunities be pursued for the property.
One consideration is that the site may have potential value to FPL for use as a substation. A land swap to
acquire other FPL owned land that would be advantageous to the City (Jog Track and NE 5th Ave parking
area at west end of Stevens field) will require further inquiry by the City's real estate specialist. Other
sale/lease options are to be explored, including development through a public/private venture.
Alternately, it was considered to re-locate the future Public Works Complex at this site. However, the
location is geographically de-centralized within the City and daily administrative and maintenance
functions would be impacted. Hours of operations for Solid Waste would also be undesirable to the
adjacent residential community, and public support would likely not be received.
•

17. Spiher Recreation Center, 1246 NE 37th Street
Interior renovations and installation of new windows and doors were completed in 2009; however, HVAC
replacement may be required to extend the facility’s use beyond 5 years (included in the C.I.P.). Roof
repair or replacement may also be anticipated.
Alternately, if programs are re-located, the site may be redeveloped to support a new City Hall Master
Plan (a consideration for the 2020/2030 time frame).

•
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Facility sites to master plan for redevelopment (2020/2030)
•
11. Collins Community Center, 3900 NE 3rd Avenue
•
8, 9. Municipal Services Building and Garage, 3801 NE 5th Avenue
•
4. Public Safety Building
Central to the City are a cluster of contiguous properties that provide an opportunity to implement a
master plan for proposed future facilities: a Central Community Center and a consolidated Public Works
Complex. As the city approaches full build-out, there are limited opportunities for the acquisition of large
parcels of land to accomplish facilities of this scale.
Existing Facility Sites:
4 Public Safety Building
301 NE 38th Street (2.46 acres)
6 Fire Station #9
301 NE 38th Street
8, 9 Municipal Services
3801 NE 5th Avenue (3.46 acres)
11 Collins Community Center
3900 NE 3rd Avenue (1.55 acres)
12 Wimberley Fields
4000 NE 3rd Avenue (8.60 acres)
13 Dillon Tennis Center
4091 NE 5th Avenue (2.49 acres)
14 Stevens Field
3881 NE 6th Avenue (3.95 acres)
15 Pioneer House
3860 NE 6th Avenue (0.28 acres)
30 Parking Lot
3900 NE 6th Avenue (0.61 acres)
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Phased Redevelopment: Central Community Center and Public Works Complex
The future development of a Central Community Center is proposed for the existing Collins Recreation
Center site. This location is strategic as the geographical center of the City, allowing equitable access by
all citizens. When combined with the adjacent sports parks, it is also the only City-owned site that can
feasibly provide the 12+ acres required for the proposed program. The Recreation & Parks Master Plan
recommends a facility of 30,000 square feet, with outdoor swimming pool and other amenities, to be
implemented in 2015. This Facilities Master Plan has anticipated design services commencing within the
5-Year C.I.P., with construction completed potentially in 2 phases by the 2020/30 time frame. If funding
is successful, the facility may be built in one phase within the 2015-20 time frame, to be determined.
Supporting the programs of the Central Community Center are the adjacent facilities at Stevens Field and
the Giusti Heart Parcours Jog Track. It is to be noted that the jog track and parking at NE 5th Avenue to
the west of Stevens field (used as overflow parking for Stevens and Public Works) are not city-owned.
These properties are owned by FPL, under lease agreement to the city. To ensure the future use of these
facilities, it is recommended that the City pursue acquisition of these properties, potentially by land swap
with other city-owned property.
The current Municipal Services site is likewise strategic to Public Works, and a centralized facility at this
location is proposed to consolidate the department and optimize operations. Essential services and existing
infrastructure in place at this site are to be further developed to accommodate the Public Works
Operations Division. The re-location of Public Works Operations will allow the water treatment plant site
to be vacated and leveraged for potential land swap or sale. As referenced previously, options on FPL
properties adjacent to Stevens are recommended as a potential land swap to be explored by the City.
With the proposed demolition of the Public Safety Building, this site area may be utilized in the interim by
Public Works and Parks Division to implement the proposed Phase 1 renovations to re-locate the PW
Operations offices to the Municipal Services site. It is also noted that Fire Station #9 is to remain in
operation, as its current site is also a centralized location strategic to the current Fire Rescue response
plan. It will be important that future recommendations take into consideration the effective allocation of
Fire Rescue facilities citywide and the master plan for the Central Community Center and the Public
Works Complex.
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Proposed Future Master Plan:
Public Works Complex
3801 NE 5th Avenue (5 acres)
Central Community Center
3900 NE 3rd Avenue (12+ acres total)
12 Wimberley Fields
4000 NE 3rd Avenue
13 Dillon Tennis Center
4091 NE 5th Avenue
6 Fire Station #9
301 NE 38th Street
14 Stevens Field
3881 NE 6th Avenue (3.95 acres)
30 Parking Lot
3900 NE 6th Avenue (0.61 acres)
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FY 2011:
•
Public Safety Building is demolished for re-utilization of site by Public Works and Parks Division for
maintenance / storage functions (vacating area used by Parks Division at the Municipal Services
Building and returning use to Public Works)
•
Fire Station #9 remains
FY 2011-12:
•
Renovation/expansion of Garage to accommodate expanded fleet and maintenance functions (pending
expansion of Solid Waste fleet to provide services to the N.Andrews Garden district in 2011)
FY 2012-13:
•
The Municipal Service site is master planned for a new consolidated Public Works Complex, with a
phased implementation plan to allow current operations to continue during re-development.
•
Programs at Collins Community Center are re-located or interim facility renovations are provided
FY 2014-15:
•
Commence Master Planning and Design for the Central Community Center
Future Phases: 2015-20
•
Demolition of Collins Community Center
•
Construction of Central Community Center Phase 1, to include Parks & Leisure Administration
offices.
•
Construction of Public Works Complex Phase 1 (new maintenance facilities, which will serve in the
interim to provide office space to re-locate Public Works Operations to the site).
Future Phases: 2020-30
•
Central Community Center, Phase 2
•
Public Works Complex, Phase 2 (new facility to consolidate Administration and Operations Divisions:
administrative offices and crew functions)
• Acquire NE 5th Avenue parking and Jog Track site from FPL
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Facility sites to master plan for redevelopment (2020/2030)
•
1. City Hall, 3650 NE 12th Avenue
•
17. Spiher Recreation Center, 1246 NE 37th Street
•
18. Library, 1298 NE 37th Street
The City Hall property has value as a strategic commercial property within the Local Activity Center
(LAC) of the CRA. Combined with the adjacent city-owned parcels, there is an opportunity to redevelop
the total acreage as a central civic campus, to include a new City Hall.
Existing Facility Sites:
(3.25 acres total)
1. City Hall
3650 NE 12th Avenue
17. Spiher Recreation Center
1246 NE 37th Street
18. Library
1298 NE 37th Street

Future Development Options
For consideration, alternative development options include:
1. The City Hall property may be leveraged for public-private redevelopment, to assist in funding a
new City Hall and civic park with community meeting space on the remaining properties.
(requiring the re-location of the Library and Spiher Recreation Center)
2. Spiher Recreation Center is re-located and all 3 properties are redeveloped as a central civic
campus, to include a new City Hall and Library.
3. The City Hall property may be leveraged for public-private redevelopment to assist in funding the
construction of a new City Hall at a new site. Options remain to redevelop Spiher and the Library
with new facilities.
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A master plan for the future replacement of these facilities and redevelopment of this property is
recommended to most effectively leverage the City’s assets and facilitate the best use of the land, in
coordination with the goals of the LAC.

Interim Renovations:
As redevelopment within the LAC is intrinsically linked to local, state and national economic conditions,
it is to be assumed that facility replacement and master planning of this scale may not be feasible in the
near term, and that renovations at City Hall and the Library will be required in the interim.
Subsequently, the re-location of the Building Division to its new facility in 2009 has vacated space at City
Hall, which is currently occupied by Parks and Leisure Administration. Alternately, an opportunity was
explored to use the former Building Division office space to re-locate City Clerk and Human Resources,
and reconfigure and enlarge the ITS Department and Commission Chambers. This would alleviate space
needs on the second floor as well. A concept floor plan follows. These renovations are not being
recommended at this time, as the ITS Department is exploring options to meet its current and future needs
through off-site and virtual capabilities for expanded services and equipment support.
The Library is currently in need of major maintenance and repair that will require funding within the 5Year C.I.P. A preliminary budget for these improvements is recommended and outlined on the facility’s
“C.I.P. Project Detail” sheet. This capital investment in the near term is to be weighed against the value
and likelihood of future facility replacement, or other options to pursue the provision of these services
through inter-local agreement.
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Concept Plan, City Hall First Floor
expanded and re-located services

Final Report - February 17, 2010

Section 4: Facilities Master Plan, p. 21

Facilities Master Plan: Volume I
City of Oakland Park
ADG Project No. 791-07

Parking Facilities
Parking Lot, 3900 NE 6th Avenue
The parking lot serves as overflow parking for the adjacent Stevens Field, primarily utilized in the
evenings. Recently (2009), the principle business user has closed its offices and the lot is underutilized
during daytime hours. Maintenance of the property is provided by Facilities Maintenance and Parks
Division.

•

•

Parking Lots, West and East Prospect Road at Andrews Avenue
An annual assessment to business owners for maintenance is recommended and is a Business Plan
initiative for 2010.
Transit oriented development and other elements of the CRA master plan may impact the City with the
need for public parking facilities. Appropriate sites such as this will be a valuable commodity.
Options for current and future City parking facilities:
1. Implement a special assessment district for the maintenance of City parking lots
2. Implement a metered parking system at city-owned parking lots, with the goal of providing for
their maintenance and potentially generating revenue
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4.2

Conclusion: Proposed Project Priorities and Recommendations

An effective CIP plan will require consensus on the strategic prioritization of projects, to utilize available
funding to strike a balance between improvements required for essential City operations and capital
improvements towards meeting the City’s future needs. In evaluating the information and conclusions of
as presented in this report, and in consideration of the current economic uncertainty, we recommend for
consideration the following priorities (in no order of preference) to guide the near-term and long-term
capital improvements to be considered in the Facilities C.I.P. for the City of Oakland Park.
Phase I: Near Term (5-10 year)
1. Cost Containment and Maintenance
•
Close vacated and underutilized facilities, assess opportunities to lease viable properties to
maintain the facility at no cost (and potentially generate revenue), and hold property for future
redevelopment
•
Implement a special assessment district for the maintenance of city-owned parking facilities, or
alternately implement a metered parking system.
2. City-Wide Upgrades and Maintenance of Core Facilities
•
Adopt a ten year plan to stabilize and repair those facilities to remain in use for the foreseeable
future (beyond 5 years), to accomplish mandated code issues, extend the useful life, and achieve
reductions in operation costs, specifically to address the following criteria:
1.
2.
3.
4.
5.

Security (implement citywide system)
Regulatory Compliance: Life Safety and ADA compliance
Energy Efficiency (equipment, fixtures, and building envelope performance)
Information Technology (implement citywide upgrades)
Survivability (as required for critical facilities)

3. Facility Improvements for ADA Compliance
•
Adopt a five year plan to achieve citywide ADA compliance as prioritized, in coordination with
proposed capital improvements.
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Phase II: Long Term Growth and Planning (2020/2030)
4. Public Works Complex Replacement Facility
•
Construct a new consolidated Public Works Complex for the Administration and Operations
Divisions at the Municipal Services site.
5. New Parks & Leisure Facilities
•
Central Community Center
•
Library replacement
(coordinate with the Recreation and Cultural C.I.P.)
6. Replace Fire Rescue Facilities / New EOC
•
A separate study is recommended to assess the future citywide needs that will establish the long
range plans for the effective allocation of facilities and resources. Land acquisition may be a
required element.
7. Replace City Hall
•
Construct new City Hall at current location or future site to be determined, pending the future
development and goals of the CRA Local Activity Center
8. Parking Facilities and Future Transit Oriented Development
•
Transit oriented development and other elements of the CRA master plan may require future
funding for parking facilities. Available land for Park-and-Ride and similar amenities to serve
mass-transit hubs is currently lacking. Upon further definition of the goals and implementation
strategy to meet future parking needs, a program to establish funding is to be integrated into the
C.I.P. Land acquisition will also require long-range planning.
These recommendations are also in recognition of the City Commission’s policy direction to focus on both
the maintenance of public safety and the preservation of “brick and mortar” core services. It is important
to note that available funding will influence to a great degree the actual phased implementation of the
proposed capital improvements, and what is most essential is to distinguish between the near term and
long term objectives.
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General Recommendations to Support Project Priorities
1. Facility Planning – Long Term Goals
•

It is recommended that the City adopt a facility design “mission statement” that all new facilities
be planned to be efficiently and cost effectively designed, that they be planned to accommodate
future expansion, and that they are as flexible as possible in order to meet the changing needs in
the future and maximize the useful life of the building.

2. Energy Management and Conservation Technologies
•

It is recommended that the City adopt a policy to integrate energy management and conservation
technologies into new construction and proposed renovations.

3. Capital Improvement Program
•

It is recommended that the City adopt a defined C.I.P. plan and put into place appropriate funding
that will be of sufficient magnitude as to fund the noted facilities and selected development
options. The implementation of a land acquisition strategy will be critical to meet future facility
needs.

4. Funding Strategy:
•

It is recommended that the City establish a “City Funding Committee,” whose goal and/or
mission statement is to identify and establish funding methodologies for the improvements and
new facilities that are identified within the adopted C.I.P. This Committee should meet on a
regularly scheduled basis, identify funding opportunities, seek appropriate grants and pursue
alternative funding.
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Section 5: Capital Improvement Program
Almost all municipalities adopt a long term Capital Improvement Program (C.I.P.) which, in essence, budgets
for projects and improvements over an extended time frame, typically five or ten years. This process begins
with establishment of facility need, initially providing funding for detailed studies, land acquisition, then fees
for design of the facility and subsequently, funds for construction. This process may take as long as three or
four years with the majority of the funds required at the later stages during the construction of the facility.
In addition to funding facility expansion and new construction, a C.I.P. will generally also include budgeting for
facility repair and maintenance of major scope, such as: HVAC replacement, roof repair/replacement, painting
and weatherization renovations, security upgrades, and major equipment such as a generator.
The important factor is to implement a program, recognizing that it is not an overnight process and that it is a
work in progress. Once implemented, a C.I.P. will require annual review and modification for concurrency
with the prior year’s actual budget and funding allocation, budget forecasting for future years, and to ensure
relevancy to current and proposed new capital improvements.
The C.I.P. summary that follows reflects a focus on the strategic use of funds towards the repair and
maintenance of critical facilities in the near term, and funding towards facility replacement in future years. In
consideration of the current economic challenges, “Financial Stability and Sustainability” will guide the near
term (5 year) priorities of the City’s Capital Improvements Plan. As part of a cost containment and
consolidation strategy, it is recommended that the functions of less critical facilities be re-located in the interim
until facility replacement is feasible, and that the facility be retired from service. The cost savings are
potentially two-fold: 1) divert operations and maintenance costs from these older building which are in poor
condition, not feasible to renovate, and generally more costly to operate, and 2) generate revenue (or swap for
more strategic land) through the sale or lease of these properties.
The goal which forms the basis of the proposed 5-Year C.I.P. is to phase out the inventory of older facilities
which are generally deficient in space needs, more costly to operate and maintain, have cited ADA noncompliant issues, and are not feasible for renovation especially if upgrades are required to meet current building
codes. Rather than implement costly renovations, funds are to be allocated towards future new and replacement
facilities. This in turn increases the overall inventory of new, modernized facilities which will meet current and
future functional and space needs, be compliant with current applicable codes, and meet standards for energy
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efficient construction, to realize lower operational costs and nominal maintenance in the initial years of the new
building’s life cycle (offsetting other capital expenditures).
As summarized in the table below, 74% of the City’s 2009 gross facility area consisted of facilities that have
been constructed (or undergone major renovation) prior to 2005. The original construction of many of these
facilities dates back 40+ years, and in some cases was followed by major renovations 20+ years ago. In
consideration of a life expectancy of approximately 15-20 years for a roof or HVAC equipment, further
renovation of such a facility may not be warranted. As previously state, upon further analysis of the facility’s
functional utilization, existing conditions, and the operations and maintenance costs of the facility, the funding
needed for major renovations is often not economically viable.
Facility Inventory Summary
Inventory: Age of Facility

Citywide Facility Area
(estimated gross square feet)

Existing 2008/09
Current 2010

Proposed 5-YearProposed Future
Proposed
Proposed
2010-2014
2020/2030

Existing
2008/09

Current
2010

Pre-2005 Construction/Major Renovation

110,292

89,269

77,280

26,855

Post-2005 Construction/Major Renovation

39,488

39,488

68,688

167,288

149,780

128,757

145,968

194,143

CTotal Citywide Facility Area
C

5-Year
2010-2014

Future
2020/2030

The proposed 5-Year C.I.P. immediately benefits from a reduction of the facility inventory accomplished in
2009: a 20% decrease in gross facility area (GFA) due to the re-location of Engineering & Community
Development and the Broward Sheriff Office to the New Municipal Building, and the subsequent re-location of
the Active Adults program to the Collins Community Center. This resulted in 3 vacated facility properties: 250
NE 33 Street, Public Safety Building, and the City Annex (lease terminated).
By the conclusion of the 5-Year C.I.P. in 2014, the proposed C.I.P. program projects a nearly 50/50 ratio of pre
and post-2005 construction GFA, accomplished in part by a small overall net reduction of facility inventory. By
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2020/2030, the proposed C.I.P. program will result in an 86% GFA of post-2005 construction/renovation, or
otherwise stated, 86% of the city’s facility inventory will be no more than 15-25 years old. An even more
aggressive goal towards a 100% replacement/major renovation of the facility inventory by 2020/2030 may be
adopted.
The C.I.P. program also proposes an increase in the total citywide gross facility area by 2020/2030, in response
to meeting the projected future need. While this will impact the operations budget proportionately, it is
important to note that this additional facility area will be in the category of new, modernized facilities which
will be more efficient to operate and maintain.
C.I.P. Summary: General Notes
As the implementation of the Facilities Master Plan will be limited by available funds in the near term, interim
renovations of critical facilities may be required to extend the useful life of the facility in the event that the
future plans are not funded. Such interim renovations should be carefully considered, so as not to exceed the
cost benefit savings of the renovations. It is recommended that the City reserve some contingency funds for this
potential unforeseen need.
Citywide renovations to implement ADA compliance are generally most economically implemented as part of a
facility renovation, and for those facilities proposed for renovation, ADA corrective work is to be included in
the project scope and budget. Additionally, a separate line item for “ADA Repairs” is included to provide for an
annual allowance towards the implementation of a prioritized citywide ADA renovation program. Unused funds
may be re-allocated or carry forward to future years.
Security and Energy Efficiency upgrades for critical facilities are likewise best implemented as part of a facility
renovation, if the cost savings benefit warrants these improvements. Generally, facilities of a less critical nature
are not budgeted to receive these upgrades, as these facilities are recommended either for abandonment in the
near term (5-year) and/or replacement in near-term or future years of the CIP, and the cost savings benefits will
likely not be realized. A full cost benefit analysis is beyond the scope of this study.
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C.I.P. Project Details
It is recommended that the “Project Detail” summary sheets be utilized by the Department Director, with
oversight and assistance from Finance and Real Estate divisions, to develop a full C.I.P. implementation plan
which accounts for an Expenditure Plan, Operations and Maintenance Budget Impact, and Funding Plan,
linking the C.I.P. to the Annual Budget. This will also facilitate the tracking and internal accounting of these
scheduled improvements within the 5-Year C.I.P., and carry forward into any subsequent future revision of the
C.I.P. Concurrency with the City’s strategic plan, business plan, and Capital Improvements Element (C.I.E.) of
the Comprehensive plan are also important factors to be assessed annually against the C.I.P.
Long-Range Planning
Noted in the C.I.P. are preliminary budget estimates to achieve long-range plans for future facilities. Future
facilities projected for 2020/2030 may yet be largely indeterminate at this phase in planning (in particular with
regards to land acquisition), but what is important is that funding is established and allocated, as the project
scope and budget continues to be refined. In this regard, the projected future budget for these proposed facilities
as noted on the C.I.P. is for the preliminary purpose of establishing a long-range funding program.
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Section 5: Capital Improvements Program
C.I.P. Summary
City of Oakland Park Facilities
Building Name / Address
1. City Hall
3650 NE 12th Avenue

FY 10

Project
ADA Renovations (see line item #31, FY10)
Future Facility Replacement

2. Engineering / Active Adults Renovations
250 NE 33rd Street
3. City Hall Annex
2901 E.Oakland Park Blvd

$

-

-

77,200

-

-

-

-

$

77,200

-

-

-

-

-

-

$

-

-

55,000
-

-

$

65,000

-

$
$

55,000
65,000

-

-

-

$

20,000

96,000

$

116,000

Renovations
Future Replacement

-

6. Fire Station #9
301 NE 38th Street

Renovations
Future Replacement

-

7. Fire Station #20
4721 NW 9th Avenue

Renovations
Future Replacement

-

8. Municipal Services
3801 NE 5th Avenue

Phase 1 Renovation/Construction
Phase 2 Construction

-

9. Municipal Services Garage
3815 NE 5th Avenue

Renovations

-

14. Stevens Fieldhouse
3881 NE 6th Avenue
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$

-

-

-

$

-

$
$

15,000
15,000

-

$

30,000
-

-

89,400

$

92,000

$
$
$
$

$

4,032,000

$

3,136,000

$

2,665,600

$

2,665,600

$
$

715,000
3,364,500

104,000
85,800

$

390,000
-

-

-

$

181,400

-

-

-

-

-

-

-

Facility Replacement: Phase 1
Facility Replacement: Phase 2
Interim Renovations (pending)

-

-

-

140,000

$

Facility Replacement
(restrooms/concession, shelters)

-

-

-

-

$

-

-

-

-

-

-

-

-

Facility Replacement

70,800

$

$

360,000
-

-

$

89,000

-

2020/2030

-

5. Fire Station #87
2100 NW 39th Street

13. Dillon Tennis Center
4091 NE 5th Avenue

5-Yr CIP
Total Project Cost

FY 14

-

-

12. Wimberly Fields
4000 NE 3rd Avenue

FY 13

-

Demolition /site clean-up
Maintenance/storage trailers (Parks Div.)

11. Collins Community Center
3900 NE 3rd Avenue

FY 12

FY 11

4. Public Safety Bldg
301 NE 38th Street

10. Public Works Operations
5100 NE 12th Terrace

Future
Years

5-Year Schedule of Capital Improvements

$
$

$

180,000
140,000

2,899,000
3,424,000
-

$

63,900

$

239,000

180,000
-

$

63,900
-

$

167,840

$

-

-

167,840

-
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Facilities Master Plan: City of Oakland Park
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Section 5: Capital Improvements Program
C.I.P. Summary
City of Oakland Park Facilities
Building Name / Address

Project

Future
Years

5-Year Schedule of Capital Improvements
FY 10

FY 12

FY 11

FY 13

5-Yr CIP
Total Project Cost

FY 14

2020/2030

15. Pioneer House
3860 NE 6th Ave

-

-

-

-

-

-

-

16. Carter Woodson Park
3490 NE 3rd Avenue

-

-

-

-

-

-

-

-

-

$

20,000

$

20,000

-

162,000
-

$

269,420
-

$

441,420
-

$

17. Spiher Recreation Center
1246 NE 37th Street

HVAC Replacement

-

-

18. Library
1298 NE 37th Street

Renovations
Facility Replacement

-

-

-

-

19. Downtown Center -A
1098 NE 40th Court

20
Center-BB
20.Downtown
Downtown Center
laco "Jaco
Pastorius
Park
Pastorius
Park
Community Center"
1101 NE 40th Court

Roof
Replacement
Roof Replacement
Partial
interiorRenovation
Renovation
Partial Interior

-

$

10,000
-

$

-

-

-

- $300.000
$
300,000

-

- $104,000
$
104,000
- $300.000
$
300,000

$$ 104,000
104,000

-

-

22. NAG Community Center: B Renovations
250 NE 56th Court

-

-

-

23. N.E. High School Fieldhouse
750 NE 56th Street

-

-

-

-

-

-

25. Dog Park
931 NW 38th Street

-

-

-

-

-

26. Lakeside Sandpine Preserve
2820 NW 27th Avenue

-

-

-

-

27. New Municipal Building
5399 N Dixie Highway

-

-

-

-
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-

$
-

$

3,024,000

-

Facility Redevelopment/Adaptive Reuse

21. NAG Community Center: A
250 NE 56th Court

24. Royal Palm Park
4100 NW 17th Avenue
1701 NW 38th Street

$

2,329,600

-

-

$

-

-

50,000

-

$

50,000

-

-

-

$

-

-

15,000
-

-

$

-

-

-

$

-

-

-

$

-

$15,000
North Pavilion/Restrooms - renovations
South Restrooms

$

15,000
-

- $
- $-$

--
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Section 5: Capital Improvements Program
C.I.P. Summary
City of Oakland Park Facilities
Building Name / Address

Future
Years

5-Year Schedule of Capital Improvements
FY 10

Project

FY 12

FY 11

FY 13

5-Yr CIP
Total Project Cost

FY 14

2020/2030

28. Parking Lot
W. Prospect Rd/Andrews Ave

-

-

-

-

-

$

-

-

29. Parking Lot
E. Prospect Rd/Andrews Ave

-

-

-

-

-

$

-

-

30. Parking Lot
3900 NE 6 Ave.

-

-

-

-

-

$

-

-

40,000

$

235,000

-

-

-

$

25,000

-

522,000

$ 1,356,960

$

2,816,560

$ 28,494,300

31. ADA Implementation Plan

Citywide

$

75,000

32. Roof Assessment

Citywide

$

25,000

$

177,200

33. PROPOSED CIP TOTAL
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$

40,000

$

-

$

288,400

40,000

$

-

$

472,000

$

40,000

$
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Section 5: Capital Improvements Program
C.I.P. Project Detail

FACILITY

DEPARTMENT
DEPARTMENT

1. City Hall
3650 NE 12th Avenue

FACILITY STATS

AGE 1963

City Adminstration

SIZE 14 120 SF

PROJECT DESCRIPTION Renovations
PROJECT DESCRIPTION

Renovations

SIZE

two
story
two story

Renovations
include
ADA
repairs
for compliance.
Renovations include
ADA
repairs
for compliance.
PROJECT RATIONALE

OPERATING BUDGET IMPACT

14,120 SF

SITE 0.78 acres

PROJECT RATIONALE

City
is aahighly
highly
visited
public
building
is a facility
priorityforfacility
City Hall
Hall is
visited
public
building
and is and
a priority
ADA for
compliance.
ADA
compliance.
OPERATING BUDGET IMPACT
Yes
COMMENTS

1963

AGE

with
renovations
in 1969,
with renovations
in 1969,
19911991

City Adminstration

0.78 acres

SITE

Y
Yes

COMMENTS

COMMENTS

On-line
emergency
power
to serve
andadministrative
critical administrative
On-line emergency
power
to serve
ITS andITS
critical
functions is functions
Plug-in
capability
allowsallows
for hook-up
of portableofgenerator
in an
iscritical.
critical.
Plug-in
capability
for hook-up
portable
emergency.
generator in an emergency. New access security system is
New access security system is essential. Security camera monitoring system to be
essential.
Security
monitoring
system pending
to be implemented
implemented
in 2010. camera
HVAC replacement
is proposed,
grant funding
in(EECBG).
2010. HVAC replacement is proposed, pending grant
Preliminary
budget forPreliminary
proposed future
facilityfor
replacement
is identified
to
funding
(EECBG).
budget
proposed
future facility
establish a long-range funding plan.
replacement is identified to establish a long-range funding plan.

FY 10

ESTIMATED PROJECT COSTS

FY 11

FY 12

FY 13

FY 14

5-YR Total

2020/2030

-

‐

Renovations
CONSTRUCTION

PROJECT
TOTAL
PROJECT TOTAL

Renovations
ADA (see CIP item#31, FY10 funding)

IRECOMMENDED
RECOMMENDED IN CIPIN CIP
Facility Replacement

-

$

-

$

-

-

$

-

-

$

-

-

$

-

$

-

Facility Replacement

PROFESSIONAL
SERVICES
Design/Construction
Documents
(@ 12%)
PROFESSIONAL SERVICES
Design/Construction Documents
(@12%)
LAND
-LAND
CONSTRUCTION
NewCity
CityHall
Hall (20,000SF
(20,000SF @ @
$180/SF)
CONSTRUCTION
New
S180/SF)
PROJECT
TOTAL
PROJECT TOTAL
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RECOMMENDED IN CIP

$

-

$ $432,000
432,000
$-$
$ 3,600,000
$3,600,000
$

-

$

-

$

-

$

-

$

-

$

-

$

44,032,000
032 000
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Facilities Master Plan: City of Oakland Park
ADG Project No. 791-07

Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY 2. Engineering / Active
2. Engineering
/ Active
FACILITY
Adults 250
NE Adults
33rd Street

DEPARTMENT [vacated]
DEPARTMENT

FACILITY STATS

250 NE 33rd Street

AGE
19791979
AGE

SIZE 5.920 SF

[vacated]

PROIECT DECORIPTION Alternate Onptions
PROJECT DESCRIPTION

Alternate Options

SIZE

Option
1 Pursue
opportunity
for land
of property
Option 1:
Pursue opportunity
for land
swapswan
or saleor
of sale
property
Option
2+Lease
Lease
in is'
'ascondition
is" condition
Option 2:
in 'as
Option
- Renovate
facilitate
lease
Option 3:
Renovate totofacilitate
lease
PROJECT RATIONALE

5,920 SF

single
story
single story

SITE 1.14 acres
SITE

1.14 acres

COMMENTS

PROJECT RATIONALE

Current
economic
conditions
be favorable
fororthe
sale
or lease
conditions
may may
not benot
favorable
for the sale
lease
of this
Current economic
Roof andRoof
HVAC
is HVAC
in poor condition
and
lease terms
to be
considered
ofproperty.
this property.
and
is in poor
condition
and
lease
terms
may require the City to replace these building systems
to be considered may require the City to replace these building systems
OPERATING BIUIDGET IMPACT Yes

COMMENTS

The facility
been
vacated
by by Engineering
The
facilityhas
has
been
vacated
Engineering
and
Parks&Leisure
and Parks&Leisure Active Active
Adults program as of spring 2009.
Adults program as of spring
2009.

Yes
O&M
beenminimized
minimized
a level
as required
to preserve
thevalue
building's
O&Mhas
has been
to ato
level
as required
to preserve
the building's
for
value
future
resale.'as-is'
Lease/sale
is optimal
future for
resale.
Lease/sale
is optimal'as-is'
to eliminate
O&M to
andeliminate
any capital
improvements,
potentially
provide revenue
O&M
and anyand
capital
mnrovements
and notentiallv nrovide revenue
OPERATING BUDGET IMPACT

COMMENTS
COMMENTS

1.1.optimal
lease
terms
include
responsibility
forroof
O&M, roof FanasFIR
optimal lease
terms
willwill
include
tenanttenant
responsibility
for O&M,
replacement
contingent
on grant
funding.
Arepair/HVAC
Y ranlaconnent
santinasnt
an-arant
Sindinea
2.2.potential
landswap
swap
additional
strategic
CarterPark
Woodson
potential land
for for
additional
strategic
propertyproperty
at Carter at
Woodson
Park
may
be pursued
byestate
City specialist
real estate specialist
may be
pursued
further byfurther
City real
ESTIMATED
PROJECT
COSTS
ESTIMATED PROJECT
COSTS

FY 10
FY 10

FY 11
FY 11

FY 12
FY 12

FY 13FY 13

FY 14
FY 14

5-YR
Total
5-YR
Total

2020/2030
2020/2030

Renovations*
Renovations*

PROFESSIONAL SERVICES
PROFESSIONAL
SERVICES
Roof
-- renlacement: 5900 SF (@ SK/SF
CONSTRUCTION
Roof replacement: 5900 SF @$8/SF
CONSTRUCTION
HVAC
replacemeoent
HVAC
replacement

PROJECT TOTAL
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RECOMMENDED IN CIP

$47,200

$47,200

$
47,200
$30.000
$
30 000
30,000
$

77,200

-

$

-

$

-

$

-

$

-

$

47,200

$

77,200

-

30 000
30,000
$$30,000
$$$

-
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Facilities Master Plan: City of Oakland Park
ADG Project No. 791-07

Section 5: Capital Improvements Program
C.I.P. Project Detail

FACILITY

DEPARTMENT

3. 3.City
CityHall
Hall Annex
Annex 2901 E. Oakland Park
2901 E. Oakland Park Blvd.
Blvd.
[vacated]

FACILITY STATS
FACILITY
STATS
AGE
-AGE
--

SIZE 1,400 SF

[vacated]

1,400 SF
single story

PROJECT DESCRIPTION

SIZE

PROIECT RATIONAIE

SITE ---

SITE

COMMENTS

PROJECT RATIONALE

OPERATING RIIDGET IMPACT
Yes

COMMENTS

The
facilityhas
has
been
vacated
by the
The facility
been
vacated
by the Code
Enforcement
Division asDivision
of Marchas
2009,
Code
Enforcement
of
and the lease terminated.
March
2009, and the lease terminated.

Yes
annual
lease
O&M
for facility
this facility
is eliminated
annual lease
andand
O&M
for this
is eliminated
OPERATING BUDGET IMPACT

COMMENTS
COMMENTS

Code
Enforcement
offices
been consolidated
with
the new Community
Code Enforcement
offices
have have
been consolidated
with the new
Community
Development offices
at 5399
N. Dixie
Development
offices
at 5399
N. Dixie

FY 10

ESTIMATED PROJECT COSTS

PROFESSIONAL SERVICES
CONSTRUCTION
PROJECT TOTAL
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FY 11

FY 12

FY 13

FY 14

5-YR Total

2020/2030

---

$

-

$

-

$

-

$

-

$

-

$

-

$

-
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Facilities Master Plan: City of Oakland Park
ADG Project No. 791-07

Section 5: Capital Improvements Program
C.I.P. Project Detail

4. Public Safety Building
301 NE 38th Street

FACILITY

FACILITY STATS

AGE

1984
1984

AGE

[vacated]

DEPARTMENT

SIZE

13,103 SF

PROJECT DESCRIPTION
Demolition and site re-utilization
Demolition and site re-utilization
Demolish structure to utilize site area for expansion of Public Works and Parks
Division maintenance.

PROJECT DESCRIPTION

PROJECT RATIONALE

13,103 SF

SIZE

single
singlestory
story
SITE

2.46 acres

The
in aapoor
poorcondition,
condition,
the facility
has a of
history
of water
and
SITE
2.46 acres
Theroof
roof is
is in
and and
the facility
has a history
water and
moisture
forco-located
co-located
Public
Safety
intrusion intrusion
which has left
comprehensive
damage to the interior
finishtoand
totalsite
site area
area for
Public
Safety
moisture
which
has left comprehensive
damage
theexterior
interior total
wall
components.
HVAC
equipment
is
estimated
to
be
10
years
old,
and
salvage
Building
and
Fire
Station
#9
Building
and
Fire
Station
#9
finish and exterior wall components. HVAC equipment is estimated
may not be feasible.
to be 10 years old, and salvage may not be feasible.
COMMENTS
COMMENTS
OPERATING
BLUDGET
IMPACT
OPERATING BUDGET
IMPACT
The facility has been vacated by BSO as of
O&M
istotobebeeliminated
eliminated
fall 2008.
O&Mfor
forthis
this facility
facility is
COMMENTS
COMMENTS

1.1.Site
value
to proposed
plan tothe
expand
adjacent
Site area
area isisofofvalue
to proposed
mastermaster
plan to expand
adjacentthe
Municipal
Services Yard
and Parks
& Leisure
facilities.
Municipal
Services
Yard
and Parks
& Leisure facilities. 2. Fire
2. Fire Station
#9remain
is to remain
operational,
repairs to
to demising
included
in
Station
#9 is to
operational,
repairs
demisingwall
wall
included
scope of demolition work.
in scope of demolition work.
FY 10

ESTIMATED
S
PROJECT
OJ C COS
COSTS
S

FY 11

FY 13

FY 12

FY 14

5-YR
5 YR Total

2020/2030

PROFESSIONAL SERVICES
PROFESSIONAL SERVICES

LAND
LAND
CONSTRUCTION
CONSTRUCTION

PROJECT
TOTAL
PROJECT TOTAL
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---

Demolition
clean-un
Demolition/ /site
site clean-up
Maintenance
storage
trailers
(Parks
Division)
Maintenance // storage
trailers
(Parks
Division)

-

$$

-

$55.000
$ 55,000
-

$ $55,000
55,000

$$

-

$ $65,000
65,000

-

-

$ $65,000
65,000

$$

-

$55.000
$
55,000
$ $65,000
65,000

-

-

$ $120,000
120,000

-
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Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY

5.5.Fire
#87 2100 NW 39th Street
Fire Station
Station #87
2100 NW 39th Street

DEPARTMENT

Fire Rescue

DEPARTMENT

Fire Rescue

FACILITY
STATS
FACILITY STATS
AGE

1982

SIZE

7.699 SF

SIZE

7,699 SF

1982

AGE

PROJECT DESCRIPTION Renovation
PROJECT DESCRIPTION

Renovation

Renovate
facilitytotoextend
extend
useful
lifebuilding.
of building.
Repair/replace
roof, upgrade
Renovate facility
useful
life of
Repair/replace
roof, upgrade
twostory
story (second
floor:
approx.
600 SF
of SF
two
(second
floor:
approx.
600
storage
space)
security. Renovations
Renovations may
include
energy
efficiency
upgrades,
bathroom
security.
may
include
energy
efficiency
upgrades,
of storage space)
replacement,
ADA repairs.ADA repairs.
bathroom
replacement,
PROJECT
RATIONALE
PROJECT RATIONALE
SITE
1.20 acres
{Some
repairsareare
needed,
tostorm
priordamage.
storm damage.
Standing SITE
1.20 acres
{Sometile
tile roof
roof repairs
needed,
due todue
prior
Standing water
was observed
in the area
roof
drains.
drains
A roof
assessment
is recommended
COMMENTS
water
was observed
in of
the
arca
of roof
drains.
A roof
assessmentand
replacementand
may future
be warranted.
Energy efficiency
to include
is future
recommended
replacement
may be upgrades
warranted.
lighting and future HVAC replacement.
Energy
efficiency
include
and future
HVAC
{This facility
is at aupgrades
priority forto
new
access lighting
security system,
proposed
for FY10
COMMENTS
replacement.
{
This
facility
is
at
a
priority
for
new
access
security
funding from reserves.
Fire Prevention
Prevention has
re-located
to theto
New
Fire
has
re-located
the New
OPERATING
BUDGET
IMPACT
Yes
system,
proposed
forIMPACT
FY10
fimdino
from recerves
OPERATING
BUDGET
Municipal Building,
anan
EOC
and and
Yes
Municipal
Building,and
and
EOC
Enerev
renovations
aimed
at reducing
operating
training/multi-purpose space (also provides
Energyefficiency
efficiency renovations
are are
aimed
at reducing
operating
expenses. expen:
training/multi-purpose space (also provides
COMMENTS
COMMENTS
community meeting space) are now
community
meeting
are
Facility
needed.
A separate
study
is recommended
provided at the
vacatedspace)
space. Fire
Facilityreplacement
replacement isis
needed.
A separate
study is
recommended
to consider to
theconsider
now
provided at
vacated
Administration
alsothe
operates
fromspace.
this
effective
citywide
allocation
of Fire of
Rescue
to meet needstoofmeet
future
the
effective
citywide
allocation
Fire resources
Rescue resources
facility.
City
growth.
This
study
is
to
recommend
an
implementation
schedule
and
Fire
Administration
also
operates
needs of future City growth. This study is to recommend an implementation
funding requirements. Currently proposed renovations are contingent on
from this facility.
schedule and funding requirements. Currently proposed
proposed future facility replacement.

renovations are contingent on proposed future facility replacement.
ESTIMATED
PROJECT
COSTS
ESTIMATED PROJECT
COSTS

FY 10

FY 11

FY 12

FY 13

FY 14

5-YR Total

2020/2030

Renovation
CONSTRIUICTION
CONSTRUCTION

Renovations

Renovations
Renovations
Roof
{7 000SF@$8/SF)
RoofReplacement
Replacment (7,099SF
@$8/SF)
HVAC
HVACreplacement
replacement
Facilitv Renlacementﾮ

-

-

-

$20,000
$
20,000
-

- $20,000
$
20,000
$56,000
$
56,000 $ $56,000
56,000
$$40.000
40,000 $ $40.000
40,000

-

Facility Replacement*

PROFFSSIONAI
SFEFRVICES
Design
Permitting
(@12%)
PROFESSIONAL SERVICES
Designand
and Permitting
(@12%)
(to(tobe
LAND
bedetermined)
determined)
CONSTRUCTION
New
SF
@$280/SF
CONSTRUCTION
NewFaculty
Facility:10,000
10,000SF
@$280/SF
PROJECT
TOTAL
IRECOMMENDED
PROJECT TOTAL
RECOMMENDED IN CIPIN CIP
$
*for
the
purpose
of
establishing
a
budget
towards
future
funding
needs
only,
*f th
*for
the purpose off establishing
t bli hi a budget
b d t towards
t
d future
f t
funding
f di needs
d only,
l the
th
the
Master
may recommend
otherof
allocation
of funds
Master
PlanPlan
StudyStudy
may recommend
other allocation
funds
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$
$
-

$

-

$

-

$$ 20,000
20,000

$$ 96.000
96,000 $ $116,000
116,000

336,000
-2,800,000

$ $ 3,136,000
3,136,000
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Facilities Master Plan: City of Oakland Park
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Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY

6. 6.Fire
#9 301 NE 38th Street
FireStation
Station #9
301 NE 38th Street

FACILITY
STATS
FACILITY STATS
AGE

1967

SIZE

6.750 SF

AGE

DEPARTMENT

Fire Rescue

1967

PROJECT DESCRIPTION Renovation
PROJECT DESCRIPTION

Renovation

6,750 SF

SIZE

Renovate
extenduseful
useful
of building.
Repair/replace
roof, upgrade
Renovatefacility
facility to
to extend
lifelife
of building.
Repair/replace
roof, upgrade
SITE
2.46 acres
security.Renovations
Renovations may
include
energy
efficiency
upgrades
and ADA repairs.
security.
may
include
energy
efficiency
upgrades
(bathroom
renovations
completed
in 2009)
and
ADA repairs.
(hathroom
renovatione
comnleted in 2000)
PROIFCT
2.46 acres
PROJECTRATIONAI
RATIONALE
SITE
The
facility
historyofofwater
water
moisture
intrusion
the current total
The
facilityhas
has a
a history
andand
moisture
intrusion
and the and
current
total site
site area
co-located
Public
SafetySafety
areaforfor
co-located
Public
conditionofofthe
the roof
roof isisquestionable.
questionable
A roof
assessment
is recommended
and
Building and
and Fire
#9 #9 COMMENTS
condition
questionable.
A roof
assessment
is recommended
Building
FireStation
Station
future
replacement
may bemay
warranted.
Energy efficiency
to include
and
future
replacement
be warranted.
Energyupgrades
efficiency
lighting and future HVAC replacement. Proposed demolition of the Public
upgrades to include lighting and future HVAC replacement. Proposed
Safety Building in FY10 to include repair at demising wall.
COMMENTS
demolition
of the
Safety
Building
in FY10
to include
repair
{This facility
is atPublic
a priority
for new
access security
system,
proposed
for FY10
BSO is
is now
from
the Public
SafetySafety
BSO
nowvacated
vacated
from
the Public
at funding
demising
wall.
{ This facility is at a priority for new access security
from
reserves.
Building
and
site
Building and site
OPERATING
BUDGET
IMPACT
Yes
system,
proposed
forIMPACT
FY10
Aimdino
fram recervec
OPERATING
BUDGET
Yes
E
Energy
efficiency
ffi i
renovations
ti
areare
aimed
i aimed
d att reducing
dat ireducing
operating
ti operating
expenses.expenses.
Energy
efficiency
renovations
COMMENTS
COMMENTS
Facility
replacement
needed.
A separate
is recommended
Facility
replacement isisneeded.
A separate
study study
is recommended
to considertotheconsider
citywide
allocation
of FireofRescue
resourcesresources
to meet needs
future
theeffective
effective
citywide
allocation
Fire Rescue
to of
meet
City growth.
study
is to recommend
schedule
and
needs
of futureThis
City
growth.
This studyanisimplementation
to recommend
an implementation
funding requirements. Currently proposed renovations are contingent on
schedule and funding requirements. Currently proposed
proposed future facility replacement.
renovations are contingent on proposed future facility replacement.
ESTIMATED
PROJECT
COSTS
ESTIMATED PROJECT
COSTS
FY 10
FY 11
FY 12
FY 13

FY 14

5-YR Total

2020/2030

Renovations
CONSTRUCTION
CONSTRUCTION

Renovations

Renovations
Renovations
Roof
Replacement
(6,7S0SF
(@ $8/SF)
Roof
Replacment (6,750SF
@$8/SF)
HVAC
replacement
HVAC
replacement
Facility Replacement*

-

-

-

Facility Replacement*

PROFESSIONAL
SERVICES
Design
(@12%)
PROFESSIONAL SERVICES
Designand
and Permitting
Permitting (@12%)
LAND
CONSTRUCTION
CONSTRUCTION

-

- $15,000
$
15,000
$ $54.000
54,000 $ $54.000
54,000
$ $35.000
35,000 S$35,000
35,000

-

$ 285.600
$
285,600
--

(to be determined)
New
Facility:
@$280/SF
New
Facility:8,5008F
8,500SF @$280/SF

PROJECT
TOTAL
|RECOMMENDED
IN CIP
PROJECT TOTAL
RECOMMENDED IN CIP
$
*for the purpose of establishing a budget towards future funding needs
only, the Master Plan Study may recommend other allocation of
funds

$15,000
$
15,000

$ 2,380,000
$ 2,380,000
-

$

-

$

-

$15000
$ $89.000
$104,000
$ 2.665.600
$
$ 104,000
$ 2,665,600
15,000
89,000
,
,
,
, ,

*for the purpose of establishing a budget towards future funding needs only, the
Master Plan Study may recommend other allocation of funds
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Facilities Master Plan: City of Oakland Park
ADG Project No. 791-07

Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY

7. Fire Station #20
4721 NW 9th Avenue

DEPARTMENT

Fire Rescue

DEPARTMENT

Fire Rescue

PROJECT DESCRIPTION Renovation
PROJECT DESCRIPTION

Renovation

FACILITY STATS
FACILITY STATS

AGE

AGE

1968

1968

renovations in
in 2008/09
tile tile
floors,
renovations
2008/09(ceramic
(ceramic
floors,
baydoor
doorreplacement)
replacement)
bay
SIZE
5.100 SF
5,100 SF

SIZE

Renovate
toextend
extend
useful
of building.
Repair/replace
roof. Upgrade
Renovate facility
facility to
useful
life life
of building.
Repair/replace
roof. Upgrade
singlestory
story
single
security.Renovations
Renovations may
include
energy
efficiency
upgrades,
bathroom
security.
may
include
energy
efficiency
upgrades,
SITE
0.38 acres
replacement,
ADA repairs.ADA repairs.
bathroom
replacement.
PROJECT
RATIONALE
0.38 acres
PROJECT RATIONALE
SITE
Roof
been
reported
and immediate
repair
may beArequired.
Roofleaks
leaks have
have been
reported
and immediate
repair may
be required.
roof
COMMENTS
assessment
is recommended
and future replacement
be warranted.
warrantedmay
Energy
A roof
assessment
is recommended
and futuremay
replacement
upgrades
to include
lighting
and futuretoHVAC
replacement.
beefficiency
warranted.
Energy
efficiency
upgrades
include
lighting and future
{This facility is at a priority for new access security system, proposed for FY10
HVAC replacement. { This facility is at a priority for new access
funding from reserves.
COMMENTS
security
system,
proposed
for
FY'10 fundine from reserves
OPERATING
BUDGET
IMPACT
Yes
OPERATING BUDGET
IMPACT
Yes
Leasedfacility,
facility, conditional
Fire
Rescue
Leased
conditionalonon
Fire
Rescue
Proposed
efficiency
renovations
are aimed
at reducing
operating Department use only.
Proposed energy
energy efficiency
renovations
are aimed
at reducing
operating expenses.
Department use only.
COMMENTS
expenses.
COMMENTS

Facility
needed.
A separate
is recommended
Facilityreplacement
replacement isisneeded.
A separate
study study
is recommended
to considerto
theconsider
citywide
allocation
of FireofRescue
resources resources
to meet needs
future
theeffective
effective
citywide
allocation
Fire Rescue
toofmeet
City growth.
This
study
is to recommend
anisimplementation
schedule
and
needs
of future
City
growth.
This study
to recommend
an implementation
funding requirements. Currently proposed renovations are contingent on
schedule and funding requirements. Currently proposed
proposed future facility replacement.
renovations are contingent on proposed future facility replacement.
ESTIMATED
PROJECT
COSTS
ESTIMATED PROJECT
COSTS

FY 10

FY 11

FY 12

FY 13

FY 14

5-YR Total

2020/2030

Renovations
CONSTRUCTION
CONSTRUCTION

Renovations

Renovations
Renovations
RoofReplacement
Replacment (5,100SF
@$8/SF)
Roof
(5.100SF
@$8/SF)
HVAC
replacement
HVAC
replacement

-

-

-

15,000
S$ 15.000
-

- $ $15,000
15,000
40,800 $ $40.800
40,800
$$ 40.800
$

30,000

$

30,000

Facility Replacement*

PROFESSIONAL
SERVICES
Desien
Permitting(@12%)
(@ 12%)
PROFESSIONAL SERVICES
Designand
and Permitting
LAND
LAND
(to(tobebedetermined)
determined)
CONSTRUCTION
NewFacility:
Facility:8,500SF
8,500SF @$280/SF
CONSTRUCTION
New
@$280/SF
PROJECT TOTAL

RECOMMENDED IN CIP

-

$ $285.600
285,600
-$
2,380,000
$ $2,380,000
$

-

$

-

$

-

$

15,000

$

70,800

$

85,800

$

2,665,600

*for the purpose of establishing a budget towards future funding needs only,
the purpose
establishing
a budget towards
future
funding needs
only, the
the*for
Master
Plan of
Study
may recommend
other
allocation
of funds
Master Plan Study may recommend other allocation of funds
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Facilities Master Plan: City of Oakland Park
ADG Project No. 791-07

Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY
FACILITY

8.8. Municipal
Services 3801 NE 5th Avenue
Municipal Services
3801 NE 5th Avenue

DEPARTMENT

Public Works

DEPARTMENT

Public Works

PROJECT DESCRIPTIONFacility Renovation and Expansion
PROJECT DESCRIPTION

FACILITY STATS
FACILITY
STATS
AGE
1965

1965

AGE

interior
renovations
in 1987
interior renovations
in 1987
SIZE
3,172 SF

Facilityy Renovation and Expansion
p

3,172 SF
Theconsolidation
consolidation of
Works
at this
facility
site includes
the Phase
1: Phase SIZE
The
ofPublic
Public
Works
at this
facility
site includes
the
Asingle
single
story (area of administrative offices
re-use
of existing
facilitiesfacilities
and new and
construction,
and Phase
story
1: renovation/adaptive
renovation/adaptive
re-use
of existing
new construction,
2: new consolidated administration facility (Ph.1 new facilities then become
(area of administrative offices only)
only)
and Phase 2: new consolidated administration facility (Ph.1
re-purposed for crew maintenance/storage)
SITE
3.46 acres
new
facilities
then become re-purposed for crew maintenance/storage) SITE
PROJECT
RATIONALE
PROJECT RATIONALE
3.46 acres

Greater
achieved
by consolidating
Public Works Administration
COMMENTS
Greaterefficiency
efficiency isistotobebe
achieved
by consolidating
Public Works
Administration
Operations
site
and
Operationsand
divisions
on divisions
one site.on one site.
OPERATING BUDGET
IMPACT
Yes
OPERATING
BUDGET
IMPACT
Yes
Buildingarea
area and
and O&M
at this
facility;
however,
O&M for
former
Building
O&Mwill
willincrease
increase
at this
facility;
however,
O&M
for former
COMMENTS
PWOperations
Operations facility
NewNew
and renovated
facilitiesfacilities
to be of
PW
facilityisiseliminated.
eliminated.
and renovated
greater energy efficiency. Net result achieves efficiencies by the consolidation
to be of greater energy efficiency. Net result achieves efficiencies
of services at one facility.
byCOMMENTS
the consolidation of services at one facility.
COMMENTS
P bli Works
Public
Works
W k Complex
Complex
C
l Master
MMaster
t Plan
Pl Plan
maymay
include
i l include
d expansion
i off Solid
S lid Waste
W
t
Public
expansion
of Solid
Waste
Division
(to
serve
N.Andrews
Garden
in
2011),
future
replacement
of
fuel
Division (to serve N.Andrews Garden in 2011), future replacement
station, and upgraded systems for Public Works EOC Camp (new generator
of fuel station, and upgraded systems for Public Works EOC
installed FY'09).
Camp (new generator installed FY'09).
ESTIMATED
PROJECT COSTS
ESTIMATED PROJECT COSTS

FY 10

FY 12
FY 12

FY 11

FY 13FY 13

FY 14FY 14

5-YR
Total
5-YR
Total

2020/2030
2020/2030

Phase 1 Renovations/Construction
Phase I Renovations/Construction

PROFESSIONAI
SERVICES
Mmler
Plan
Degion
PROFESSIONAL SERVICES
Master
PlanPmonmmmo
Programming, Design
New
Facility:
SF@$i20/SF
New
Facility:8,000
8,000SF@$120/SF
(Garage
see
Project
Detail
(Garagerenovation:
renovation: see
Project
Detail
9) 9)
PROJECT
DETAIL
PROJECT TOTAL

PROFESSIONAL SERVICES
CONSTRUCTION
PROJECT TOTAL

Final Report - February 17, 2010

RECOMMENDED
IN CIP
RECOMMENDED IN CIP
Phase 2 Construction

$

Phase 2 Construction
Design/Construction Documents
New Facility: 16,600SF @$180/SF
RECOMMENDED IN CIP

-

-

-

-

-

$30,000
$
30,000

-

-

-

$

$

$30,000
$
30,000

-

-

$

-

- $30,000
$
30,000
360,000
$ 360,000 $ $360 000
- $360,000
-

-

$

-

$

$ 360,000
- $360,000

$

-

$

-

-

$390
$ 000
715,000
$
390,000 $715,000

-

-

$115,000
$
115,000
$ $600,000
600,000

$

-

$
$

376,500
2,988,000

-

$

3,364,500
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Facilities Master Plan: City of Oakland Park
ADG Project No. 791-07

Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY

9.9.Municipal
Services Garage 3815 NE 5th Avenue
FACILITY STATS
Municipal Services Garage
3815 NE 5th Avenue

DEPARTMENT

Public Works

DEPARTMENT

Public Works

AGE

1965

SIZE

4,844 SF

AGE

1965

PROJECT DESCRIPTION Renovation
PROJECT DESCRIPTION

Renovation

4,844 SF

SIZE

Renovations may
baybay
doordoor
replacement,
and expansion
to add one to add onesingle
singlestory
story
Renovations
mayinclude
include
replacement,
and expansion
additional
bay.
additional bay.
SITE
3.46 acres
PROJECT RATIONALE
PROJECT
RATIONALE
3.46 acres
AdditionalSolid
Solid Waste
Waste Division
fleet
willwill
be acquired
to serve
Additional
Division
fleet
be acquired
to North
serveAndrews
North AndrewsSITE
Garden district
district by
COMMENTS
Garden
by2011.
201 1.
OPERATING BUDGET IMPACT
Yes
OPERATING BUDGET IMPACT

Yes

Building
andO&M
O&Mwill
willincrease
increase
at facility.
this facility.
Buildingarea
area and
at this
COMMENTS

COMMENTS

COMMENTS

Solid
fleet
expansion
to fi
be confirmed.
S lidWaste
Solid
Waste
W t fleet
fl
t expansion
i anddand
needs
dneeds
to
t be
b confirmed.
d

ESTIMATED
PROJECT COSTS
ESTIMATED PROJECT COSTS

FY 10

FY 11

FY 12

FY 13

FY 14

55-YR
YR T
t l
Total

2020/2030

92,000
- $92,000
$
- $ $50.600
50,600
38,800
$
$
-

-

Renovations
CONSTRUCTION
CONSTRUCTION

PROJECT TOTAL
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Renovations

Replace
doors
Replace bav
bay doors
Additional
AdditionalBay
Bay
RoofReplacement:
Replacement: 4,844SF
@$8/SF
Roof
4.844SF
@$8/SF
RECOMMENDED IN CIP

-$

-

-

$92,000
$
92,000

-

-

$ $50,600
50,600
38,800
$ $38.800
$

89,400

$

92,000

$

-

$

-

$

181,400

-

Section 5: C.I.P. Project Detail, p. 9

Facilities Master Plan: City of Oakland Park
ADG Project No. 791-07

Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY

10.
Public Works Operations 5100 NE 12th FACILITY
STATS
FACILITY STATS
10. Public Works Operations
Terrace
5100 NE 12th Terrace
AGE
1967
1967

AGE

DEPARTMENT

Public Works

PROJECT DESCRIPTION Sale or lease of property

renovations
1980totoadministration
administration buildine
renovations in
in 1980
building

SIZE

2025 SF

Sale or lease of property
SIZE
2025 SF
It isproposed
proposed that
Operations
vacate
the facility
upon re-location
to the
singlestory
story (area of administrative offices
It is
thatPW
PW
Operations
vacate
the facility
upon re-location
to single
Municipal
Services
site, and
that
lease/sale
opportunities
be pursued. be pursued.only)
(area of administrative offices only)
the
Municipal
Services
site,
and
that lease/sale
opportunities
PROJECT DESCRIPTION

PROJECT RATIONALE
PROJECT
RATIONALE
SITE
5.00
SITE
5.00acres
acres
Thefacility
facilitysite
site area
effectively
used,used,
existing
buildings
are minimally
The
areaisisnotnot
effectively
existing
buildings
are minimally
maintained,
or
have
been
abandoned.
The
administration
office
is
overcrowded
former
water
treatment plant
former
water
treatment
plant
maintained, or have been abandoned. The administration office
and does not provide office area for all Division Managers and Foremen.
Foremen A
is leased
overcrowded
and does not provide office area for all Division Managers
trailer on-site to provide crew space is in poor condition and does not meet
and
Foremen.
A
leased trailer
on-site
provide
crew space
space needs. A consolidation
of the
Public to
Works
department
at the Municipal
COMMENTS
COMMENTS
is proposed
increased
efficiency.
is Services
in poor site
condition
andfor
does
not meet
space needs. A consolidation
The
thePublic
Public
Works Operations
Thefacility
facilityhouses
houses the
Works
of the Public Works
OPERATING
BUDGET
department
IMPACT
Yes. at
favorable
the Municipal Services
OPERATING BUDGET IMPACT
Operations
Division.
Existing buildings
Yes, favorable
Division.
Existing
buildings
site is proposed for increased efficiency.
havebeen
been adapted
forfor
maintenance
and
O&M
thisfacility
facility is
is eliminated
O&M
forforthis
eliminated
have
adapted
maintenance
storage uses.
uses The actual building area in
COMMENTS
COMMENTS
and storage uses. The actual
use beyond the administration offices is
Thesite
site has
has potential
value
to FPL
for use
a substation,
and the potential
forpotential
a
The
potential
value
to FPL
forasuse
as a substation,
and the
building
area in use beyond the
undetermined.
swapswap
to acquire
FPL owned
(Giusti
Parcours
andParcours
NE 5th Ave
parking
forland
a land
to acquire
FPLland
owned
land
(Giusti
and
administration offices is undetermined.
area at west end of Stevens field) will require further inquiry by the City's real
NE 5th Ave parking area at west end of Stevens field) will require
estate specialist. Other sale/lease options are to be explored.
further inquiry by the City's real estate specialist. Other sale/lease
options are to be explored.

FY 10

ESTIMATED PROJECT COSTS

FY 11

FY 12

FY 13

FY 14

5 YR Total
5-YR
T t

2020/2030

PROFESSIONAL SERVICES
-PROFESSIONAL SERVICES

CONSTRUCTION
CONSTRUCTION

PROJECT
TOTAL
PROJECT TOTAL
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--

-- --

$

-

$

-

$

-

$

-

$

-

$

-

$

-
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Facilities Master Plan: City of Oakland Park
ADG Project No. 791-07

Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY
FACILITY

11.11.
Collins
Center 3900 NE 3rd Avenue
FACILITY
STATS
FACILITY STATS
CollinsCommunity
Community Center

DEPARTMENT

Parks and Leisure

DEPARTMENT

3900 NE 3rd Avenue
Parks and Leisure

PROJECT DESCRIPTION
Facilitv Renlacement
PROJECT DESCRIPTION

AGE

1971
1971

AGE

renovations
2000
renovations inin2000
SIZE
6.942 SF

Facility Replacement

6,942 SF

SIZE

Site
bere-developed
re-developed
as Central
Community
in(15,000
2 phases
single
story
Site to
to be
as Central
Community
Center inCenter
2 phases
SF (15,000
single story
each),
program
to be determined,
to include Parks
& Leisure
administrative
SF
each),
program
to be determined,
to include
Parks
& Leisureoffices, SITE
1.55 acres
indoor gymnasium,
and indoor
outdoor gymnasium,
aquatic facility,and
and handball
administrative
office:
outdoorcourt.
aquatic
1.55 acres
PROJECT RATIONALE
SITE
PROJECT
RATIONALE
facility,
and handball
court.
A new facility
is recommended
by the Parks Master Plan to achieve concurrency
currently serves Active Adults and childrens'
currently serves Active Adults and

A new facility is recommended by the Parks Master Plan to achieve concurrency

withthe
the Parks
Open
Space
Element
of the City
City's
s Comp
Plan,
and established
with
Parksand
and
Open
Space
Element
of the
City's
Comp
LOS
standards.
Plan, and established LOS standards.
OPERATING BUDGET INMPACT
Yes

childrens' programs
childrens
programs

Active
program
re-located
to Collins
OPERATING BUDGET IMPACT
Yes
Active Adults
Adults program
re-located
to Collins
New
will be
beofofgreater
greater
square
footage
and require
2009, upon
of Parks
&
New facility
facility will
square
footage
and require
more staffmore
for staff for inin2009,
uponre-location
re-location
of Parks
administration
from Collins
to
expanded P&L
New,
modernized
facilities
to be of energy
efficient
expanded
P&Lprograms.
programs.
New,
modernized
facilities
to be of
energy
&Leisure
Leisure
administration
from Collins
interim
offices
at
City
Hall
construction.
efficient conctriuction
to interim offices at City Hall
COMMENTS
COMMENTS
IfIfconstruction
the
new
facility
is deferred,
renovations
to thefacility
existing
construction ofofthe
new
facility
is deferred,
renovations
to the existing
will be will
required
for continued
effective use,
as outlined
below
an alternate.
facility
be required
for continued
effective
use,
as as
outlined
"Renovations"
may include
energy efficiencymay
upgrades(lighting),
upgraded
below
as an alternate.
"Renovations
include energy
efficiency
security, ADA repairs, bathrooms.
upgrades(lighting), upgraded security. ADA repairs. bathrooms.
FY 10

ESTIMATED PROJECT COSTS

|Faci|ity
Replacement:
Phase
Facility Replacement:
Phase
1 1
PROFESSIONAL SERVICES
PROFESSIONAL
SERVICES
master
design
/ construction
masterplan
plan &
& facility
facility design
/ construction
doc doc
CONSTRUCTION
demolitionofofCollins
Collins
CONSTRUCTION
demolition
Phase
15.000SF@$180/SF
Phase11 Facility:
Facility: 15,000SF@$180/SF
$
PROJECT TOTAL
RECOMMENDED IN CIP
PROJECT
TOTAL
RECOMMENDED
IN CIP
Facility Replacement: Phase 2

FY 11
-

FY 12

$

-

$

-

FY 13

$

-

$

-

5-YR Total

FY 14

$

-

$

-

$ $180,000
144,000
180,000 $180,000
180,000 $ $144,000
$
55,000
- $55.000
$ 2,700,000
- $2,700,000
$ 180,000 $180,000
$ 180,000 $ $2,899,000
2,899,000
$180,00

Facility Replacement: Phase 2

PROFESSIONAL SERVICES
design/ /permitting
permitting
PROFESSIONAL
SERVICES
design
CONSTRUCTION
Phase22 Facility:
Facility: 15,000SF@$180/SF
CONSTRUCTION
Phase
15.000SF@$180/SF
SwimmingPool
Pool (25
(25 m)
Swimming
m)
Shuffleboard (2
(2 courts)
Shuffleboard
courts)
Racquetball/Handball (4(4courts)
Racquetball/Handball
courts)
PROJECT TOTAL
RECOMMENDED IN CIP
PROJECT
TOTAL
RECOMMENDED
IN CIP
Alternate: Facility Renovation

$

-

Alternate: Facility Renovation

PROJECT
TOTAL
PROJECT TOTAL
Final Report - February 17, 2010

renovations
renovations
roof
replacement:
6,942 SF@$8/SF
roof
replacement: 6,942SF@$8/SF
HVA(
replacement
HVAC
replacement
ADA
(sec
#31)
ADA
(seeCIP
CIP item
item #31)
|RECOMMENDED
IN CIP
RECOMMENDED IN CIP

‐
‐
-

-

-

-

-

-

-

$$45.000
45,000
$$55.000
55,000
$

40,000
-

$$ 140.000
140,000

2020/2030

$

-

‐
‐
-

-

$

-

$ $45.000
45,000
$ $55.000
55,000
$

40,000
$ $140.000
140,000

324,000
324
000
$ $324,000
2,700,000
$ $2,700,000
250,000
$ $250,000
$
40,000
$40,000
$
110,000
$110,000
3,424,000
$ $3,424,000

-

‐
‐
-

-
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C.I.P. Project Detail
FACILITY

12. Wimberly Fields 4000 NE 3rd Avenue

DEPARTMENT

Parks and Leisure

FACILITY

12. Wimberly Fields
4000 NE 3rd Avenue

DEPARTMENT

Parks and Leisure

FACILITY
STATS
FACILITY STATS
AGE
AGE

1971
1971

SIZE

619 SF

SIZE

619 SF

PROJECT DESCRIPTION
Facility Replacement
PROJECT DESCRIPTION

Facility Replacement

restroom
/ pavilion
facility
replacement
restroom // concession
concession / pavilion
facility
replacement
PROJECT RATIONALE

single
single story
story
SITE 8.60 acres

PROJECT RATIONALE

The
itslife
lifeexpectancy,
expectancy,
requires
significant
renovation.
SITE
8.60 acres
Thefacility
facilityisis past
past its
and and
requires
significant
renovation.
ADA
area
fields,
skate
compliance
is acheievable
at the women's
butrestroom,
would eliminate
area baseball
baseball fields,
skate
rink,rink.
and and playground
ADA
compliance
is acheievable
at therestroom,
women's
but 1 fixture
at theeliminate
men's.
men s. The1number
provided
is number
less than recommended
by code
playground
served
by theincludes
facility, includes
served
by the
facility,
would
fixtureofatfixtures
the men's.
The
of fixtures provided
to serve the associated sports fields. It is recommended that new facilities are
on-site parking
joint-use
with Public
on-site
parkingunder
under
joint-use
is less than recommended by code to serve the associated sports
constructed to provide an appropriate number of fixtures and meet ADA
Works (alt. hours), and street parking to
with Public Works (alt. hours),
fields.
It is recommended
new facilities are constructed to provide
compliance
at restrooms andthat
concession.
the east & west
and
street parking to the east
an appropriate number of fixtures and meet ADA compliance at
COMMENTS
OPERATING
BUDGET
Yes, favorable
OPERATING BUDGET
IMPACT
COMMENTS
Yes,
favorable
&
west
restrooms and concession.
facilitytoto
considered
IMPACT
replacement
facilitywould
wouldpotentially
potentially
be built
to achieve
replacement facility
be be
considered
as as
replacement facility
be built
to achieve
greater greater
energy energy replacement
efficiency,
and
require
less
maintenance
in
the
initial
years
of
use
part
of
a
campus
master
plan
for
a
new
part
of
a
campus
master
plan
for
a
efficiency. and require less maintenance in the initial vears of use
COMMENTS
COMMENTS
Central
Community
Center
and
new Central Community Center and
New
facilitieswere completed in 2009-10 at the adjacent Dillon Tennis
recreational complex
Newbathroom
bathroom facilities
recreational complex
Center,north
north of the ballfields. Proposed facilities are convenient to the ballfields
Center,
the south,
offrom
the ball
from and
theare still needed. This project and budget may also be fulfilled
within the scope of the proposed Central Community Center.
south, and are : within
the
scope ofPROJECT
the
ESTIMATED
COSTS
ESTIMATED
PROJECT
COSTS
FY 10
FY 11
FY 12
FY 13FY 13
FY 10
FY 11
FY 12
f
Facility Replacement
Facility Replacement

PROFESSIONAlI
SERVICES
design
@ 12%
construction
PROFESSIONAL SERVICES
design/ /permitting
permitting @12%
construction
valuevalue
CONSTRLUCTION
demolition
CONSTRUCTION
demolition
new
1 200SF
@$180/SF
newrestroom/concession
restroom/concession 1,200SF
@$180/SF
new
@$80/SF
$80/SF
newpavilion
pavilion300SF
300SF @
newpicnic
picnicshelter
shelter 100SF
@ $$80/SF
new
100 SF
@$80/SF
site
access
walkways
site
access // walkways
PROJECT TOTAL
RECOMMENDED IN CIP
$
PROJECT
TOTAL
RECOMMENDED
IN CIP
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-

$

-

$

-

$

-

I'Y 14FY 14

5-YR
Total
5-YR
Total
5 YR

$$31 900
31,900

$ $31900
31,900

$ $24.000
24,000
$
8,000
8 000
$8,000
$ $63,900
63,900

$ $24.000
24,000
$
8,000
$8,000
$
$ $63,900
63,900

2020/2030
2020/2030

-

$5,000
$
5,000
$$216.000
216,000
$$18,000
18,000
$$239,000
239,000
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FACILITY
FACILITY

13. 13.
Dillon
Tennis Center 4091 NE 5th Avenue FACILITY
STATS
FACILITY STATS
Dillon Tennis Center
4091 NE 5th Avenue

DEPARTMENT
DEPARTMENT

Parks and Leisure
Parks and Leisure

AGE

1971

1971

AGE

SIZE

321 SF

PROJECT DESCRIPTION
maintenance
maintenance
SIZE
321 SF
single
story
exterior
renovations
are
needed,
to
be
covered
under
maintenance
budget
single
story
exterior renovations are needed, to be covered under maintenance budget
PROJECT DESCRIPTION

PROJECT RATIONALE

SITE

2 .49 acres

SITE

2.49 acres

PROJECT RATIONALE

AA
new
restroom
building
andremodeling
the remodeling
of restrooms
for
newwomens
womens restroom
building
and the
of restrooms
for men at the
existing
building
werebuilding
completed
in 2009/10.
No further
building No
renovation
men
at the
existing
were
completed
in 2009/10.
furtherwere
p
included in the scope.
building
renovation
were included in the scope.
OPERATING BUDGET IMPACT
Yes

OPERATING BUDGET IMPACT

COMMENTS

&8 tennis
courts
(includes
2 courts
new courts
tennis courts
(includes
2 new
p
inin2009/10),
), on-site
parking
p
g and
completed
completed
2009/10),
on-site
street parking
to the west
is provided
parking
and street
parkineg
to
COMMENTS
the
west is provided
COMMENTS

Yes

COMMENTS

Futurefacility
facility replacement
is recommended
to provide
adequate adequate
administrative
Future
replacement
is recommended
to provide
administrative
officespace.
space. New
may
be provided
as partas
of apart
citywide
office
Newpavilions
pavilions
may
be provided
of a
implementation of standardized facilities, as recommended by the Recreation &
citywide implementation of standardized facilities, as recommended by
Parks Master Plan.
the Recreation & Parks Master Plan.
ESTIMATED
PROJECT
COSTS
ESTIMATED PROJECT
COSTS
FY 10

FY 11

FY 12

FY 13

5-YR Total

FY 14

2020/2030

PROFESSIONAL SERVICES
PROFESSIONAL SERVICES

CONSTRUCTION
CONSTRUCTION

PROJECT TOTAL
PROJECT
TOTAL
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--

$

-

$

-

$

-

$

-

$

-

$

-

$

-
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Facilities Master Plan: City of Oakland Park
ADG Project No. 791-07

Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY
FACILITY

14. 14.
Stevens
Fieldhouse 3881 NE 6th Avenue
Stevens Fieldhouse
3881 NE 6th Avenue

DEPARTMENT

Parks and Leisure

DEPARTMENT

Parks and Leisure

FACILITY
STATS
FACILITY STATS
AGE

1968

1968

AGE

SIZE

1 782 SF

SIZE

1,782 SF

PROJECT DESCRIPTION
Facility Replacement
PROJECT DESCRIPTION

Facility Replacement

Replace restroom
restroom facilities
andand
demolish
pumphouse
building.building.
Replace
facilities
demolish
pumphouse
PROJECT RATIONALE

single
single story
story
SITE 3 9% acres

PROJECT RATIONALE

SITE
3.95 acres
Thebuilding
building is
is generally
and requires
repairs repairs
to correcttomoisture
The
generallyunderutilized
underutilized
and requires
correct moisture
damage to
to allow
public
uses.
Restroom
facilities
are essential
damage
allowfor
forother
other
public
uses.
Restroom
facilities
are to Stevens COMMENTS
ball field and adjacent jog track, and will require replacement if the building is to
essential to Steven ball field and adjacent jog track, and will require
be demolished.
replacement if the building is to be demolished.
OPERATING BUDGET IMPACT
COMMENTS

OPERATING BUDGET IMPACT

COMMENTS
COMMENTS

Abandoned underground
clear well to be considered with regards to future
Abandoned
underground
construction
on
the
site.
cl construction
on the site.

ESTIMATED PROJECT COSTS

Facility
formerwater
water
treatment
Facility is
is aa former
treatment
plant,plant,
and the
the existing
clearclear
well is
and
existingunderground
underground
abandoned.
well
is abandoned. Facility is used
Facility is used for storage of maintenance
for
storage
maintenance
supplies
supplies
andof
sports
program equipment,
and
and sports
providesprogram
restroomsequipment,
for Stevens Field
and provides
the adjacent
jog track. for
and
restrooms
Stevens Field and the adjacent jog
track.
FY 10

ESTIMATED PROJECT COSTS

FY 11

FY 12

FY 13

55-YR
YR Total

FY 14

2020/2030

Facility)r Replacement
Facility Replacement

PROFESSIONAL SERVICES
Design/Permitting @ 12% construction value
-CONSTRUCTION
CONSTRUCTION

Design/Permitting @12% construction value
Demolition
Demolition
new
600SF
@$ 180/SF
newrestrooms
restrooms 600SF
@$180/SF
new
@$80/SF
$80/SF
newpavilion
pavilion300SF
300SF @

PROJECT
TOTAL
PROJECT TOTAL

RECOMMENDED
IN CIP
RECOMMENDED IN CIP

PROFESSIONAL SERVICES
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$

-

$

-

$

-

$

$15 840

$ 15.840

-

15,840
20.00020,000
108,000
108,000
24,00024,000

$ $20.000
20,000
$ $108.000
108,000
$ $24,000
24,000

-

-

$ $167,840
167,840

$ $167,840
167,840

-

$

15,840
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Facilities Master Plan: City of Oakland Park
ADG Project No. 791-07

Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY
FACILITY

15.
Pioneer House 3860 NE 6th Avenue
15. Pioneer House

DEPARTMENT

Parks and Leisure

DEPARTMENT

3860 NE 6th Avenue

AGE

Parks and Leisure

original
dateofofstructure,
structure,
re-located
to
original date
re-located
to
current site
current
siteinin1987
1987
SIZE 600 SF

PROJECT DESCRIPTION Sell Property
PROJECT DESCRIPTION

FACILITY
STATS
FACILITY STATS

Sell Property

AGE

1920

SIZE

600 SF

single
story
Re-locate historic
historic articles
andand
pursue
sale ofsale
property,
or fund improvements
and
single story
Re-locate
articles
pursue
of property,
or fund improvements
maintenance
via
private
non-profit
and
grant
funding.
SITE
0.28 acres
and maintenance via private non-profit and grant funding.
PROJECT
RATIONALE
PROJECT RATIONALE
SITE
0.28 acres
Thefacility
facilityisis in
in need
need ofofextensive
renovation
to allow
public
An
The
extensive
renovation
to for
allow
forvisitation.
public visitation.
independent
facility
assessment
(2007)
estimates
renovations
at
$250,000
COMMENTS
An independent facility assessment (2007) estimates renovations
$350,000, excluding ADA repairs and professional fees.
at $250,000 - $350,000, excluding ADA repairs and professional
OPERATING BUDGET IMPACT
Yes. favorable
fees.
COMMENTS

Facility
closedtoto
public
visitation.
Facility is
is closed
public
visitation.
Yes, favorable

OPERATING BUDGET IMPACT

Eliminate
generate
revenue
fromofsale
of property.
EliminateO&M,
O&M, potentially
potentially generate
revenue
from sale
property.
COMMENTS
COMMENTS

Storage of
of historic
historic items
may
be required
until facility
space isspace
allocated
for their
Storage
items
may
be required
until facility
is allocated
display.
for their display.

ESTIMATED
PROJECT
COSTS
ESTIMATED PROJECT
COSTS

FY 10
FY 10

FY 11FY 11

FY 12
FY 12

FY 13
FY 13

FY 14FY 14

5-YR
Total
55-YR
YR
Total 2020/2030
2020/2030

PROFESSIONAL SERVICES
-

PROFESSIONAL SERVICES
CONSTRUCTION
CONSTRUCTION

PROJECT
TOTAL
PROJECT TOTAL
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RECOMMENDED
IN CIP
RECOMMENDED IN CIP

$

-

-

$

-

-

$

-

-

$

-

-

$

-

$

‐
‐

-

‐

-
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Facilities Master Plan: City of Oakland Park
ADG Project No. 791-07

Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY
FACILITY

16.16.Carter
Woodson Park 3490 NE 3rd AvenueFACILITY
STATS
FACILITY STATS
Carter Woodson Park

DEPARTMENT

Parks and Leisure

DEPARTMENT

Parks and Leisure

3490 NE 3rd Avenue

AGE

ca.l1980

SIZE

300 SF

SIZE

300 SF

ca.1980

AGE

PROJECT DESCRIPTIONland acquisition / facilities
PROJECT DESCRIPTION

land acquisition / facilities

Parkredevelopment
redevelopment is is
an an
element
of theofParks
Park
element
the C.I.P.
Parks C.I.P.
PROJECT RATIONALE

open-air
open-air pavilion
pavilion
SITE
1.87 acres

PROJECT RATIONALE

1.87 acres
Futureland
land acquisition
proposed
to create
a neighborhood
park to serve
theto serveSITE
Future
acquisitionis is
proposed
to create
a neighborhood
park
COMMENTS
immediate
community.
New restroom
facilitiesfacilities
are fundedare
under
the Parks
C.I.P.
the
immediate
community.
New restroom
funded
under
in FY 2009/10.
the Parks C.L.P. in FY 2009/10.
OPERATING BUDGET IMPACT COMMENTS

--

OPERATING BUDGET IMPACT

COMMENTS

Facilityconsists
consists ofofopen-air
pavilion
and and
Facility
open-air
pavilion
basketball
court.
y basketball court.

COMMENTS

{Optionstotobe
be explored
land
acquisition
to expand
the parkthe
include
{Options
exploredforfor
land
acquisition
to expand
parka include a
potentialland
land swap
other
CityCity
property
(250 NE
33rd
funding
potential
swapwith
with
other
property
(250
NEStreet),
33rd and
Street),
and
through FRDAP grants.
funding through FRDAP grants.

ESTIMATED PROJECT COSTS

FY 10

ESTIMATED PROJECT COSTS

FY 11

FY 12

FY 13

FY 14

5-YR Total

2020/2030

LAND
LAND

PROFESSIONAI
SERVICES
PROFESSIONAL SERVICES
CONSTRUCTION
CONSTRUCTION
PROJECT
TOTAL
PROJECT TOTAL

Final Report - February 17, 2010

RECOMMENDED
IN CIP
RECOMMENDED IN CIP

$

-

$

-

$

-

$

-

$

-

$

-

-

-

-
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Facilities Master Plan: City of Oakland Park
ADG Project No. 791-07

Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY
FACILITY

17. 17.
Spiher
Recreation Center 1246 NE 37th Street
FACILITY
STATS
FACILITY STATS
Spiher Recreation Center

DEPARTMENT

Parks & Leisure

1246 NE 37th Street
DEPARTMENT

Parks & Leisure

PROJECT DESCRIPTIONHVAC Replacement
PROJECT DESCRIPTION

HVAC Replacement

HVAC
contingent
future
master
plan
and facility.
HVACreplacement,
replacement, contingent
on on
future
master
plan for
sitefor
andsite
facility.
PROJECT RATIONALE

PROJECT RATIONALE

Recentfacility
facility renovations
renovations included
newnew
windows
and doors,
and interior
Recent
included
windows
and doors,
and interior
finishes.IfIfthe
thefacility
facility is
is to
beyond
the next
years,5 HVAC
finishes.
to be
bemaintained
maintained
beyond
the5next
years,
replacement may be warranted.
HVAC replacement may be warranted.
OPERATING BUDGET IMPACT

AGE
AGE

1975

1975

renovations
ca. 1980,
renovations ca.1980,
20082008
SIZE
4 386 SF
SIZE

4,386 SF

SITE

1.15 acres

one
one story
story
SITE
1.15 acres
COMMENTS

COMMENTS

OPERATING BUDGET IMPACT

COMMENTS

COMMENTS

FY 10

ESTIMATED PROJECT COSTS

FY 11

FY 12

FY 13

FY 14

5-YR Total

2020/2030

- $ $20,000
20,000 $ $20,000
20,000

-

- S $20,000
20,000 $ $20,000
20,000

-

PROFESSIONAL SERVICES
PROFESSIONAL SERVICES

CONSTRUCTION
CONSTRUCTION
PROJECT TOTAL
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-

--

HVACReplacement
Replacement
HVAC
CONTINGENCY

$

-

$

-

$

-

$
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Facilities Master Plan: City of Oakland Park
ADG Project No. 791-07

Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY
FACILITY

18.
Library 1298 NE 37th Street
18. Library
1298 NE 37th Street

DEPARTMENT
DEPARTMENT

Parks & Leisure
Parks & Leisure

PROJECT DESCRIPTION Renovation
PROJECT DESCRIPTION

Renovation

HVACand
androof
roof replacement,
replacement, renovations
to include
bathroom
upgrades,
energy
HVAC
renovations
to include
bathroom
upgrades,
efficient
lighting,lighting,
and ADAand
repairs,
interiorand
renovation.
energy
efficient
ADAand
repairs,
interior renovation.
PROJECT RATIONALE

FACILITY
STATS
FACILITY STATS
AGE
AGE

1963

with
1972,
1987
(HVAC
withrenovations
renovations inin1972,
1987
(HVAC
&
&roof)
roof)
SIZE 13.471 SF
SIZE

13,471 SF

SITE

0.55 acres

one
one story
story
SITE 0.55 acres

PROJECT RATIONALE

Priorwater
water damage
damage totoceiling
tiles
andand
excess
humidity
cited in cited
the 2008
FPL2008
Prior
ceiling
tiles
excess
humidity
in the
Energy
Assessment
requiresrequires
repair. Other
energy
efficiency
may
FPL
Energy
Assessment
repair.
Other
energyupgrades
efficiency
include lighting and controls. As a highly public facility, repairs for ADA
upgrades may include lighting and controls. As a highly public
compliance are at a priority.
facility, repairs for ADA compliance are at a priority.
OPERATING BUDGET IMPACT
Yes

1963

COMMENTS

COMMENTS

OPERATING BUDGET IMPACT Yes

Roof
replacement,
modifications
to lighting
willtoserve
Roofrepair,
repair, HVAC
HVAC replacement,
andand
modifications
to lighting
will serve
thethe
energy
efficiency
of the of
building.
building
to increase
increase
energy
efficiency
the building.
COMMENTS
COMMENTS

Futurefacility
facility replacement
replacement is is
recommended,
and a and
budget
estimate estimate
is given foris given
Future
recommended.
a budget
funding
purposes
only.
Renovations
in
the
short
term
(5-year
CIP)
are
needed
for funding purposes only. Renovations in the short term (5-year
CIP)in
the interim. Interior renovations may be deferred pending schedule for facility
are needed in the interim. Interior renovations may be deferred pending
replacement.
schedule for facility replacement.

ESTIMATED
PROJECT
COSTS
ESTIMATED PROJECT
COSTS

FY 10

FY 11

FY 12

FY 13

FY 14

5-YR Total

2020/2030

Renovations
CONSTRUCTION
CONSTRUCTION

PROJECT TOTAL
PROJECT
TOTAL

Renovations

Roofreplacement:
replacement: 13,471
SF SF
@$8/SF
Roof
13.471
@S8&/SF
HVAC.rcnlaccmcm
replacement
HVAC
Enerev
Efficiency
(lighting/controls)
E
Energy
Efficiency
Effi i
(lighting/controls)
(li
hti / t l )
InteriorRenovations
Renovations: 13,471
@$20/SF
interior
13,471
@$20/ SF
ADA(sce
(see CIP
CIP item
ADA
item#31
#31funding)
ftlndigg)
RECOMMENDED IN CIP IN CIP
RECOMMENDED
Facility Replacement

$

-

$

-

$$10.000
10
10,000
000
$$10,000
10,000

108,000
$$108.000
$
54,000
$54,000

-

$$ 162.000
162,000

269,420
$$269,420

-

-

$$269.420
269,420

108,000
$ $108,000
$
54,000
$54.000
10,000
$
10
000
269,420
$ $269,420
$ 441,420
$441.420

Facility Replacement

PROFESSIONAL SERVICES
LAND
CONSTRUCTION
PROJECT TOTAL
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Design and
and Permitting
(@12%)
Design
Permitting
(@ 12%)
(assume use of current site)
New construction: 15,000 SF @$180/SF
RECOMMENDED IN CIP

$

-

$

-

$

-

$

-

$

-

$

-

$

-

324,000
$$324,000
--$
2,700,000
$2,700,000
3,024,000
$ $3,024,000
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Facilities Master Plan: City of Oakland Park
ADG Project No. 791-07

Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY
FACILITY

DEPARTMENT
DEPARTMENT

19. Downtown Center - building A "Jaco Pastorius
FACILITY STATS
FACILITY STATS
19. Downtown Center - building A
Park
Community
Center"
1098
NE
"Jaco Pastorius Park Community Center"
AGE
2008 new renovations
40th
Court
AGE
2008, new renovations
1098
NE 40th Court
(est.
date
of
originalconstruction:
construction:
1985)
(est.
date
of
original
1985)
Parks and Leisure
Parks and Leisure
SIZE
5 480 SF

PROJECT DESCRIPTION
PROJECT DESCRIPTION

NoNoadditional
work
anticipated
attime.
this time.
additional scope
scope ofofwork
is is
anticipated
at this
PROJECT RATIONALE
PROJECT RATIONALE

Full
facility
completed
2009.
Full
facilityrenovation
renovation completed
in in
2009.
OPERATING BUDGET IMPACT

SIZE

5,480 SF

SITE

0.30 acres

single
singlestory
story
SITE
0 30 acres
facility
isispart
DowntownCenter
Center with
facility
partof
of the
the Downtown
with apark
total area
park area
of 6.99
6 99
acresincluding
a total
of 6.99
acres
including
Jaco Pastorius
Jaco
Pastorius
Park Park
COMMENTS
COMMENTS

completed renovations
renovations include
interior
completed
include
interior construction,
construction,
newKitchen.
commercial
kitchen, new
new
commercial
new
interior and exterior accessed restroom
interior
and exterior accessed restroom
facilities
facilities

OPERATING BUDGET IMPACT

COMMENTS
COMMENTS

FY 10

ESTIMATED PROJECT COSTS

FY 11

FY 12

FY 13

FY 14

5 YR Total
5-YR

2020/2030

PROFESSIONAI SFEFRVICES
PROFESSIONAL SERVICES

LAND
LAND
CONSTRUCTION
CONSTRUCTION

PROJECT
TOTAL
PROJECT
OJ C TOTAL
O
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-

----

$

-

$

-

$

-

$

-

$

-

$

-

$

-
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Facilities Master Plan: City of Oakland Park
ADG Project No. 791-07

Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY
FACILITY

20. 20.
Downtown
Center - building B 1101 NE 40th FACILITY
STATS
FACILITY STATS
Downtown Center - building B
Court
1101 NE 40th Court
AGE -AGE
-DEPARTMENT
Parks and Leisure
DEPARTMENT
Parks and Leisure
(estimated
date
construction:
(estimated date
ofof
construction:
1985)1985)
purchased inin2006
purchased
2006
PROJECT DESCRIPTIONRenovation
SIZE 13,000 SF (footprint)
PROJECT DESCRIPTION

Renovation

Roof
partial
interior
renovation
Roofreplacement,
replacement, partial
interior
renovation
PROJECT RATIONALE
PROJECT RATIONALE

Theroof
roof was
was damaged
in the
20052005
hurricane
season season
and replacement
is
1. 1.The
damaged
in the
hurricane
and replacement
necessary
to
protect
the
building
against
damage
due
to
potential
water
and
is necessary to protect the building against damage due to
moisture intrusion.
intrusion
potential water and moisture intrusion.
2. 2.Partial
renovation
proposed
an option
to provide
interim
Partialinterior
interior renovation
is is
proposed
as anas
option
to provide
interim facility
area for
Parks
Leisure
and arts/culture
programs.
facility
area
forand
Parks
andadministration
Leisure administration
and
arts/culture
OPERATING BUDGET IMPACT
programs.

13,000 SF (footprint)

SIZE

single story,
story, with
existing
2nd 2nd
floorfloor
single
withsome
some
existing
tenant build-outs
tenant
build-outs
SITE 0.80 acres
0.80 acres

SITE

facilityisis part
part of
Center
facility
ofthe
theDowntown
Downtown
Center
withaa total
total park
of of
6.99
6 99
acres
with
parkarea
area
6.99
acres
including Jaco Pastorius Park
including Jaco Pastorius Park
COMMENTS
COMMENTS

One
space
is currently
occupied
One tenant
tenant space
is currently
occupied
by
1. Replacement ofofthethe
roof
willwill
decrease
maintenance
requirements.
lease
agreement,
remainder
of facility is
1 Rebnlacement
roof
decrease
maintenance
reauirements
by
lease
agreement.
remainder
2. 2.Proposed
Parks&Leisure
occupancy
will increase
Proposed Parks&Leisure
occupancy
will increase
O&M. O&M.
or utilized
by Parks
& Leisure,
ofvacant
facility
is vacant
or utilized
Streets Division,
Division and Fire Rescue for
COMMENTS
by Parks & Leisure, Streets Division,
COMMENTS
storage purposes.
and Fire Rescue for storage purposes.
Facility
onuse
useforfor
Parks
& Leisure
programs
A funding
Facilityhas
has limits
limits on
Parks
& Leisure
programs
only. Aonly.
funding
option option
thefuture
future development
development of of
an an
ArtsArts
Center
may be
through
public/private
forfor
the
Center
may
be through
public/private
partnership, and
provide
additional
revenue.
partnership,
andpotentially
potentially
provide
additional
revenue.
OPERATING BUDGET IMPACT

ESTIMATED
PROJECT
COSTS
ESTIMATED PROJECT
COSTS

FY 10

FY 11

FY 12

FY 13

FY 14

5 YR Total
5-YR

2020/2030

Renovatione
CONSTRIICTION
CONSTRUCTION
PROIFCT
PROJECT TOTAL
TOTAL

Renovations

Roof
Replacement
13000SF
SF@$8/SF
@$8 /SF
Roof
Replacement 13,000
Partial
6,000
@$50/SF
@$50/SF
PartialInterior
InteriorRenovation
Renovation 6,000
SFSF
|RECOMMENDATION
RECOMMENDED IN CIP IN CIP
$
Facilitv Redevelopment / Adaptive Reuse

-

$104
000
$ 104,000
-

$104,000
$ 104,000

-

$$300,000
300,000
$300,000
$ 300,000

$

-

$

000
$ 104,000
- $104
$ 300,000
- $300.000
- $ $404,000
404,000

Facility Redevelopment / Adaptive Reuse

PROFESSIONAL
SERVICES
DesiGn/Construction
Documents/Permit
@ 12%
PROFESSIONAL SERVICES
Design/Construction Documents/Permit
@12%
LAND
-LAND
CONSTRUCTION
Preliminarv
13.000SFSF
@ 160/SF
CONSTRUCTION
PreliminaryBudeet:
Budget: 13,000
@160/SF
RECOMMENDED
IN CIP PRELIMINARY BUDGET
RECOMMENDED IN CIP
$
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-

$249,600
$
249,600
-

-

$

-

$

-

$

-

$

-

$

-

$ 2.080.000
$ 2,080,000
$ 2.329.600
$ 2,329,600
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Facilities Master Plan: City of Oakland Park
ADG Project No. 791-07

Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY
FACILITY

21.
NAG Community Center A 250 NE 56th
21. NAG Community Center A
Court
250 NE 56th Court

DEPARTMENT

Parks and Leisure

DEPARTMENT

Parks and Leisure

FACILITY STATS
FACILITY STATS

AGE

2008

SIZE

1,750 SF

2008

AGE

PROJECT DESCRIPTION
PROJECT DESCRIPTION

additional scope
scope ofofwork
is is
anticipated
at this
NoNoadditional
work
anticipated
attime.
this time.
PROJECT RATIONALE

SIZE

1,750 SF

SITE

1.09 acres

single
singlestory
story
SITE
1.09 acres

PROJECT RATIONALE

OPERATING BUDGET IMPACT -

total
forboth
bothbuilding
building
A B& B
totalsite
site area
area for
A&
COMMENTS
COMMENTS

OPERATING BUDGET IMPACT

--

COMMENTS
COMMENTS

newconstruction,
construction, completed
in 2008
new
completed
in 2008

ESTIMATED
PROJECT
COSTS
ESTIMATED PROJECT
COSTS

FY 10

FY 11

FY 12

FY 13

FY 14

5-YR
5
YR Total

2020/2030

PROFESSIONAL SERVICES
PROFESSIONAL SERVICES

LAND
LAND
CONSTRUCTION
CONSTRUCTION

PROJECT
TOTAL
PROJECT TOTAL
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-

----

$

-

$

-

$

-

$

-

$

-

$

-

-

-

-
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Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY
FACILITY

22.22.
NAG
Community Center B 250 NE 56th Court
FACILITY
STATS
FACILITY STATS
NAG Community Center B

DEPARTMENT

Parks and Leisure

DEPARTMENT

250 NE 56th Court

AGE

Parks and Leisure

original
construction
determined
originaldate
date of
of construction
notnot
determined

PROJECT DESCRIPTIONRenovation
PROJECT DESCRIPTION

--

AGE

SIZE

Renovation

3.285 SF

SIZE

3,285 SF

SITE

1.09 acres

singlestory
story
Proposed renovations
renovations include
roofroof
repair,
HVAC
replacement,
bathroombathroom single
Proposed
include
repair,
HVAC
replacement,
upgrades and
and ADA
forfor
compliance.
upgrades
ADArepairs
repairs
compliance.
SITE
1.09 acres
PROJECT RATIONALE
PROJECT RATIONALE

Renovations
will be
berequired
required
within
5 years
to extend
the
totalsite
sitearea
area for
A&
Renovations will
within
thethe
nextnext
5 years
to extend
the useful
lifeuseful
of
total
forboth
bothbuilding
building
A B& B
facility
The proposed
new North
Community
Center may Center
serve as may
this
COMMENTS
lifethis
of facility.
this facility.
The proposed
new
North Community
facility's
replacement
the future (location
be determined).
completion
of
serve
as this
facility'sinreplacement
in thetofuture
(locationThe
to be
determined).
NAG Community Center A at this site now provides new, modernized facility
The
completion of NAG Community Center A at this site now
space.
COMMENTS
provides new, modernized facility space.
OPERATING BUDGET IMPACT
OPERATING BUDGET IMPACT
-facilityisisaaformer
former church
facility
church
COMMENTS
COMMENTS

AA
new
thearea
area
is proposed
for in
2030
in theMaster
ParksPlan,
Master
newfacility
facilityto
to serve
serve the
is proposed
for 2030
the Parks
and renovations
to this facility
be deferred
the interiminifthe
programs
can be
Plan,
and renovations
to thismay
facility
may beindeferred
interim
re-located. can
Facility
then be Facility
demolished
for redevelopment
of site area.
if programs
be could
re-located.
could
then be demolished
Location of proposed future facility requires a larger site.
for redevelopment of site area. Location of proposed future facility
requires a larger site.
ESTIMATED
PROJECT COSTS
ESTIMATED PROJECT COSTS

FY 10

FY 11

FY 12

FY 13

FY 14

5-YR Total

2020/2030

Renovation
CONSTRUCTION
CONSTRUCTION

Renovation

Interior
Interiorrenovations
renovations
HVAC
replacement
HVAC
replacement

-

Roof repair
ADA (see CIP item #31)
PROJECT TOTAL
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RECOMMENDED IN CIP

$

-

$

-

$

-

$ $15,000
15,000
15,000
$ $15,000
20,000
$ $20,000
$ $50,000
50,000

$

-

$ $15,000
15,000
15,000
$ $15,000
20,000
$ $20,000
-

-

$ $50,000
50,000

-
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Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY
FACILITY
DEPARTMENT

23.23.
NE
High School Fieldhouse 750 NE 56th
NE High School Fieldhouse
Street
750 NE 56th Street
Parks and Leisure

DEPARTMENT

Parks and Leisure

FACILITY STATS
FACILITY STATS

AGE
AGE

--

SIZE

616 SF

SITE

--

SIZE 616 SF

PROJECT DESCRIPTION
PROJECT DESCRIPTION

scope of
of work
at this
NoNoscope
workisisanticipated
anticipated
at time.
this time.
PROJECT RATIONALE

two
twostory
story
SITE

PROJECT RATIONALE

OPERATING BUDGET IMPACT -

COMMENTS

COMMENTS

OPERATING BUDGET IMPACT

COMMENTS

--

Leased
facility
Leased facility

COMMENTS

ESTIMATED
PROJECT COSTS
ESTIMATED PROJECT COSTS

FY 10

FY 11

FY 12

FY 13

5-YR
Total
5 YR
5-YR
Total

FY 14

2020/2030

PROFESSIONAL SERVICES
PROFESSIONAL SERVICES

LAND
LAND
CONSTRUCTION
CONSTRUCTION
PROJECT
OJ C TOTAL
O
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-

----

$

-

$

-

$

-

$

-

$

-

$

-

-

-

-
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Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY
FACILITY
DEPARTMENT
DEPARTMENT

24.24.Royal
Palm Park 4100 NW [ 7th Avenue
Royal Palm Park
(north)
1701
NW
38th Street
4100 NW 17th
Avenue
(north) (south)
1701 NW 38th Street (south)
Parksand
and Leisure
Leisure
Parks

FACILITY STATS
FACILITY STATS

AGE

1998 (north). 2005 (south)

SIZE

637 SF (north). S00 SF (south)

1998 (north), 2005 (south)

AGE

PROJECT DESCRIPTIONRenovation
PROJECT DESCRIPTION

Renovation

SIZE

637 SF (north), 500 SF (south)

SITE

33.68 acres

onestory
story
Northpavilion
pavilion renovations
renovations include
upgraded
restrooms
facilities,
and ADAand ADA one
North
include
upgraded
restrooms
facilities,
repairs
to
building
and
site
for
compliance.
SITE
33.68 acres
repairs to building and site for compliance. PROJECT RATIONALE
PROJECT RATIONALE

OPERATING BUDGET IMPACT --

COMMENTS

COMMENTS

OPERATING BUDGET IMPACT

--

COMMENTS
COMMENTS

North
pavilion
with
Northfacility
facilityconsists
consists ofofa apavilion
with
restrooms and
South
facility
restrooms
andconcession.
concession.
South
facility
consists of
of aa restroom
building,
andand
open
consists
restroom
building,
air pavilion. Small pavilions and picnic
open air pavilion. Small pavilions and
areas are located throughout the park.
picnic areas are located throughout
the park.

ESTIMATED PROJECT COSTS

FY 10

ESTIMATED PROJECT COSTS

FY 11

FY 12

FY 13

FY 14

5-YR
5
YR Total

2020/2030

Renovation - North Pavilion/Restrooms
Renovation - North Pavilion/Restrooms

CONSTRUCTION
CONSTRUCTION

Bathroom
Bathroomupgrades
upgrades
ADA(See
(See CIP
FY11
| ADA
CIPitem
item#31,
#31,
FYfunding)
11 funding)

PROJECT TOTAL
PROJECT
TOTAL

RECOMMENDED IN CIP IN CIP
|RECOMMENDED
Renovation - South Restrooms/Pavilions

CONSTRUCTION
CONSTRUCTION
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Renovation - South Restrooms/Pavilions
--

$

-

-

$

-

-

$

-

$ $15,000
15,000
-

-

15,000
$ $15,000

-

-

$

-

$ $15,000
15,000
$-$

-

-

15,000
$ $15,000

-

-

$

-

-
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Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY
FACILITY

25. Dog
Park 931 NW 38th Street
25. Dog Park
931 NW 38th Street

DEPARTMENT
DEPARTMENT

Parks and Leisure

Parks and Leisure

FACILITY
STATS
FACILITY STATS
AGE
AGE

SIZE

2005

2005

500 SF

PROJECT DESCRIPTION
PROJECT DESCRIPTION

NoNoadditional
work
anticipated
attime.
this time.
additional scope
scope ofofwork
is is
anticipated
at this
PROJECT RATIONALE

SIZE

500 SF

SITE

2.26 acres

single
single story
story
SITE 2.26 acres

PROJECT RATIONALE

OPERATING BUDGET IMPACT -

COMMENTS

COMMENTS

OPERATING BUDGET IMPACT

COMMENTS

--

Facility
restroom
building
Facilityconsists
consists ofofrestroom
building
and and
(2)
small
covered
pavilions
to
serve
dog
(2) small covered pavilions to serve
walk
areas.
dog
walk
arcas.

COMMENTS

renovations to
to restrooms
completed
in 2008/09
renovations
restrooms
completed
in 2008/09

FY 10

ESTIMATED PROJECT COSTS

FY 11

FY 12

FY 13

FY 14

5-YR
5
YR Total

2020/2030

PROFESSIONAI SFRVICES
PROFESSIONAL SERVICES

LAND
LAND
CONSTRUCTION
CONSTRUCTION

PROJECT
TOTAL
PROJECT TOTAL
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-

----

$

-

$

-

$

-

$

-

$

-

$

-

-

-

-
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Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY
FACILITY

26. Lakeside
Sandpine Preserve 2820 NW 27th
26. Lakeside Sandpine Preserve
Avenue
2820 NW 27th Avenue

DEPARTMENT

Parks and Leisure

DEPARTMENT

Parks and Leisure

FACILITY
STATS
FACILITY STATS
AGE
AGE

2005

2005

SIZE 400 SF

PROJECT DESCRIPTION
PROJECT DESCRIPTION

NoNoadditional
work
anticipated
attime.
this time.
additional scope
scope ofofwork
is is
anticipated
at this
PROJECT RATIONALE

400 SF

SIZE

single
story
single story
SITE 5.62 acres

PROJECT RATIONALE

5.62 acres
SITE
minorrepairs
repairs for
for ADA
may
be accomplished
by Cityby
maintenance
minor
ADA compliance
compliance
may
be accomplished
City maintenance
staff
COMMENTS
staff
OPERATING BUDGET IMPACT COMMENTS

OPERATING BUDGET IMPACT

COMMENTS

--

Facility
open-air
pavilion
Facility consists
consists ofofopen-air
pavilion
for for
educational instruction
with
attached
educational
instruction
with
attached
restrooms.
restrooms.

COMMENTS

ESTIMATED
PROJECT
COSTS
ESTIMATED PROJECT
COSTS

FY 10

FY 11

FY 12

FY 13

FY 14

5-YR
5
YR Total

2020/2030

PROFESSIONAL SERVICES
PROFESSIONAL SERVICES

LAND
LAND
CONSTRUCTION
CONSTRUCTION

PROJECT TOTAL
PROJECT
TOTAL
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-

----

$

-

$

-

$

-

$

-

$

-

$

-

-

-

-
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Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY
FACILITY

27.27.New
Municipal Building 5399 N.Dixie
New Municipal Building
Highway
5399 N.Dixie Highway

DEPARTMENT

Engineering & Community Development
Engineering & Community Development
Broward
Sheriff Office (BSO)
Broward Sheriff Office (BSO)

DEPARTMENT

FACILITY STATS

ca.1980, 2008/09
original date of construction circa 1980,
renovations completed in 2008/09

AGE

PROJECT DESCRIPTION
PROJECT DESCRIPTION

30,858 SF

SIZE

additional scope
scope ofofwork
is anticipated
at thisattime.
NoNo
additional
work
is anticipated
this time.

two story

PROJECT RATIONALE
PROJECT RATIONALE

1.83 acres

SITE

OPERATING BUDGET IMPACT --

COMMENTS
OPERATING BUDGET IMPACT

COMMENTS

--

Floor 1: Engineering & Community
Development, Fire Prevention, City Clerk
storage, and BSO lobby/booking services
Floor 2: BSO

COMMENTS

FY 10

ESTIMATED PROJECT COSTS

-

CONSTRUCTION

PROJECT TOTAL
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FY 11

$

-

FY 12
-

$

-

FY 13
-

$

-

FY 14
-

$

-

5-YR Total
-

$

-

$

2020/2030

-

---

-

--
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Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY

28. West Prospect Road / Andrews Avenue
Parking Lot

FACILITY STATS

AGE
AGE

--

SIZE

--

SIZE

DEPARTMENT

PROJECT DESCRIPTION
PROJECT DESCRIPTION

annual assessment
assessment to the
business
ownersowners
for maintenance
is a 2010 Business
AnAn
annual
to the
business
for maintenance
is a 2010 SITE I S0 acres
Plan
initiative.
(City
to
contract
out
maintenance)
Business Plan initiative. (City to contract out maintenance)
PROJECT RATIONALE
SITE
1.50 acres

approx.
parkingspaces
spaces
approx. 150
150 parking

PROJECT RATIONALE

Propertyisis maintained
maintained atat
nono
costcost
to the
Property
to City.
the City.

COMMENTS

OPERATING BUDGET IMPACT Yes. favorable
COMMENTS
OPERATING BUDGET IMPACT

Yes, favorable

O&M
costsare
are removed
thethe
City's
annual
budgetbudget
O&M
costs
removedfrom
from
City's
annual

COMMENTS
COMMENTS
ParksDivision
Division and
and Facilities
Maintenance
currently
provide
maintenance.
Parks
Facilitics
Maintenance
currently
provide
maintenance.

ESTIMATED
PROJECT COSTS
ESTIMATED PROJECT COSTS

FY 10

FY 11

FY 12

FY 13

5-YR
Total
5 YR
5-YR
T t l
Total

FY 14

2020/2030

PROFESSIONAL SERVICES
PROFESSIONAL SERVICES

LAND
LAND
CONSTRUCTION
CONSTRUCTION

PROJECT
TOTAL
PROJECT TOTAL
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-

----

$

-

$

-

$

-

$

-

$

-

$

-

-

-

-
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Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY
29. East Prospect 29.
Road
/ Andrews Avenue Parking Lot
FACILITY
East Prospect Road / Andrews Avenue
Parking Lot

DEPARTMENT

FACILITY
STATS
FACILITY STATS
AGE
AGE

--

SIZE

--

SITE

1.40 acres

SIZE

DEPARTMENT

PROJECT DESCRIPTION
PROJECT DESCRIPTION

AnAn
annual
to the
business
for maintenance
is a 2010 SITE 1 40 acres
annual assessment
assessment to the
business
ownersowners
for maintenance
is a 2010 Business
Plan
initiative.
(City
to
contract
out
maintenance)
Business Plan initiative. (City to contract out maintenance)
PROJECT RATIONALE
approx.
150parking
parking
spaces
approx. 150
spaces
PROJECT RATIONALE

Property
to City.
the City.
Propertyisis maintained
maintained atat
nono
costcost
to the

COMMENTS

OPERATING BUDGET IMPACT Yes, favorable
OPERATING BUDGET IMPACT

COMMENTS

Yes, favorable

O&M
costsare
are removed
thethe
City's
annual
budgetbudget
O&M
costs
removedfrom
from
City's
annual
COMMENTS
COMMENTS

ParksDivision
Division and
and Facilities
Maintenance
currently
provide
maintenance.
Parks
Facilitics
Maintenance
currently
provide
maintenance.

ESTIMATED
PROJECT COSTS
ESTIMATED PROJECT COSTS

FY 10

FY 11

FY 12

FY 13

5-YR
Total
5-YR
5 YR
Total
T t l

FY 14

2020/2030

PROFESSIONAL SERVICES =
PROFESSIONAL SERVICES

LAND
LAND
CONSTRUCTION
CONSTRUCTION

PROJECT
TOTAL
PROJECT TOTAL
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-

----

$

-

$

-

$

-

$

-

$

-

$

-

-

-

-
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C.I.P. Project Detail
FACILITY
30. Parking Lot 3900
NE 6th Avenue
FACILITY
30. Parking Lot

FACILITY
STATS
FACILITY STATS

3900 NE 6th Avenue

AGE

DEPARTMENT

--

AGE

SIZE

DEPARTMENT

PROJECT DESCRIPTION
--

PROJECT DESCRIPTION

SIZE

PROJECT RATIONALE

COMMENTS

SITE 0.61 acres
Option1:1:O&M
O&Mcosts
costs are
by by
annual
assessment
to the business
Option
arefunded
funded
annual
assessment
to the owners.
business
(adjacent
primary business
in 2009
)
owners.
(adjacent
primaryclosed
business
closed
in 2009 ) Option 2:
Option 2: A metered parking system is implemented, to cover O&M costs and
A metered parking system is implemented, to cover O&M costs and potentially
0.61 acres
SITE
potentially generate revenue.
generate
approx.
41parking
parking
spaces
approx. 41
spaces
PROJECTrevenue.
RATIONALE
Propertyisis maintained
maintained atat
nono
costcost
to the
and potential
revenue revenue
may be may
Property
to City,
the City,
and potential
generated.
Property
is
maintained
as
overflow
parking
for
evening
sports
events
be generated. Property is maintained as overflow parking for
evening
at Stevens Field.
sports events at Stevens Field.
OPERATING BUDGET IMPACT Yes, favorable
OPERATING BUDGET IMPACT

COMMENTS

Yes, favorable

O&M
costsare
are removed
thethe
City's
annual
budgetbudget
O&M
costs
removedfrom
from
City's
annual
COMMENTS
COMMENTS

ParksDivision
Division and
and Facilities
Maintenance
currently
provide
maintenance.
Parks
Facilitics
Maintenance
currently
provide
maintenance.
Adjacentprimary
primary user
business
in 2009.
Parking
is used is
as overflow
Adjacent
userclosed
closed
business
in 2009.
Parking
parking for sports events at Stevens Field, primarily in the evenings.
used as overflow parking for sports events at Stevens Field, primarily
in the evenings.
ESTIMATED
PROJECT COSTS
ESTIMATED PROJECT COSTS

FY 10

FY 11

FY 12

FY 13

5-YR
Total
5 YR
5-YR
T t l
Total

FY 14

2020/2030

PROFESSIONAL SERVICES 25
PROFESSIONAL SERVICES

LAND
LAND
CONSTRUCTION
CONSTRUCTION

PROJECT
TOTAL
PROJECT TOTAL

Final Report - February 17, 2010

-

----

$

-

$

-

$

-

$

-

$

-

$

-

-

-

-
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C.I.P. Project Detail
FACILITY

31. ADA Implementation Plan
citywide

FACILITY STATS

AGE

AGE

--

SIZE

--

SITE

--

SIZE

DEPARTMENT

PROJECT DESCRIPTION
PROJECT DESCRIPTION

Citywide
forADA
ADAcompliance,
compliance,
to address
itemsincited
Citywiderenovations
renovations for
to address
items cited
the in the
CitywideADA
ADAStudy
Study (January
2009).
Citywide
(January26,26,
2009).
PROJECT RATIONALE
PROJECT RATIONALE

SITE

AllAll
facilities
fallunder
underTitle
Title
I1 the
of the
Americans
with Disabilities
facilitiessurveyed
surveyed fall
II of
Americans
with Disabilities
Act,
signed
into into
law July
1990.
must be corrected
comply with
Act.
signed
law26,
July
26, Buildings
1990. Buildings
must betocorrected
of the
Florida 11
Building
in order
for all Code
City services,
programs,
to Chapter
comply11with
Chapter
of theCode
Florida
Building
in order
and activities to be accessed by everyone including individuals with disabilities.
for all City services, programs, and activities to be accessed by everyone
including
individuals
with disabilities.
OPERATING
BUDGET IMPACT

COMMENTS

COMMENTS

COMMENTS

ADA renovations for compliance to be addressed within the scope of any
proposed facility renovation.

ESTIMATED
PROJECT COSTS
ESTIMATED PROJECT COSTS
FACILITY PRIORITIZATIONCitv Hall. Library. Collins
FACILITY PRIORITIZATION

PROJECT
TOTAL
PROJECT TOTAL
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City Hall, Library, Collins
Parks
Parksfacilities
facilities, FS#87
FS#87
Parks
Parksfacilities
facilities
Parksfacilities.
facilities, FS#9,
Parks
FS#9.FS#20
FS#20
PublicWorks
Works
Public

FY 10

FY 11

FY 12

FY 13

5-YR Total

FY 14

2020/2030

75.000
75,000
-

40 000
40,000

-

-

-

-

40.000
40,000
-

-

40,000
40.000

$ $40,000
40,000

$ $40,000
40,000

$ $40,000
40,000

40,000
40.000
$ $40,000
40,000

$ $75,000
75,000

75,000
40,000
40,000
40,000
40,000
$ $235,000
235,000

-
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Section 5: Capital Improvements Program
C.I.P. Project Detail
FACILITY

32. Roof Assessment
citywide

FACILITY
STATS
FACILITY STATS
AGE

AGE

--

SIZE

DEPARTMENT

PROJECT DESCRIPTION
PROJECT DESCRIPTION

Citywide roof assessment to inventory age, conditions, type of construction,
maintenance requirements, and warranty coverage.
Assessment to aid in creating a prioritization schedule for replacement, repairs,
and maintenance.

PROJECT RATIONALE

SIZE

--

SITE

--

SITE

COMMENTS

PROJECT RATIONALE

The roof is a critical component of the building envelope to protect against water
and moisture intrusion, and is integral to the building's survivability and energy
efficiency.

COMMENTS

OPERATING BUDGET IMPACT Yes
Yes
Where the investment is warranted, appropriate new roof installations will serve
to increase energy efficiency and minimize maintenance requirements.

OPERATING BUDGET IMPACT

COMMENTS

The roof is a critical element of the building envelope, to ensure a well-sealed
and insulated building and reduce cooling loads. Energy efficiency may be
positively impacted by the installation of cool roofs which deflect solar heat
gains and reduce cooling loads. Cool (light colored) roofs also resist solar
degradation, and require less maintenance over the life time of the roof.

FY 10

ESTIMATED PROJECT COSTS

ASSESSMENT
PROJECT TOTAL
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citywide facilities

$
$

25,000
25,000

FY 11

$

FY 12
-

$

FY 13
-

$

5-YR Total

FY 14
-

$

-

$
$

25,000
25,000

2020/2030
-
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Section 6: Funding Opportunities and Budget Considerations

The current economic situation presents many challenges for all Florida municipalities to maintain
existing services, and especially to acquire funding to create new facilities that will serve expanded
programs and future needs. In addition to budget shortfalls at the local level, shortfalls at the state level
also are of great impact to local governments. In consideration of these challenges, “Financial Stability
and Sustainability” will guide the near term (5 year) priorities of the City’s Capital Improvements Plan.
The City’s general strategy to fund its CIP is on a “cash-basis”, through a combination of internal
funding of portions of selected CIP projects while also seeking outside funding. The combined funding
sources include grants, impact fees, City’s General Fund, CIP Funds available fund balances, and where
applicable the City’s Operating Fund.
The City currently utilizes the Florida League of Cities and the Florida State CEP Revolving Fund for
long-term and short-term financing. As in many municipalities, debt financing may include bank loans
or the issuance of special revenue bonds. Or, residents may be asked to approve a ballot item
authorizing the issuance of general obligation bonds.
While it is stated that the City may opt to partially offset costs of capital improvement projects through
the use of reserves (consistent with policy to fund these one-time expenses for small capital projects), it
is anticipated that major capital improvement projects (such as additional parks and recreation and City
buildings) normally funded on cash basis will be offered to the voters for approval by general obligation
bonds.
ADG has had the opportunity to work with several Cities and Counties on studies of similar scope to
that of Oakland Park. The aspect of project funding is undoubtedly a critical component in a successful
CIP strategy. In working with other municipalities, we note that a significant effort is required to
identify and put into place funding sources that could be utilized for facility construction.
It is recommended that the City adopt a “process” that defines in specific terms: project scope, cost,
mission, and which has as its goal, compliance with these criteria, avoiding financial surprises or delays
in the delivery of the needed facilities. In this era of declining tax revenue, and its direct impact on City
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Capital Improvement Plans (C.I.P.), it is critically important that proposed project budgets are
achievable.
It is anticipated that any future federal stimulus packages may continue to favor shovel ready
infrastructure and projects of impact to provide employment, as well as stimulus grants to fund energy
efficiency retrofits at the state and local level. The recommendations for many of the City’s facilities
include such renovations, and programs that have been identified are described below.

Funding Opportunities
As the City has identified in its financial strategy, one of the factors in considering the renovation and/or
construction of new City facilities is the necessity to identify a funding source or a variety of funding
sources.
Following is a summary of the funding opportunities which may be applicable to the proposed CIP
projects discussed in this study:
1.

Voter referendums/Tax based:
Many governmental entities, either as a political necessity or as a statutory requirement, require
voter referendums to approve the funding of new facilities. Generally speaking, voters are asked
to approve (or disapprove) additional revenue such as increased property taxes, an increase in
sales taxes, adoption of a special fee or tax, or a “one time” assessment. State laws govern
permissible sources and the use of funds with a significant difference between what different
jurisdictions allow.
It is of merit to note that high levels of public sensitivity to public safety and the City’s delivery
of essential core utility services has a direct relationship upon voter attitudes. We are aware of
positive voter responses to referendums in which new City Administrative facilities have been
approved. A positive voter response is largely dependent upon “making the case” in a
professional and pro-active manner by directly informing the citizens of the community of the
necessity for improved or new facilities.
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2.

Tax Exemption Programs:
The State of Florida will permit governmental entities, to exempt their infrastructure
improvements from sales tax. The State of Florida, as an example, has a 6% to 7% sales tax,
depending on geographical location, which applies to materials for the construction of a new
facility. Being able to “save” this project cost can result in significant cost savings to the project
and can be utilized for expanding the project scope or for purchasing furnishings or equipment.
The potential savings when equated to a multi-million dollar project can result in significant
monetary values.

3.

Capital Improvement Bonds:
There are a wide variety of bonds that can be used for a funding source. Bonds require a
dedicated revenue source; however, they may be very attractive investments for citizens of your
community. Existing bonds, perhaps utilized for previous road improvements, utility systems or
similar infrastructure improvements, may be in the final stages of payout. In many cases these
dedicated revenue sources can then be utilized to fund a community need, such as new municipal
facilities.
A general rule of thumb is that each $100,000 of dedicated bond revenue can equate to
approximately $1,000,000 in bond funding for improvements. Typically, bond issues are a very
attractive funding source and, as such, utilized by many jurisdictions for funding a variety of
projects. Additional funds can also be acquired by the temporary investment of bond proceeds
until such time as the funds are needed for construction.

4.

Franchise Fees:
Many communities have, or are adopting, franchise fees that charge entities, such as cable or
dish TV systems, telephone systems, 911 service, etc., a specific fee with that source of revenue
being used to acquire a bond issue or funding from a lending institution. Franchise fees are
typically based upon levels of participation and can generate significant funds with the potential
of growth in the future. Florida law is changing how municipalities can utilize franchise fees so
a careful review of this methodology is important.
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5.

Private Finance:
There are several private sector companies that specialize in the funding of governmental
facilities. Basically they advance the construction/development costs for improvements in return
for annual payments; almost a “rent-to-buy” process. A municipality will still need to have a
revenue source in which to repay this loan, which can come from general revenue or as a
budgetary set-aside. In many cases we have found that the rental cost of existing facilities
provides a significant portion of the monies required to fund improvements.

6.

Community Redevelopment:
The City adopted and approved a CRA Plan in 2005, subsequently establishing a
Redevelopment Trust Fund, and entering into City/County/CRA Interlocal Agreement in 2006.
This has enabled the City to access the Broward County Redevelopment Capital Program
funding and tax increment financing for redevelopment projects, and increases the City’s
eligibility for federal and state grants that can be used for infrastructure improvements, business
development, and property acquisition.
Current economic conditions may stall the release of these funds for the City’s use, as some
funding is conditional on permitting activity. It is understood that strategies to transfer secured
CRA funding to ensure its future use are being explored further by the City.
The Master Plan implementation strategy that has been outlined for the CRA includes a
comprehensive schedule of capital improvements. The CRA includes the majority of the cityowned properties under consideration in this study.

7.

Developer “Set Asides”:
During times of high development activity in Florida, many jurisdictions opted to require
developers to set aside property for governmental usage or in lieu of property, to contribute
toward the cost of future facilities. Many developers would prefer to provide land in lieu of
monetary grants. While less desirable to a municipality, such an agreement should include the
ability or right of the City to trade or sell this property in order to generate funds. The location
of donated property, as well as its zoning and development rights, becomes an important factor if
it is considered in terms of its future sale.
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8.

Development Impact Fees:
In the current economic climate with declining development activity, an impact fee program may
hinder progress for development in the City. In times of growth, impact fee programs have been
effective in funding the construction of new or expanded facilities, and other associated
improvements, that result from the increased services that must be provided by a municipality to
support the new development.
The impact of adopting such fees can be significant as developers typically are politically
involved. From their perspective, any additional cost of development is of significance.
Conversely, there is the theory that new residents or businesses should be responsible for
additional costs of City services that are a result of new development.

Homeland Security and Emergency Management
Funding opportunities to assist with public safety facilities are offered at the Federal and State level, and
specifically address issues of public safety and security, hazard mitigation, and emergency management.
9.

Federal Grants “Homeland Security”:
While Federal Grants have traditionally been rare for local facilities, the events of September
11th, coupled with the current economic recession, have created an environment which may
result in funds becoming available in the near future. Many cities and counties, in that respect,
have initiated studies in order to have appropriate documentation assembled for Federal Grants.
Additionally, they have contacted their respective legislative delegation members in order “to
make their case.” Clearly, time becomes of the essence, as when Federal Funds become
available they will go to those that are prepared and who are situated in a geographically and
politically important location.

10.

Federal Grants: “F.E.M.A. Hazard Mitigation Grant Program (HMGP)”:
The Federal Emergency Management Agency is tasked with disaster mitigation, preparedness,
response, and recovery planning. As a part of its mission, the Agency makes available grant to
States and local governments to implement long-term hazard mitigation measures. A component
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of this mitigation is the planning and construction of Municipal Facilities designed to handle
mitigation efforts prior to, during, and after a hazardous event.
The Hazard Mitigation Grant Program (HMGP) funds may be used to fund projects that will
reduce or eliminate the losses from future disasters. Projects must provide a long-term solution to
a problem, for example, elevation of a home to reduce the risk of flood damages as opposed to
buying sandbags and pumps to fight the flood. Funds may be used to protect either public or
private property or to plan for and construct essential facilities to a “hardened” level of
survivability above code requirements.
11.

State Grants:
Several States fund City and County Capital Improvement projects based upon political
leadership of elected officials from geographical areas. The State of Florida also has specialized
grant programs which provide funds for having facilities that will serve as an Emergency
Operational facilities and Emergency Shelters. As an example, the State of Florida, in response
to the devastation of Hurricane Andrew, created an “Emergency Preparedness Fund” under the
oversight of the State Department of Community Affairs. Twice a year, grant applications are
accepted, reviewed, prioritized and funds awarded to cities and counties for projects, the
“hardening” of existing or new facilities, and for spaces within facilities that can serve as an
emergency response facility.

12.

F.E.M.A.:
The Federal Government has not provided any funding of significance for new projects for
several years due to a cutback in funding to the Agency. F.E.M.A., in the last quarter of each
fiscal year, will request that funded projects that have not been completed or initiated return
those funds for reallocation to qualified agencies. The Regional Office will be able to advise if
any “turn back” funds are currently available.
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Energy Efficiency
There exist a variety of grants and incentive based funding opportunities to assist with projects
promoting energy efficient construction and operations. As this is an area of much topical discussion
and has recently been highlighted as a key element of the 2009 Federal Stimulus Package, it is
anticipated that new opportunities and creative strategies will continue to emerge, and diligent research
is needed to stay informed.

Several Federal and State agencies are resources for these innovative programs. Among these are:
•
•
•
•
•
•
•
•

Environmental Protection Agency (EPA)
Florida Department of Environmental Protection (FL DEP)
US Department of Energy (US DOE)
Energy Efficiency and Renewable Energy Office (EERE), under the US DOE
Florida Department of Energy (FL DOE)
Florida Energy Office, under the FL DOE
Database of State Incentives for Renewable Energy (DSIRE)
Florida Energy Commission (FEC)

In Florida, a principal resource for info about renewable fuel sources is the Florida Energy Office, the
state’s primary center for energy policy (www.dep.state.fl.us/energy). In addition to developing and
implementing Florida’s energy policy, the Energy Office coordinates all federal energy programs
delegated to the state. Another source whose recommendations have been cited extensively in this
report is the Florida Energy Commission. (www.floridaenergycommission.gov)
Some initiatives which have been employed successfully by other municipalities to fund, or partially
fund, capital improvements and operational costs associated with energy efficiency strategies include:
13.

Guaranteed Energy Performance Savings Contracts
Under the Guaranteed Energy Performance Savings Contract Act (GEPSCA), the state and other
public entities may contract with an Energy Service Company (ESCO) for energy conservation
measures. The energy conservation measures must produce a utility savings sufficient to cover
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the cost of financing, completing, and maintaining the contract. To accomplish this, the
contractor guarantees that the public entity will achieve a utility savings sufficient to finance the
proposed energy conservation measures. If the utility savings are not sufficient to cover
individual financing payment, the contractor must pay for the shortfall.
In essence, a private company pays to make energy efficient improvements and is then
reimbursed with the money saved through lower energy bills over the lifetime of the project
(typically 7-20 years). This has been successfully employed in many case studies, where the
public entity does not have the capital up front to implement the retrofits. In some case study
examples, this form of contract was used in conjunction with already funded projects, for
example HVAC equipment partially funded by a municipality’s reserve or operations fund,
combined with partial funding from the ESCO.
14.

Third Party Renewable Energy Service Providers
In this arrangement, the public entity contracts with a third party renewable energy service
provider, who is able to take advantage of State renewable energy income tax credits, in turn
transferring these savings to the public entity through their utility rates.

15.

Combined Heat and Power (CHP) Partnerships
This program is administered through the EPA (www.epa.gov/chp). CHP technologies, also
known as cogeneration, can utilize a single power plant located near consumers to produce both
electricity and steam for heating and cooling. Primarily, CHP systems recover heat that is
normally wasted at power plants and funnels the heat into surrounding buildings, thereby
reducing energy costs and GHG emissions. Waste heat recovery may also be utilized for cooling
and dehumidification, or process applications.
The EPA established the Combined Heat and Power (CHP) Partnership in 2001 to encourage
cost-effective CHP projects in the U.S., by fostering cooperative relationships with the CHP
industry, state and local governments, and other relevant stakeholders. The CHP Partnership
maintains a database of funding opportunities, including regularly updated lists of state and
federal incentives applicable to CHP and biomass/biogas projects. These opportunities take a
variety of forms, including: grants, tax incentives, low-interest loans, favorable partial load rates
(e.g. standby rates), and tradable allowances.
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16.

Energy Efficiency and Conservation Block Grants (EECBG)
Under the American Recovery and Reinvestment Act of 2009, funding has been allocated for the
Office of Energy Efficiency and Renewable Energy's (EERE) programs and initiatives. One such
program which was administered is the Energy Efficiency and Conservation Block Grant
(EECBG).
The EECBG Program (EECBG) provides grants to U.S. local governments, states, territories,
and Indian tribes, to fund projects that reduce energy use and fossil fuel emissions, and that
improve energy efficiency in the transportation and building sectors, as well as other appropriate
sectors. An additional purpose of the EECBG Program is to spur economic growth and create
and/or retain jobs under the American Recovery and Reinvestment Act of 2009.
The EECBG Program is administered by the Office of Weatherization and Intergovernmental
Programs in the Office of Energy Efficiency and Renewable Energy of the U.S. Department of
Energy (DOE). (It is modeled after the Community Development Block Grant Program,
administered by HUD.)
The application due date for cities eligible for these direct formula grants was June 25,
2009, and the program is currently closed. The City of Oakland Park utilized this program to
apply for funding to provide an energy assessment and HVAC retrofit strategy for City Hall.
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Parks and Recreation
Funding opportunities for recreational CIP projects is an element of the Parks and Open Space Master
Plan Study (adopted October 2009). Some initial resources for consideration follow, and include grants
administered to local governments through the Grants Section of the Florida Department of
Environmental Protection, such as the Florida Recreation Development Assistance Program (FRDAP)
and the Land and Water Conservation Fund (LWCF). These are competitive grant programs which
provide grants for acquisition or development of land for public outdoor recreation.
Note that the Legislature and Governor did not allocate funding toward the FRDAP program for
fiscal year July 1, 2009-June 30, 2010. Therefore, no projects submitted for FY 2009-2010 will be
funded, and applicants who submitted projects for the 2009-2010 grant cycle are being given the choice
of rolling-over their current submittals to the 2010-2011 grant cycle and leaving the standing score as is
or conversely, presenting a brand new application during the next submission period. It is hoped that
funding will be provided next fiscal year (2010-2011), to be determined in spring 2010. Close
monitoring of these programs is warranted.
A list of potential funding sources follows:
•

FRDAP (Florida Recreational Development Assistance Program) grants to fund land
acquisition for Parks. It is to be explored if this funding can also extend towards
remediation.

•

Matching grant programs available at the County level

•

Local agency funding sources through FDOT Fund for transportation. These are
typically 50/50 matching grants for transportation oriented projects, which may be
creatively applied to “sidewalks” and other pathway/connectivity elements.
FDOT’s Transportation Enhancement Program funds transportation enhancement
projects, such as bike and pedestrian trails and facilities, landscaping, and restoration of
historic transportation structures.

•

Brownfield Redevelopment (the remediation of sites contaminated by former industrial,
agricultural, and other uses): Funding programs are available through the Federal and
State DEP and EPA.
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•

Greyfield Initiatives (the redevelopment of built sites that have been abandoned, such as
shopping malls and light industrial or warehousing): This is a more recent and topical
area of redevelopment, and greyfield initiatives may not yet have well-established
programs for federal and state assistance. It is anticipated that continued emphasis on the
sustainability of the built environment will focus attention on this area.

•

Land and Water Conservation Fund Program (LWCF): LWCF is a competitive program
administered through the Florida Department of Environmental Protection which
provides grants for acquisition or development of land for public outdoor recreation use.
The purpose of the grant is to provide matching grants to the State of Florida, and
through the State to governmental entities, for the acquisition and development of
outdoor recreation purposes. (www.dep.state.fl.us/parks/oirs)

•

Community Development Block Grant Program (CDBG): Funding from the United
States Department of Housing and Urban Development, the program allows each
community to determine which projects are most needed, with a focus on Housing,
Neighborhood Revitalization, Commercial Revitalization, and Economic Development.
The national objectives of the program are to benefit low- and moderate-income persons,
eliminate slum or blight, and address urgent community development needs.

•

Department of Community Affairs, Florida Communities Trust: Provides grant and loan
assistance to local governments for the acquisition and conservation of outdoor recreation
lands that are needed to implement local government comprehensive plans.

•

Florida Greenways and Trails Program: Formerly known as the Florida Rails-to-Trails
Program, provides acquisition funds for the purchase of greenways and trails for
recreational and conservation purposes.

•

Urban and Community Forestry Grant Program: The Florida Department of Agriculture
(FDACS), with funding from the USDA Forest Service, issues grants to local
governments and non-profits to develop and enhance urban and community forestry
programs on a cost-share basis. It can be used for tree ordinance development or revision,
tree inventories, management plans, master plans, in-house training, staffing, student
internships, and equipment purchases.
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